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1.0 INTRODUCTION 
This annual groundwater report for the Denver Arapahoe Chemical Waste Processing Facility (DACWPF) 
Reconstructed Cell Facility was prepared pursuant to the Resource Conservation and Recovery Act (RCRA) Post-
closure Care Permit CO-09-30-09-01 issued on September 30, 2009, and effective on October 30, 2009. The 
DACWPF facility is located in the southeast quarter of Section 32, Township 4 South, Range 65 West in 
Arapahoe County, Colorado (Figures 1 and 2). Groundwater monitoring was performed during 2019 in 
accordance with the groundwater monitoring requirements of the October 2009 Post-closure Care Permit. 

This report outlines the Post-closure Care groundwater monitoring network and presents: 1) semi-annual 
groundwater level measurements, semi-annual groundwater chemistry data, and statistical analysis for the RCRA 
groundwater monitoring wells; 2) semi-annual water quality data for the Reconstructed Cell secondary leachate 
sump; 3) annual water quality data for leachate sumps in accordance with the DACWPF leachate delisting; and 
4) semi-annual groundwater level measurements for the upper and intermediate sandstone units’ monitoring 
networks.  

Additionally, this report summarizes leachate chemistry, generation rates, and pumping history for the primary and 
secondary sumps, and includes a description of the hydrogeologic setting of the Reconstructed Cell. Discussions 
of post-closure inspection activities are incorporated in these summaries and descriptions. 

2.0 PART B PERMIT MONITORING RESULTS 
2.1 Groundwater Levels 
The groundwater levels in the four groundwater monitoring wells completed in the uppermost aquifer (lower 
sandstone; P-112, P-113, P-114A-R, and P-115) and the upper and intermediate sandstone piezometers (GC-16, 
GC-18, GC-21, GC-22, GC-26, and P-107) were measured during the second and fourth quarters of 2019 (May 
and November). Table 1 presents the 2019 groundwater levels, along with historical measurements since 1986. 
The groundwater monitoring network for the Post-closure Care Permit is summarized in Table 2. As documented 
in the 2016 Annual Report (Golder 2017), P-114a was abandoned due to well integrity issues and was replaced 
by P-114A-R, which was installed in July 2016. Groundwater level measurements and sampling activities at 
P-114A-R were initiated in July 2016. The locations of existing groundwater monitoring wells and piezometers and 
corresponding groundwater elevations for 2019 are shown in Figures 3 through 5. Plots of groundwater levels 
versus time (from 1986 through 2019) are presented in Figures A-1 through A-3 of Appendix A. 

Groundwater levels in the lower sandstone unit wells historically increased from 1986 (when measurements 
began) through 2000. From 2000 through 2006, the groundwater levels generally remained steady with some 
minor fluctuations, and the designated RCRA upgradient well P-112 groundwater levels began decreasing relative 
to the groundwater levels in the three downgradient RCRA monitoring wells. As a result, the groundwater levels in 
the designated upgradient and downgradient wells converged, and slight gradient reversals have occurred. From 
2006 until 2010, groundwater levels in wells P-112, P-113, P-114a, and P-115 gradually increased, before 
stabilizing from 2010 until 2014. Since 2014, groundwater levels have generally increased. 

Groundwater levels in the upper sandstone unit (GC-18, GC-21, and P-107) have generally remained steady 
since measurements began, despite short-term fluctuations. Groundwater levels in the intermediate sandstone 
unit (GC-16, GC-22, and GC-26) increased from 1986 (when measurements began) through 1999, when they 
remained relatively stable until 2011. In 2011 and 2012, groundwater levels in the intermediate sandstone slightly 
decreased. Groundwater levels exhibited an increasing trend from 2013 to 2016; however, groundwater levels 
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have been decreasing since 2017. The Colorado Department of Public Health and Environment (CDPHE) is 
aware of these variances in groundwater levels and corresponding gradient, and in a letter dated October 8, 2004, 
concurred that, because groundwater statistical analyses for the DACWPF Reconstructed Cell are based on intra-
well comparisons and the intent of regulatory requirements continues to be met, slight gradient reversals do not 
impact the compliance of the facility. 

2.2 Groundwater Chemistry 
The sampling points for the semi-annual groundwater monitoring events conducted in May and November of 
2019, pursuant to the Post-closure Care Permit, consisted of wells P-112, P-113, P-114A-R, and P-115. For 
each sampling event, the groundwater samples from these wells were analyzed for field parameters (temperature, 
turbidity, pH, and electrical conductivity), total suspended solids, eight dissolved metals, and volatile organic 
compounds (VOCs) listed in Table A-7 of the Post-closure Care Permit. Additional field parameters (dissolved 
oxygen and oxidation-reduction potential) are provided in Appendices B-1 and B-2. Analytical results are also 
presented in Appendices B-1 and B-2. 

2.2.1 Metals Results 
Section 2.8 in Attachment 7 of the Post-closure Care Permit specifies intra-well comparisons as the basis for 
performing the statistical analysis and determining if there are statistically significant increases over background 
values. The statistical analysis for the 2019 report was performed by Swift River and is provided in Appendix C. 
The statistical analysis contains a background period up to, and including, the second semi-annual 2018 
analytical data for wells P-112, P-113, and P-115. This background period was updated in 2019 from previously 
ending in 2016. Data from replacement monitoring well P-114A-R will not be included in any statistical analysis 
until eight semi-annual monitoring events have been completed and sufficient data have been collected. Results 
of the statistical analysis as reported by Swift River (Appendix C) are summarized below. 

One metal in Table A-7 of the Post-closure Care Permit was detected at or above the reporting limit in the 2019 
samples. Barium was detected above the reporting limit in samples from all four wells, but below the statistical 
limit, which is consistent with historical results for these wells.  

The metals results are summarized in Table 3. Field parameters for these sampling locations were also recorded 
and are summarized in Table 4. The statistical analysis indicates that there are no observable trends or 
statistically significant exceedances for metals in the DACWPF groundwater monitoring wells.  

2.2.2 Volatile Organic Compounds Results 
In accordance with Sections 2.7 and 2.8 in Attachment 7 of the Post-closure Care Permit, the statistical 
background limit for each VOC listed in Table A-7 is set at the reporting limit because no confirmed VOCs have 
been detected since interim status groundwater monitoring began in 1990. No VOCs were detected in any of the 
2019 groundwater samples at concentrations above their reporting limit.  

2.3 Leachate Sampling 
The semi-annual sampling of leachate from the secondary sump of the DACWPF Reconstructed Cell was 
performed by Swift River during the second and fourth quarters of 2019 in accordance with Attachments 4 and 8 
of the Post-closure Care Permit. The laboratory employed the same reporting limits as those listed in Table A-8 of 
the Post-closure Care Permit. VOCs or arsenic were not detected in the leachate sample from the secondary 
sump at the specified reporting limits during the second quarter 2019 sampling event. Tetrachloroethene (PCE) 
was detected in the fourth quarter 2019 secondary sump leachate sample at a concentration above the analytical 
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reporting limit but below the Exposure Point Concentration (EPC). Leachate from the secondary sump was re-
sampled in January 2020 due to the PCE detection and in accordance with permit requirements, and PCE was 
not detected at or above the analytical reporting limit in the January re-sampling event. Analytical results are 
presented in Appendix B-3.  

Annual sampling of the primary and secondary leachate sumps was also performed by Swift River in accordance 
with the DACWPF leachate delisting, which became effective on December 30, 1998. The sampling was performed 
on May 15, 2019, and consisted of a composite sample from the primary and secondary sumps and a discrete 
sample from the primary sump. Both samples were submitted for cyanide and toxicity characteristic leaching 
procedure (TCLP) analyses as required by the conditions of the delisting. These analytical results are presented in 
Appendix B-4.  

In the composite sample, total cyanide, nickel, and PCE were detected at or above the analytical reporting limit, 
but below the EPCs used in the risk assessment for the Delisting Petition, which is presented in Appendix D. In 
the discrete primary sump sample, total cyanide, cadmium, nickel, mercury, and PCE were detected above the 
analytical reporting limits, and with the exception of PCE, were below the EPCs used in the risk assessment for 
the Delisting Petition. The discrete primary sump sample result for PCE of 33 micrograms per liter (µg/L) is below 
the analytical reporting limit of 50 µg/L used in the risk assessment for the Delisting Petition. Table 5 presents a 
summary of historical PCE detections in the primary sump. 

2.4 Leachate Pumping 
Leachate generation rates and the amounts of leachate removed from the primary and secondary sumps are 
summarized in Appendix E. Appendix E also includes the semi-annual facility inspection logs for 2019. Graphs 
showing incremental and cumulative leachate volumes removed from the primary and secondary pumps since 
1988 are included in Appendix E. 

The primary sump was pumped four times in 2019, with 600, 1,000, 800, and 1,000 gallons of leachate removed 
from the primary sump in February, May, August, and November, respectively. The calculated approximate 
leachate generation rate for the primary sump between October 2018 and February 2019 was 5.9 gallons per day 
(gpd); between February 2019 and May 2019 was 10.1 gpd; between May 2019 and August 2019 was 9.3 gpd; 
and between August 2019 and November 2019 was 11.1 gpd.  

The secondary sump was pumped four times in 2019, with 200, 800, 500, and 400 gallons of leachate removed in 
February, May, August, and November, respectively. The calculated approximate leachate generation rate for the 
secondary sump between November 2018 and February 2019 was 2.0 gpd; between February 2019 and May 
2019 was 8.1 gpd; between May 2019 and August 2019 was 5.8 gpd; and between August 2019 and November 
2019 was 4.4 gpd. 

3.0 DESCRIPTION OF THE HYDROGEOLOGIC SETTING 
The current understanding of the hydrogeologic setting beneath the DACWPF Reconstructed Cell has not 
changed from that described in the Investigation of Shallow Groundwater System in the Vicinity of the Evaporation 
Ponds, Denver-Arapahoe Chemical Waste Processing Facility, DACWPF, Arapahoe County, Colorado (Golder 
1986). The hydrostratigraphy is depicted in three plan views of the areal distribution of the upper, intermediate, 
and lower sandstone units (Figures 3 through 5). 

The upper sandstone unit continues to contain perched water immediately to the west, northwest, and north of the 
DACWPF Reconstructed Cell. Inspections during 2019 indicate that the perched water drain (PWD) located to the 
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north of the DACWPF Reconstructed Cell is operating as designed, including the relocated portion of the PWD 
that was constructed in 2004 and approved by CDPHE in January 2005. The drain has historically created a 
lateral hydraulic gradient within the upper sandstone unit toward the drain that collects the upper sandstone 
groundwater and transports it in an easterly direction to the discharge point located northeast of the DACWPF 
Reconstructed Cell (see Figure 3). Documentation of the inspection of the PWD is presented in Appendix E, along 
with the other post-closure facility inspections.  

The intermediate sandstone unit (Figure 4) also contains locally perched groundwater. The inconsistency in 
saturation across this unit and relatively large variations in water levels within this unit suggest that continuous 
lateral flow is unlikely. The primary mechanism for discharge is likely vertical migration into the underlying 
claystone. 

The lower sandstone unit (Figure 5) and its laterally adjacent finer-grained units comprise the uppermost 
continuously saturated zone (i.e., uppermost aquifer). Flow within the lower sandstone unit is primarily horizontal 
(from east to west) as a result of the unit’s significantly higher hydraulic conductivity relative to that in the 
underlying claystone. Water levels within the finer-grained adjacent units to the north indicate that flow from those 
materials is toward the lower sandstone channel. 

4.0 CONCLUSIONS 
Data continue to indicate that the only hydrostratigraphic unit beneath the DACWPF Reconstructed Cell that 
fulfills the regulatory definition of the “uppermost aquifer” is the lower sandstone unit, which is monitored by four 
monitoring wells completed and screened across this sandstone unit.  

Groundwater levels in the lower sandstone unit monitoring wells increased from 1986 (when measurements 
began) through 2000. From 2000 until 2006, the groundwater levels generally remained steady with some minor 
fluctuations, and the designated RCRA upgradient well P-112 groundwater levels began decreasing relative to the 
groundwater levels in the three downgradient RCRA monitoring wells. As a result, the groundwater levels in the 
designated upgradient and downgradient wells converged, and slight gradient reversals have occurred 
periodically. CDPHE is aware of these variances in groundwater gradient and has concurred that slight gradient 
reversals do not impact the compliance of the facility. From 2006 until 2010, groundwater levels gradually 
increased, before stabilizing from 2010 until 2014. Since 2014, groundwater levels in these wells have generally 
increased. 

Well integrity issues were identified at monitoring well P-114a following the second half 2015 groundwater 
sampling event. The abandonment of monitoring well P-114a due to the well integrity issues and installation of the 
replacement monitoring well, designated P-114A-R, were completed in July 2016 (Golder 2017). Groundwater 
level measurements and sampling activities at P-114A-R were initiated in July 2016. Once a sufficient number of 
samples (minimum of eight) have been collected from P-114A-R, the monitoring well will be incorporated into 
DACWPF’s statistical program. 

Groundwater statistical analysis performed by Swift River, except on data from P-114A-R, in accordance with 
Section 2.8 of the Post-closure Care Permit, revealed no observable trends or statistically significant exceedances 
for metals in samples obtained from the DACWPF groundwater monitoring wells. PCE was detected in the fourth 
quarter (November) secondary sump sample at a concentration above the analytical reporting limit but below the 
EPC. PCE was not detected in the January 2020 secondary sump re-sample. With the exception of the fourth 
quarter PCE detection, which was an unconfirmed detection due to the verification sampling result, monitoring 
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results for the secondary sump of the DACWPF Reconstructed Cell show that concentrations of the constituents 
listed in Table A-8 of the Post-closure Care Permit were below their respective reporting limits. 

In the sampling of the leachate sumps that was performed in accordance with the DACWPF leachate delisting, 
the composite sample had concentrations of total cyanide, nickel, and PCE that were at or above the analytical 
reporting limit, but below the EPCs used in the risk assessment for the Delisting Petition, which is presented in 
Appendix D. The discrete primary sump sample had concentrations of total cyanide, cadmium, nickel, mercury, 
and PCE that were above the analytical reporting limits, and with the exception of the result for PCE, were below 
the EPCs used in the risk assessment for the Delisting Petition. PCE was detected at 33 µg/L in the discrete 
primary sump sample, which is above the EPC of 25 µg/L but below the analytical reporting limit of 50 µg/L used 
in the risk assessment for the Delisting Petition. 

The PWD was relocated by Waste Management in 2004. Relocation activities were documented in the 2004 
Annual Report (Golder 2005). Inspections during 2019 indicate that the PWD is operating as designed.  

Data collection activities during 2019 met the monitoring requirements outlined in the Post-closure Care Permit. 
Monitoring results do not indicate a release from the DACWPF Reconstructed Cell facility.  
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4)   2/26/86    4/10/86    4/29/86     5/2/86    5/6/86    5/9/86   5/13/86     5/2/86    5/6/86    5/16/86 05/27/86

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
  GC-8 L 5778.69 - -   - - 88.33 5690.36 88.05 5690.64 88.45 5690.24 87.98 5690.71 88.08 5690.61 88.29 5690.40 88.45 5690.24 87.98 5690.71 88.62 5690.07 88.45 5690.24
  GC-9 C 5793.86 - -   - - 111.90 5681.96 111.50 5682.36 111.55 5682.31 111.49 5682.37 111.48 5682.38 111.52 5682.34 111.55 5682.31 111.49 5682.37 111.70 5682.16 111.53 5682.33
  GC-10 L 5775.34 - -   - -  - -   - - 83.80 5691.54 84.17 5691.17 83.76 5691.58 83.79 5691.55 84.10 5691.24 84.17 5691.17 83.76 5691.58  - -   - - 84.25 5691.09
  GC-11 L 5777.36 - -   - -  - -   - - 85.93 5691.43 86.40 5690.96 58.87 5718.49 86.20 5691.16 86.15 5691.21 86.40 5690.96 58.87 5718.49 86.30 5691.06 86.33 5691.03
  GC-12 L+ 5779.11 - -   - -  - -   - - 129.75 5649.36 129.29 5649.82 126.85 5652.26 123.36 5655.75 118.95 5660.16 129.29 5649.82 126.85 5652.26 116.26 5662.85 109.08 5670.03
  GC-13 L 5778.86 - -   - -  - -   - - 88.05 5690.81 88.45 5690.41 88.04 5690.82 88.80 5690.06 88.28 5690.58 88.45 5690.41 88.04 5690.82 88.57 5690.29 88.45 5690.41
  GC-14 L+ 5776.55 - -   - -  - -   - -  DRY   - -  DRY   - -  DRY   - - 80.65 5695.90 80.95 5695.60  DRY   - -  DRY   - - 81.55 5695.00 81.76 5694.79
  GC-15 L 5779.31 - -   - -  - -   - - 88.35 5690.96 88.80 5690.51 88.32 5690.99 88.45 5690.86 88.70 5690.61 88.80 5690.51 88.32 5690.99  - -   - - 88.85 5690.46
  GC-16 I 5777.92 - -   - -  - -   - -  DRY   - -  DRY   - -  DRY   - -  DRY   - -  - -   - -  DRY   - -  DRY   - - (NOTE 5)   - -  - -   - -

  GC-17 O P 5779.18 - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  GC-18 U P 5780.06 - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  GC-19 I+ P 5779.94 - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  GC-20 I P 5779.10 - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  GC-21 U P 5779.70 - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  GC-22 I P 5765.98 - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  GC-23 I P 5755.69 - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -

  P101 L+ 5778.30 107.4 5670.95 112.2 5666.12  - -   - -  - -   - - 113.1 5665.20  - -   - -  - -   - -  - -   - - 113.1 5665.20  - -   - - 111.4 5666.90
  P102 L+ 5777.40 99.8 5677.61 105.1 5672.27  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - - 105.0 5672.43
  P103 L+ 5777.30 96.7 5680.64 96.6 5680.72  - -   - -  - -   - - 96.8 5680.47  - -   - -  - -   - -  - -   - - 96.8 5680.47  - -   - - 95.5 5681.85
  P104 L 5779.10 89.1 5690.00 98.6 5680.53  - -   - -  - -   - - 102.6 5676.50  - -   - -  - -   - -  - -   - - 102.6 5676.50  - -   - - 96.0 5683.15

  P107 O P 5779.20 24.7 5754.50 25.5 5753.70  - -   - -  - -   - - 23.9 5755.30  - -   - -  - -   - -  - -   - - 23.9 5755.30  - -   - - 23.5 5755.75
  P108 U W 5787.70 29.8 5757.90  - -   - -  - -   - -  - -   - - 30.8 5756.87  - -   - -  - -   - -  - -   - - 30.8 5756.87  - -   - - 30.9 5756.80
  P109 O 5777.00 28.7 5748.27 28.8 5748.22  - -   - -  - -   - - 28.0 5749.00  - -   - -  - -   - -  - -   - - 28.0 5749.00  - -   - - 28.0 5749.03
  P110 U W 5777.60 26.0 5751.63 26.1 5751.53  - -   - -  - -   - - 25.0 5752.65  - -   - -  - -   - -  - -   - - 25.0 5752.65  - -   - - 24.9 5752.75
  P111 O W 5778.00  - -   - - 35.00 5743.00  - -   - -  - -   - - 34.78 5743.22  - -   - -  - -   - -  - -   - - 34.78 5743.22  - -   - - 34.84 5743.16

  P112 L W 5765.22 *  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  P113 L W 5779.79 *  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  P114 L W 5779.84 *  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
  P115 L W 5779.63 *  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -

   1. Completion Zones in Dawson Formation:
U  Upper Sandstone C  Coal (Denver Formation)
I  Intermediate Sandstone +  Laterally adjacent finer-grained lithologic unit
L  Lower Sandstone              O  Other

   2. Designated monitoring well:
W   Well
P   Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Water-level probe broke off in piezometer on May 16, 1986; no subsequent measurements of water levels made.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4)    5/30/86    6/10/86    6/20/86    6/24/86    6/27/86    7/1/86    7/8/86    6/24/86    6/27/86    7/11/86    7/18/86

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 L 5778.69 88.48 5690.21 88.45 5690.24 88.45 5690.24 88.46 5690.23 88.52 5690.17 88.50 5690.19 88.55 5690.14 88.46 5690.23 88.52 5690.17 88.52 5690.17 88.45 5690.24
GC-9 C 5793.86 111.51 5682.35  - -   - - 111.47 5682.39 111.45 5682.41 111.45 5682.41 111.45 5682.41 111.42 5682.44 111.45 5682.41 111.45 5682.41 111.44 5682.42  - -   - -
GC-10 L 5775.34 84.23 5691.11 84.05 5691.29 84.03 5691.31 84.00 5691.34 84.15 5691.19 84.10 5691.24 84.12 5691.22 84.00 5691.34 84.15 5691.19 84.13 5691.21 84.31 5691.03
GC-11 L 5777.36 86.30 5691.06 86.23 5691.13 86.22 5691.14 86.20 5691.16 86.40 5690.96 86.40 5690.96 88.40 5688.96 86.20 5691.16 86.40 5690.96 88.20 5689.16 86.18 5691.18
GC-12 L+ 5779.11  - -   - - 103.30 5675.81  - -   - - 98.22 5680.89 97.65 5681.46 97.65 5681.46 97.62 5681.49 98.22 5680.89 97.65 5681.46 97.65 5681.46 92.65 5686.46
GC-13 L 5778.86 88.42 5690.44 88.33 5690.53 88.35 5690.51 88.34 5690.52 88.50 5690.36 88.52 5690.34 88.53 5690.33 88.34 5690.52 88.50 5690.36 88.52 5690.34 88.42 5690.44
GC-14 L+ 5776.55 81.77 5694.78 82.15 5694.40 82.49 5694.06 82.37 5694.18 82.70 5693.85 82.70 5693.85 82.70 5693.85 82.37 5694.18 82.70 5693.85 82.72 5693.83 82.70 5693.85
GC-15 L 5779.31 88.86 5690.45 88.75 5690.56 88.66 5690.65 88.63 5690.68 88.90 5690.41 88.90 5690.41 88.90 5690.41 88.63 5690.68 88.90 5690.41 88.91 5690.40 88.77 5690.54
GC-16 I 5777.92  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -

GC-17 O P 5779.18  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
GC-18 U P 5780.06  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
GC-19 I+ P 5779.94  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
GC-20 I P 5779.10  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
GC-21 U P 5779.70  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
GC-22 I P 5765.98  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
GC-23 I P 5755.69  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -

P101 L+ 5778.30 111.4 5666.94 110.4 5667.95 109.7 5668.56 109.7 5668.60 109.2 5669.13 109.2 5669.15 109.1 5669.2 109.7 5668.60 109.2 5669.13 109.1 5669.2 107.5 5670.82
P102 L+ 5777.40 104.6 5672.81 103.6 5673.81 103.2 5674.25 103.0 5674.38 102.8 5674.60 102.8 5674.64 102.7 5674.7 103.0 5674.38 102.8 5674.60 102.7 5674.7 101.9 5675.50
P103 L+ 5777.30 95.4 5681.88 95.6 5681.75 94.8 5682.53 94.7 5682.57 93.6 5683.73 93.5 5683.80 93.5 5683.9 94.7 5682.57 93.6 5683.73 93.4 5683.9 92.3 5685.00
P104 L 5779.10 95.9 5683.21 92.6 5686.50 91.3 5687.80 91.3 5687.83 90.6 5688.48 90.6 5688.50 90.6 5688.5 91.3 5687.83 90.6 5688.48 90.6 5688.5 89.5 5689.57

P107 O P 5779.20 23.4 5755.76 22.8 5756.41  - -   - - 23.1 5756.12 23.1 5756.15 23.1 5756.15 23.0 5756.2 23.1 5756.12 23.1 5756.15 23.1 5756.1 23.0 5756.20
P108 U W 5787.70 31.0 5756.73  - -   - - 30.7 5757.00 30.7 5756.98 30.8 5756.95 30.7 5756.97 30.8 5756.9 30.7 5756.98 30.8 5756.95 30.8 5757.0  - -   - -
P109 O 5777.00 28.0 5749.04 27.7 5749.30 27.7 5749.27 27.7 5749.29 27.9 5749.13 27.9 5749.15 27.8 5749.2 27.7 5749.29 27.9 5749.13 27.9 5749.1 27.6 5749.40
P110 U W 5777.60 24.9 5752.75 24.6 5753.00 25.0 5752.56 25.1 5752.48 25.1 5752.53 25.1 5752.55 25.0 5752.6 25.1 5752.48 25.1 5752.53 25.1 5752.5 24.8 5752.80
P111 O W 5778.00 34.8 5743.18 34.3 5743.70 34.2 5743.78 34.2 5743.77 34.2 5743.85 34.2 5743.85 34.1 5743.9 34.2 5743.77 34.2 5743.85 34.2 5743.9 33.9 5744.15

P112 L W 5765.22 *  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
P113 L W 5779.79 *  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
P114 L W 5779.84 *  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -
P115 L W 5779.63 *  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -  - -   - -

   1. Completion Zones in Dawson Formation:
U  Upper Sandstone C  Coal (Denver Formation)
I  Intermediate Sandstone +  Laterally adjacent finer-grained lithologic unit
L  Lower Sandstone              O  Other

   2. Designated monitoring well:
W   Well
P   Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS. MEAS. MEAS.
 WELL OR COMP. MON. PT.(3,4)    7/25/86    8/15/86    9/15/86    10/03/86 PT.(5)   11/12/86   11/15/86    10/03/86 PT.(5)   11/19/86   12/12/86

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 L 5778.69 86.70 5691.99 88.20 5690.49 88.28 5690.41 88.03 5690.66 - - 88.71 5689.98  - -   - - 88.03 5690.66 - - 88.16 5690.53 88.15 5690.54
GC-9 C 5793.86 111.45 5682.41 112.10 5681.76 111.50 5682.36 111.56 5682.30 - - 111.98 5681.88  - -   - - 111.56 5682.30 - - 111.40 5682.46 111.24 5682.62
GC-10 L 5775.34 84.30 5691.04 84.30 5691.04 84.07 5691.27 83.72 5691.62 - - 83.86 5691.48  - -   - - 83.72 5691.62 - - 83.55 5691.79 83.81 5691.53
GC-11 L 5777.36 86.00 5691.36 86.15 5691.21 86.00 5691.36 85.85 5691.51 - -  - -   - -  - -   - - 85.85 5691.51 - - 85.95 5691.41 86.01 5691.35
GC-12 L+ 5779.11 92.40 5686.71 90.90 5688.21 90.10 5689.01 89.75 5689.36 - - 89.85 5689.26  - -   - - 89.75 5689.36 - - 89.30 5689.81 89.16 5689.95
GC-13 L 5778.86 88.42 5690.44 88.50 5690.36 88.25 5690.61 87.97 5690.89 - - 88.20 5690.66  - -   - - 87.97 5690.89 - - 88.10 5690.76 88.06 5690.80
GC-14 L+ 5776.55 82.70 5693.85 82.95 5693.60 83.15 5693.40 83.09 5693.46 - - 83.07 5693.48  - -   - - 83.09 5693.46 - - 83.30 5693.25 83.01 5693.54
GC-15 L 5779.31 88.77 5690.54 87.65 5691.66 88.55 5690.76 88.54 5690.77 - - 88.75 5690.56  - -   - - 88.54 5690.77 - - 88.52 5690.79 88.50 5690.81
GC-16 I 5777.92  - -   - -  - -   - -  - -   - -  - -   - - - -  - -   - -  - -   - -  - -   - - - - 70.17 5707.75 69.72 5708.20

GC-17 O P 5779.18  - -   - -  - -   - -  - -   - -  - -   - - - -  - -   - -  DRY   - -  - -   - - - -  DRY   - -  DRY   - -
GC-18 U P 5780.06  - -   - -  - -   - -  - -   - -  - -   - - - - 21.20 5758.86 20.70 5759.36  - -   - - - - 19.95 5760.11 21.08 5758.98
GC-19 I+ P 5779.94  - -   - -  - -   - -  - -   - -  - -   - - - -  DRY   - -  DRY   - -  - -   - - - -  DRY   - -  DRY   - -
GC-20 I P 5779.10  - -   - -  - -   - -  - -   - -  - -   - - - -  - -   - -  DRY   - -  - -   - - - -  DRY   - -  DRY   - -
GC-21 U P 5779.70  - -   - -  - -   - -  - -   - -  - -   - - - -  - -   - -  DRY   - -  - -   - - - -  DRY   - -  DRY   - -
GC-22 I P 5765.98  - -   - -  - -   - -  - -   - -  - -   - - - -  - -   - -  DRY   - -  - -   - - - -  DRY   - -  DRY   - -
GC-23 I P 5755.69  - -   - -  - -   - -  - -   - -  - -   - - - -  - -   - - 44.67 5711.02  - -   - - - - 44.70 5710.99 44.59 5711.10

P101 L+ 5778.30 107.4 5670.86 105.0 5673.30 101.8 5676.50 99.5 5678.79 - -  - -   - -  - -   - - 99.5 5678.79 - - 94.1 5684.2 90.6 5687.75
P102 L+ 5777.40 101.5 5675.90 106.5 5670.90 99.6 5677.80 98.9 5678.55 - - 99.0 5678.43  - -   - - 98.9 5678.55 - - 97.4 5680.0 96.7 5680.67
P103 L+ 5777.30 92.3 5685.05 90.7 5686.60 89.1 5688.17 88.0 5689.30 - - 88.2 5689.07  - -   - - 88.0 5689.30 - - 85.3 5692.0 84.0 5693.35
P104 L 5779.10 89.5 5689.65 88.9 5690.20 89.2 5689.95 88.7 5690.36 - - 89.0 5690.15  - -   - - 88.7 5690.36 - - 88.8 5690.3 88.7 5690.38

P107 O P 5779.20 23.0 5756.20 23.2 5756.05 23.5 5755.70 23.4 5755.85 - - 23.3 5755.95  - -   - - 23.4 5755.85 - - 23.4 5755.8 23.6 5755.63
P108 U W 5787.70 30.8 5756.95 30.8 5756.90 30.5 5757.22 30.8 5756.87 5787.74 30.89 5756.85  - -   - - 30.8 5756.87 5787.74 30.35 5757.39 30.97 5756.77
P109 O 5777.00 27.6 5749.40 27.5 5749.50 27.5 5749.50 27.4 5749.60 - - 27.4 5749.56  - -   - - 27.4 5749.60 - - 27.3 5749.7 27.3 5749.68
P110 U W 5777.60 24.8 5752.85 25.1 5752.50 24.7 5752.95 24.8 5752.82 5777.72 24.96 5752.76  - -   - - 24.8 5752.82 5777.72 24.80 5752.92 24.82 5752.90
P111 O W 5778.00 33.9 5744.15 33.6 5744.40 33.2 5744.80 32.8 5745.20 5778.06 32.91 5745.15  - -   - - 32.8 5745.20 5778.06 32.36 5745.70 32.46 5745.60

P112 L W 5765.22 *  - -   - -  - -   - -  - -   - -  - -   - - - - 73.92 5691.30  - -   - -  - -   - - - - 73.55 5691.67 73.59 5691.63
P113 L W 5779.79 *  - -   - -  - -   - -  - -   - -  - -   - - - - 88.23 5691.56  - -   - -  - -   - - - - 89.72 5690.07 89.04 5690.75
P114 L W 5779.84 *  - -   - -  - -   - -  - -   - -  - -   - - - - 89.27 5690.57  - -   - -  - -   - - - - 89.15 5690.69 89.19 5690.65
P115 L W 5779.63 *  - -   - -  - -   - -  - -   - -  - -   - - - - 89.65 5689.98  - -   - -  - -   - - - - 88.88 5690.75 88.90 5690.73

   1. Completion Zones in Dawson Formation:
U  Upper Sandstone C  Coal (Denver Formation)
I  Intermediate Sandstone +  Laterally adjacent finer-grained lithologic unit
L  Lower Sandstone              O  Other

   2. Designated monitoring well:
W   Well
P   Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS. MEAS. MEAS.
 WELL OR COMP. MON. PT.(3,4)    1/14/87    1/28/87 PT. (5,6)    1/30/87    2/04/87    2/05/87    2/09/87 PT.(5,6)    1/30/87    2/04/87    2/25/87

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 L 5778.69 87.96 5690.73 87.51 5691.18  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 87.81 5690.88
GC-9 C 5793.86 111.21 5682.65 111.16 5682.70  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 111.55 5682.31
GC-10 L 5775.34 83.62 5691.72 83.21 5692.13  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 83.54 5691.80
GC-11 L 5777.36 85.83 5691.53 85.36 5692.00  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 85.83 5691.53
GC-12 L+ 5779.11 88.88 5690.23 88.67 5690.44  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 88.92 5690.19
GC-13 L 5778.86 87.88 5690.98 87.65 5691.21  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 89.05 5689.81
GC-14 L+ 5776.55 83.07 5693.48 82.97 5693.58  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 82.93 5693.62
GC-15 L 5779.31 88.31 5691.00 87.90 5691.41  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 88.40 5690.91
GC-16 I 5777.92 69.23 5708.69 68.70 5709.22  - -  - -   - -  - -   - - 69.25 5708.67  - -   - -  - -  - -   - -  - -   - -  - -   - -

 - -
GC-17 O P 5779.18   DRY   - -   DRY   - -  - -  - -   - -  - -   - -  DRY   - -  - -   - -  - -  - -   - -  - -   - - DRY   - -
GC-18 U P 5780.06 21.35 5758.71 21.13 5758.93  - - 21.72 5758.34 21.74 5758.32 22.05 5758.01 21.66 5758.40  - - 21.72 5758.34 21.74 5758.32 21.71 5758.35
GC-19 I+ P 5779.94   DRY   - -   DRY   - -  - -  - -   - -  - -   - -  DRY   - -  - -   - -  - -  - -   - -  - -   - - DRY   - -
GC-20 I P 5779.10   DRY   - -   DRY   - -  - -  - -   - -  - -   - -  DRY   - -  - -   - -  - -  - -   - -  - -   - - DRY   - -
GC-21 U P 5779.70   DRY   - -   DRY   - -  - -  - -   - -  - -   - -  DRY   - -  - -   - -  - -  - -   - -  - -   - - DRY   - -
GC-22 I P 5765.98   DRY   - -   DRY   - -  - -  - -   - -  - -   - -  DRY   - -  - -   - -  - -  - -   - -  - -   - - DRY   - -
GC-23 I P 5755.69 44.39 5711.30 44.14 5711.55  - -  - -   - -  - -   - - 44.44 5711.25   - -   - -  - -  - -   - -  - -   - - 44.22 5711.47

GC-24 U+ P 5780.01   - -   - - 28.35 5751.66  - - 23.80 5756.21 23.66 5756.35 23.84 5756.17 24.00 5756.01  - - 23.80 5756.21 23.66 5756.35 24.11 5755.90
GC-25 I+ P 5779.86   - -   - -   DRY   - -  - -  DRY   - -  DRY   - -  DRY   - -  DRY   - -  - -  DRY   - -  DRY   - - DRY   - -
GC-26 I 5780.12   - -   - -   DRY   - -  - - 59.73 5720.39 59.64 5720.48 60.02 5720.10 59.72 5720.40  - - 59.73 5720.39 59.64 5720.48 59.60 5720.52

P101 L+ 5778.29 86.83 5691.46 85.44 5692.85 5778.29  - -   - -  - -   - -  - -   - -   - -   - - 5778.29  - -   - -  - -   - - 82.80 5695.49
P102 L+ 5777.40 95.82 5681.58 95.48 5681.92 5777.46  - -   - -  - -   - - 95.29 5682.17   - -   - - 5777.46  - -   - -  - -   - - 95.00 5682.46
P103 L+ 5777.32 82.24 5695.08 81.51 5695.81 5777.32  - -   - -  - -   - -  - -   - -  - -   - - 5777.32  - -   - -  - -   - - 80.21 5697.11
P104 L 5779.10 88.74 5690.36 88.72 5690.38 5779.15  - -   - -  - -   - -  - -   - -  - -   - - 5779.15  - -   - -  - -   - - 88.79 5690.36

P107 O P 5779.30 23.78 5755.52 23.80 5755.50 5779.26  - -   - -  - -   - -  - -   - -  - -   - - 5779.26  - -   - -  - -   - - 24.08 5755.18
P108 U W 5787.74 * 30.69 5757.05 30.30 5757.44  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 38.90 5748.84
P109 O 5777.03 27.35 5749.68 27.31 5749.72 5777.03  - -   - -  - -   - -  - -   - -  - -   - - 5777.03  - -   - -  - -   - - 27.43 5749.60
P110 U W 5777.72 * 24.89 5752.83 24.78 5752.94  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 25.10 5752.62
P111 O W 5778.06 * 32.31 5745.75 32.10 5745.96  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - -  - -   - -

P112 L W 5765.22 * 73.46 5691.76 73.02 5692.20  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 73.35 5691.87
P113 L W 5779.79 * 88.90 5690.89 88.64 5691.15  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 88.80 5690.99
P114 L W 5779.84 * 89.00 5690.84 88.56 5691.28  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 88.90 5690.94
P115 L W 5779.63 * 88.72 5690.91 88.28 5691.35  - -  - -   - -  - -   - -  - -   - -  - -   - -  - -  - -   - -  - -   - - 87.60 5692.03

   1. Completion Zones in Dawson Formation:
U  Upper Sandstone C  Coal (Denver Formation)
I  Intermediate Sandstone +  Laterally adjacent finer-grained lithologic unit
L  Lower Sandstone              O  Other

   2. Designated monitoring well:
W   Well
P   Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS. MEAS.
 WELL OR COMP. MON. PT.(3,4)    5/26/87    8/18/87    11/06/87    3/17/88    6/15/88    3/31/87 12/13/1988   05/08/89    3/17/88 PT. (10)

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. ELEV.
GC-8 L 5778.69 87.73 5690.96 88.20 5690.49 87.80 5690.89 88.06 5690.63 - -   - - 87.39 5691.30 86.93 5691.76 88.06 5690.63 - -   - -   - -
GC-9 C 5793.86 111.15 5682.71 111.65 5682.21 111.96 5681.90 111.35 5682.51 - -   - - 88.03 5690.66 111.44 5682.42 111.10 5682.76 111.35 5682.51 - -   - -   - -
GC-10 L 5775.34 83.48 5691.86 84.02 5691.32 83.60 5691.74 83.40 5691.94 - -   - - 111.32 5682.54 N.R.   - - N.R.   - - 83.40 5691.94 - -   - - 5767.70
GC-11 L 5777.36 (7) 85.67 5691.69 86.18 5691.18 85.80 5691.56 86.07 5691.29 - -   - - 83.79 5691.55 N.R.   - - N.R.   - - 86.07 5691.29 - -   - - 5770.30
GC-12 L+ 5779.39 85.00 5694.39  - -   - - - -   - - N.R.   - - - -   - - 85.90 5691.46 N.R.   - - N.R.   - - N.R.   - - - -   - -   - -
GC-13 L 5778.86 87.69 5691.17 88.20 5690.66 87.83 5691.03 88.56 5690.30 - -   - - 88.82 5690.29 87.30 5691.56 86.96 5691.90 88.56 5690.30 - -   - -   - -
GC-14 L+ 5776.56 (7) 88.31 5688.25 86.90 5689.66 88.65 5687.91 N.R.   - - - -   - - 88.10 5690.76 N.R.   - - BENT   - - N.R.   - - - -   - - 5783.49
GC-15 L 5779.31 88.07 5691.24 88.54 5690.77 88.25 5691.06 88.50 5690.81 - -   - - 83.21 5693.34 87.70 5691.61 87.30 5692.01 88.50 5690.81 - -   - -   - -
GC-16 I 5777.92 67.65 5710.27 67.35 5710.57 66.50 5711.42 66.20 5711.72 - -   - - 88.41 5690.90 N.R.   - - N.R.   - - 66.20 5711.72 - -   - - 5770.20
GC-17 O P 5779.18 DRY   - - 33.68 5745.50 33.55 5745.63 32.90 5746.28 - -   - - 33.66 5745.52 DRY   - - 32.90 5746.28 - -   - -   - -
GC-18 U P 5780.06 18.20 5761.86 20.19 5759.87 20.60 5759.46 20.22 5759.84 - -   - - DRY   - - 22.30 5757.76 DRY   - - 20.22 5759.84 - -   - -   - -
GC-19 I+ P 5779.94 DRY   - - DRY   - - DRY   - - DRY   - - - -   - - 22.25 5757.81 DRY   - - DRY   - - DRY   - - - -   - -   - -
GC-20 I P 5779.10 DRY   - - DRY   - - DRY   - - DRY   - - - -   - - DRY   - - 58.55 5720.55 DRY   - - DRY   - - - -   - -   - -
GC-21 U P 5779.18 (7) DRY   - - DRY   - - DRY   - - DRY   - - - -   - - DRY   - - DRY   - - DRY   - - DRY   - - - -   - -   - -
GC-22 I P 5765.98 DRY   - - DRY   - - DRY   - - 52.98 5713.00 - -   - - DRY   - - 52.90 5713.08 49.69 5716.29 52.98 5713.00 - -   - -   - -
GC-23 I P 5755.69 44.92 5710.77 43.70 5711.99 43.30 5712.39 43.11 5712.58 - -   - - DRY   - - 40.95 5714.74 39.80 5715.89 43.11 5712.58 - -   - -   - -
GC-24 U+ P 5780.01 14.70 5765.31 19.63 5760.38 19.50 5760.51 16.60 5763.41 - -   - - 22.15 5757.86 20.26 5759.75 16.60 5763.41 - -   - -   - -
GC-25 I+ P 5779.86 DRY   - - 65.25 5714.61 DRY   - - DRY   - - - -   - - 25.06 5754.95 DRY   - - DRY   - - DRY   - - - -   - -   - -
GC-26 I 5780.12 60.53 5719.59 58.40 5721.72 56.33 5723.79 55.95 5724.17 - -   - - DRY   - - 48.45 5731.67 53.44 5726.68 55.95 5724.17 - -   - -   - -
P101 L+ 5778.29 73.48 5704.81 66.10 5712.19 62.55 5715.74 NOTE (9)   - - - -   - - - -   - - - -   - - NOTE (9)   - - - -   - -   - -
P102 L+ 5777.46 93.62 5683.78 92.59 5684.87 91.95 5685.51 91.25 5686.21 - -   - - 79.71 5698.58 90.62 5686.84 90.65 5686.81 91.25 5686.21 - -   - -   - -
P103 L+ 5777.32 75.78 5701.54 71.64 5705.68 69.20 5708.12 NOTE (9)   - - - -   - - 94.35 5683.11 - -   - - - -   - - NOTE (9)   - - - -   - -   - -
P104 L 5779.15 88.75 5690.35 (NOTE 8)   - - - -   - - - -   - - - -   - - 78.83 5698.49 - -   - - - -   - - - -   - - - -   - -   - -
P107 O P 5779.26 26.11 5753.19 25.65 5753.61 25.65 5753.61 26.70 5752.56 - -   - - 26.50 5752.76 25.95 5753.31 26.70 5752.56 - -   - -   - -
P108 U W 5787.74 * 35.61 5752.13 36.30 5751.44 36.61 5751.13 36.45 5751.29 - -   - - 24.58 5754.68 36.80 5750.94 37.12 5750.62 36.45 5751.29 - -   - -   - -
P109 O 5777.03 28.59 5748.44 30.50 5746.53 31.85 5745.18 NOTE (9)   - - - -   - - 31.19 5756.55 - -   - - - -   - - NOTE (9)   - - - -   - -   - -
P110 U W 5777.72 * 26.13 5751.59 29.25 5748.47 30.16 5747.56 NOTE (9)   - - - -   - - 27.48 5749.55 - -   - - - -   - - NOTE (9)   - - - -   - -   - -
P111 O W 5778.06 * 34.33 5743.73 37.60 5740.46 39.18 5738.88 NOTE (9)   - - - -   - - 25.21 5752.51 - -   - - - -   - - NOTE (9)   - - - -   - -   - -
P112 L W 5765.22 * 73.60 5691.62 73.50 5691.72 72.58 5692.64 73.45 5691.77 73.45 5691.77 73.20 5692.02 72.38 5692.84 73.45 5691.77 73.45 5691.77   - -
P113 L W 5779.79 * 89.10 5690.69 88.90 5690.89 89.02 5690.77 88.90 5690.89 88.90 5690.89 73.44 5691.78 89.30 5690.49 88.00 5691.79 88.90 5690.89 88.90 5690.89   - -
P114 L W 5779.84 * 89.20 5690.64 89.12 5690.72 89.50 5690.34 89.02 5690.82 89.02 5690.82 88.92 5690.87 88.86 5690.98 88.17 5691.67 89.02 5690.82 89.02 5690.82   - -

P114a L W 5779.64 * - -   - - - -   - - - -   - - - -   - - - -   - - 89.02 5690.82 - -   - - - -   - - - -   - - - -   - -   - -
P115 L W 5779.69 *(7) 89.00 5690.69 88.60 5691.09 88.68 5691.01 88.78 5690.91 88.78 5690.91 88.66 5690.97 88.60 5691.09 87.87 5691.82 88.78 5690.91 88.78 5690.91   - -

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lithologic unit
L  Lower Sandstone              O  Other

   2. Designated monitoring well:
W   Well
P   Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place. N.R.:  No Reading.  Probe under repair.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.

   6/15/88
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4)   11/03/89    3/16/90    5/4/90    7/27/90    10/26/90    2/21/91    4/18/91    7/23/91    10/26/90    2/21/91    10/02/91

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 L 5778.69 86.25 5692.44 86.30 5692.39 86.65 5692.04 86.69 5692.00 86.27 5692.42 86.06 5692.63 85.92 5692.77 86.15 5692.54 86.27 5692.42 86.06 5692.63 85.95 5692.74
GC-9 C 5793.86 111.80 5682.06 111.75 5682.11 111.60 5682.26 111.72 5682.14 111.42 5682.44 111.93 5681.93 111.29 5682.57 111.32 5682.54 111.42 5682.44 111.93 5681.93 112.30 5681.56
GC-10 L 5767.70 74.55 5618.88 74.60 5693.10 74.80 5692.90 74.87 5692.83 74.65 5693.05 74.57 5693.13 74.27 5693.43 74.77 5692.93 74.65 5693.05 74.57 5693.13 74.27 5693.43
GC-11 L 5770.30 (7) 77.15 5616.25 77.30 5693.00 77.45 5692.85 77.45 5692.85 77.30 5693.00 77.24 5693.06 76.79 5693.51 77.40 5692.90 77.30 5693.00 77.24 5693.06 76.90 5693.40
GC-12 L+ 5779.39 BENT   - - BENT N.R. BENT N.R. BENT N.R. BENT N.R. BENT N.R. BENT   - - BENT   - - BENT N.R. BENT N.R. BENT   - -
GC-13 L 5778.86 86.35 5692.51 86.89 5691.97 87.30 5691.56 87.38 5691.48 87.13 5691.73 87.70 5691.16 87.05 5691.81 87.52 5691.34 87.13 5691.73 87.70 5691.16 87.95 5690.91
GC-14 L+ 5776.56 (7) BENT   - - BENT N.R. BENT N.R. BENT N.R. BENT N.R. BENT N.R. BENT   - - BENT   - - BENT N.R. BENT N.R. BENT   - -
GC-15 L 5779.31 86.60 5692.71 86.67 5692.64 86.80 5692.51 86.92 5692.39 86.69 5692.62 86.45 5692.86 86.30 5693.01 86.45 5692.86 86.69 5692.62 86.45 5692.86 86.24 5693.07
GC-16 I 5770.20 54.07 5665.62 54.05 5716.15 54.02 5716.18 54.20 5716.00 52.55 5717.65 51.83 5718.37 51.71 5718.49 51.46 5718.74 52.55 5717.65 51.83 5718.37 50.51 5719.69
GC-17 O P 5779.18 DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - -
GC-18 U P 5780.06 22.70 5757.36 21.70 5758.36 21.55 5758.51 21.60 5758.46 21.50 5758.56 21.80 5758.26 21.40 5758.66 18.17 5761.89 21.50 5758.56 21.80 5758.26 19.25 5760.81
GC-19 I+ P 5779.94 59.45 5720.49 DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - -
GC-20 I P 5779.10 DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - 58.13 5720.97 57.98 5721.12 58.60 5720.50 DRY   - - 58.13 5720.97 58.25 5720.85
GC-21 U P 5779.18 (7) DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - -
GC-22 I P 5765.98 49.35 5716.63 49.17 5716.81 49.00 5716.98 48.35 5717.63 47.67 5718.31 46.92 5719.06 46.55 5719.43 46.52 5719.46 47.67 5718.31 46.92 5719.06 45.89 5720.09
GC-23 I P 5755.69 39.38 5716.31 39.20 5716.49 39.05 5716.64 39.18 5716.51 37.81 5717.88 37.20 5718.49 36.80 5718.89 36.89 5718.80 37.81 5717.88 37.20 5718.49 36.30 5719.39
GC-24 U+ P 5780.01 25.32 5754.69 26.55 5753.46 23.30 5756.71 24.00 5756.01 23.66 5756.35 24.30 5755.71 23.85 5756.16 23.51 5756.50 23.66 5756.35 24.30 5755.71 20.11 5759.90
GC-25 I+ P 5779.86 44.80 5735.06 DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - -
GC-26 I 5780.12 54.75 5725.37 53.42 5726.70 53.42 5726.70 53.42 5726.70 55.80 5724.32 55.79 5724.33 55.51 5724.61 56.65 5723.47 55.80 5724.32 55.79 5724.33 56.45 5723.67
P101 L+ 5778.29 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - 5778.29
P102 L+ 5777.46 90.30 5687.16 90.45 5687.01 89.90 5687.56 89.95 5687.51 89.75 5687.71 89.57 5687.89 89.22 5688.24 89.15 5688.31 89.75 5687.71 89.57 5687.89 89.34 5688.12
P103 L+ 5777.32 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P104 L 5779.15 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P107 O P 5779.26 28.07 5751.19 28.07 5751.19 28.05 5751.21 28.10 5751.16 28.00 5751.26 22.72 5756.54 27.48 5751.78 27.36 5751.90 28.00 5751.26 22.72 5756.54 27.43 5751.83
P108 U W 5787.74 * 37.82 5749.92 37.60 5750.14 37.60 5750.14 37.67 5750.07 37.53 5750.21 37.80 5749.94 N.R.   - - 37.80 5749.94 37.53 5750.21 37.80 5749.94 37.78 5749.96
P109 O 5777.03 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P110 U W 5777.72 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P111 O W 5778.06 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P112 L W 5765.22 * 72.09 5693.13 72.05 5693.17 71.92 5693.30 72.00 5693.22 72.05 5693.17 71.90 5693.32 71.90 5693.32 72.10 5693.12 72.05 5693.17 71.90 5693.32 71.68 5693.54
P113 L W 5779.79 * 87.20 5692.59 87.96 5691.83 87.36 5692.43 87.27 5692.52 87.31 5692.48 87.05 5692.74 86.99 5692.80 87.15 5692.64 87.31 5692.48 87.05 5692.74 86.87 5692.92
P114 L W Note (11) * Note (11)   - -

P114a L W 5779.64 * 87.17 5692.47 87.27 5692.37 87.37 5692.27 87.27 5692.37 87.13 5692.51 87.05 5692.59 87.02 5692.62 87.20 5692.44 87.13 5692.51 87.05 5692.59 86.76 5692.88
P115 L W 5779.69 *(7) 87.08 5692.61 87.25 5692.44 87.17 5692.52 87.00 5692.69 87.00 5692.69 86.86 5692.83 86.90 5692.79 87.11 5692.58 87.00 5692.69 86.86 5692.83 86.69 5693.00

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lithologic unit
L  Lower Sandstone              O  Other

   2. Designated monitoring well:
W   Well
P   Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place. N.R.:  No Reading.  Probe under repair.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4)    2/20/92    4/21/92    9/17/92    12/11/92    2/12/93    5/14/93    8/3/93    12/11/92    2/12/93    11/11/93

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 L 5778.69 85.80 5692.89 85.65 5693.04 85.52 5693.17 85.24 5693.45 85.88 5692.81 85.25 5693.44 85.40 5693.29 85.24 5693.45 85.88 5692.81 84.77 5693.92
GC-9 C 5793.86 112.07 5681.79 112.00 5681.86 112.57 5681.29 112.40 5681.46 112.42 5681.44 112.60 5681.26 112.87 5680.99 112.40 5681.46 112.42 5681.44 112.71 5681.15
GC-10 L 5767.70 74.17 5693.53 74.00 5693.70 73.62 5694.08 72.96 5694.74 74.12 5693.58 73.36 5694.34 73.46 5694.24 72.96 5694.74 74.12 5693.58 72.91 5694.79
GC-11 L 5770.30 (7) 76.82 5693.48 76.65 5693.65 76.22 5694.08 75.92 5694.38 75.96 5694.34 76.02 5694.28 76.11 5694.19 75.92 5694.38 75.96 5694.34 75.58 5694.72
GC-12 L+ 5779.39 BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - -

GC-13 (12) L 5778.86 85.77 5693.09 85.38 5693.48 30.36 5748.50 24.44 5754.42 88.22 5690.64 86.24 5692.62 86.28 5692.58 24.44 5754.42 88.22 5690.64 85.16 5693.70
GC-14 L+ 5776.56 (7) BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - -
GC-15 L 5779.31 86.08 5693.23 86.03 5693.28 85.78 5693.53 85.48 5693.83 86.10 5693.21 85.54 5693.77 85.64 5693.67 85.48 5693.83 86.10 5693.21 85.06 5694.25
GC-16 I 5770.20 50.02 5720.18 48.50 5721.70 44.68 5725.52 44.26 5725.94 44.50 5725.70 44.30 5725.90 43.89 5726.31 44.26 5725.94 44.50 5725.70 43.19 5727.01
GC-17 O P 5779.18 DRY   - - 34.15 5745.03 32.72 5746.46 33.86 5745.32 DRY   - - DRY   - - DRY   - - 33.86 5745.32 DRY   - - DRY   - -
GC-18 U P 5780.06 16.10 5763.96 13.60 5766.46 16.24 5763.82 18.24 5761.82 19.50 5760.56 16.90 5763.16 17.71 5762.35 18.24 5761.82 19.50 5760.56 15.71 5764.35
GC-19 I+ P 5779.94 DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - -
GC-20 I P 5779.10 58.05 5721.05 57.65 5721.45 53.40 5725.70 51.50 5727.60 51.68 5727.42 51.14 5727.96 51.11 5727.99 51.50 5727.60 51.68 5727.42 50.15 5728.95
GC-21 U P 5779.18 (7) 15.72 5763.46 17.35 5761.83 22.36 5756.82 DRY   - - 22.04 5757.14 19.08 5760.10 22.15 5757.03 DRY   - - 22.04 5757.14 19.94 5759.24
GC-22 I P 5765.98 45.25 5720.73 43.45 5722.53 39.60 5726.38 39.44 5726.54 39.76 5726.22 39.55 5726.43 39.09 5726.89 39.44 5726.54 39.76 5726.22 38.58 5727.40
GC-23 I P 5755.69 35.85 5719.84 34.40 5721.29 31.18 5724.51 30.74 5724.95 30.90 5724.79 30.74 5724.95 30.53 5725.16 30.74 5724.95 30.90 5724.79 29.90 5725.79
GC-24 U+ P 5780.01 13.92 5766.09 14.53 5765.48 17.78 5762.23 19.70 5760.31 20.62 5759.39 17.40 5762.61 BENT   - - 19.70 5760.31 20.62 5759.39 16.52 5763.49
GC-25 I+ P 5779.86 DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - -
GC-26 I 5780.12 56.49 5723.63 55.15 5724.97 47.45 5732.67 47.00 5733.12 47.20 5732.92 47.50 5732.62 47.63 5732.49 47.00 5733.12 47.20 5732.92 47.08 5733.04
P101 L+ 5778.29 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P102 L+ 5777.46 89.10 5688.36 89.02 5688.44 88.94 5688.52 88.88 5688.58 89.36 5688.10 88.86 5688.60 88.60 5688.86 88.88 5688.58 89.36 5688.10 88.50 5688.96
P103 L+ 5777.32 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P104 L 5779.15 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P107 O P 5779.26 26.67 5752.59 24.33 5754.93 24.00 5755.26 24.45 5754.81 27.24 5752.02 25.37 5753.89 25.09 5754.17 24.45 5754.81 27.24 5752.02 24.36 5754.90
P108 U W 5787.74 * 36.82 5750.92 35.78 5751.96 36.44 5751.30 36.54 5751.20 37.32 5750.42 36.97 5750.77 37.05 5750.69 36.54 5751.20 37.32 5750.42 37.02 5750.72
P109 O 5777.03 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -   - -   - - - -   - - - -   - - - -   - -
P110 U W 5777.72 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -   - -   - - - -   - - - -   - - - -   - -
P111 O W 5778.06 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -   - -   - - - -   - - - -   - - - -   - -
P112 L W 5765.22 * 71.68 5693.54 71.43 5693.79 71.14 5694.08 70.97 5694.25 70.77 5694.45 70.72 5694.50 70.64 5694.58 70.97 5694.25 70.77 5694.45 69.81 5695.41
P113 L W 5779.79 * 86.73 5693.06 86.44 5693.35 86.44 5693.35 86.23 5693.56 86.11 5693.68 86.15 5693.64 86.11 5693.68 86.23 5693.56 86.11 5693.68 85.32 5694.47
P114 L W Note (11) *

P114a L W 5779.64 * 86.74 5692.90 86.45 5693.19 86.49 5693.15 86.28 5693.36 86.05 5693.59 86.03 5693.61 85.99 5693.65 86.28 5693.36 86.05 5693.59 85.15 5694.49
P115 L W 5779.69 *(7) 86.69 5693.00 86.44 5693.25 86.44 5693.25 86.23 5693.46 86.07 5693.62 85.98 5693.71 85.90 5693.79 86.23 5693.46 86.07 5693.62 85.07 5694.62

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone   11. Well decommissioned on 7/17/90.
I      Intermediate Sandstone C  Coal (Denver Formation)   12. Piezometer GC-13 reconstructed 1/20/93.
L   Lower Sandstone             +  Laterally adjacent finer-grained lithologic unit

O  Other
   2. Designated monitoring well:

W  Well
P  Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4)    2/04/94    05/12/94    08/05/94    11/29/94 02/09/95 05/09/95 08/02/95    11/29/94 02/09/95 11/08/95

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 L 5778.69 84.68 5694.01 84.71 5693.98 84.79 5693.90 84.49 5694.20 84.39 5694.30 84.13 5694.56 84.33 5694.36 84.49 5694.20 84.39 5694.30 83.98 5694.71
GC-9 C 5793.86 112.69 5681.17 112.94 5680.92 113.23 5680.63 113.19 5680.67 113.20 5680.66 113.21 5680.65 113.41 5680.45 113.19 5680.67 113.20 5680.66 113.42 5680.44
GC-10 L 5767.70 72.83 5694.87 72.92 5694.78 72.99 5694.71 72.75 5694.95 72.70 5695.00 72.38 5695.32 72.65 5695.05 72.75 5694.95 72.70 5695.00 72.22 5695.48
GC-11 L 5770.30 (7) 75.48 5694.82 75.51 5694.79 75.62 5694.68 75.40 5694.90 75.32 5694.98 75.06 5695.24 75.36 5694.94 75.40 5694.90 75.32 5694.98 74.85 5695.45
GC-12 L+ 5779.39 BENT   - - BENT   - - BENT   - - BENT   - - BENT -- BENT -- BENT -- BENT   - - BENT -- BENT --

GC-13 (12) L 5778.86 85.99 5692.87 87.11 5691.75 85.85 5693.01 85.50 5693.36 84.69 5694.17 85.09 5693.77 85.45 5693.41 85.50 5693.36 84.69 5694.17 85.81 5693.05
GC-14 L+ 5776.56 (7) BENT   - - BENT   - - BENT   - - BENT   - - BENT -- 5.65(13) 5770.91 BENT -- BENT   - - BENT -- BENT --
GC-15 L 5779.31 84.90 5694.41 84.96 5694.35 85.05 5694.26 84.72 5694.59 84.46 5694.85 84.36 5694.95 84.61 5694.70 84.72 5694.59 84.46 5694.85 84.14 5695.17
GC-16 I 5770.20 42.91 5727.29 43.20 5727.00 43.54 5726.66 43.87 5726.33 43.86 5726.34 44.30 5725.90 42.54 5727.66 43.87 5726.33 43.86 5726.34 41.49 5728.71
GC-17 O P 5779.18 DRY   - - DRY   - - DRY   - - DRY   - - DRY -- DRY -- DRY -- DRY   - - DRY -- DRY --
GC-18 U P 5780.06 17.22 5762.84 17.20 5762.86 18.37 5761.69 18.57 5761.49 19.50 5760.56 16.35 5763.71 13.45 5766.61 18.57 5761.49 19.50 5760.56 15.61 5764.45
GC-19 I+ P 5779.94 DRY   - - DRY   - - DRY   - - DRY   - - DRY -- DRY -- DRY -- DRY   - - DRY -- DRY --
GC-20 I P 5779.10 49.84 5729.26 49.69 5729.41 49.66 5729.44 49.23 5729.87 48.89 5730.21 48.88 5730.22 49.12 5729.98 49.23 5729.87 48.89 5730.21 48.24 5730.86
GC-21 U P 5779.18 (7) 23.38 5755.80 20.40 5758.78 25.03 5754.15 DRY   - - DRY -- 18.41 5760.77 18.49 5760.69 DRY   - - DRY -- 22.58 5756.60
GC-22 I P 5765.98 38.29 5727.69 38.63 5727.35 39.02 5726.96 39.41 5726.57 39.55 5726.43 40.02 5725.96 37.91 5728.07 39.41 5726.57 39.55 5726.43 37.07 5728.91
GC-23 I P 5755.69 29.79 5725.90 29.91 5725.78 30.30 5725.39 30.52 5725.17 30.51 5725.18 30.92 5724.77 29.47 5726.22 30.52 5725.17 30.51 5725.18 28.74 5726.95
GC-24 U+ P 5780.01 18.47 5761.54 18.30 5761.71 19.38 5760.63 20.08 5759.93 21.23 5758.78 14.53 5765.48 14.22 5765.79 20.08 5759.93 21.23 5758.78 17.24 5762.77
GC-25 I+ P 5779.86 DRY   - - DRY   - - DRY   - - DRY   - - DRY -- DRY -- DRY -- DRY   - - DRY -- DRY --
GC-26 I 5780.12 46.90 5733.22 46.74 5733.38 46.83 5733.29 46.75 5733.37 46.44 5733.68 46.78 5733.34 46.46 5733.66 46.75 5733.37 46.44 5733.68 45.62 5734.50
P101 L+ 5778.29 - -   - - - -   - - - -   - - - -   - - -- -- -- -- -- -- - -   - - -- -- -- --
P102 L+ 5777.46 88.35 5689.11 88.31 5689.15 88.33 5689.13 88.18 5689.28 88.08 5689.38 87.96 5689.50 87.95 5689.51 88.18 5689.28 88.08 5689.38 87.98 5689.48
P103 L+ 5777.32 - -   - - - -   - - - -   - - - -   - - -- -- -- -- -- -- - -   - - -- -- -- --
P104 L 5779.15 - -   - - - -   - - - -   - - - -   - - -- -- -- -- -- -- - -   - - -- -- -- --
P107 O P 5779.26 23.90 5755.36 24.95 5754.31 25.29 5753.97 25.02 5754.24 25.33 5753.93 25.63 5753.63 22.98 5756.28 25.02 5754.24 25.33 5753.93 22.87 5756.39
P108 U W 5787.74 * 36.99 5750.75 37.25 5750.49 37.44 5750.30 37.42 5750.32 37.36 5750.38 37.54 5750.20 37.20 5750.54 37.42 5750.32 37.36 5750.38 36.99 5750.75
P109 O 5777.03 - -   - - - -   - - - -   - - - -   - - -- -- -- -- -- -- - -   - - -- -- -- --
P110 U W 5777.72 * - -   - - - -   - - - -   - - - -   - - -- -- -- -- -- -- - -   - - -- -- -- --
P111 O W 5778.06 * - -   - - - -   - - - -   - - - -   - - -- -- -- -- -- -- - -   - - -- -- -- --
P112 L W 5765.22 * 70.22 5695.00 70.31 5694.91 70.39 5694.83 69.87 5695.35 69.94 5695.28 69.49 5695.73 70.14 5695.08 69.87 5695.35 69.94 5695.28 69.65 5695.57
P113 L W 5779.79 * 85.57 5694.22 85.65 5694.14 85.69 5694.10 85.07 5694.72 85.12 5694.67 84.70 5695.09 85.30 5694.49 85.07 5694.72 85.12 5694.67 84.78 5695.01
P114 L W Note (11) *

P114a L W 5779.64 * 85.41 5694.23 85.53 5694.11 85.62 5694.02 85.11 5694.53 85.02 5694.62 84.68 5694.96 85.28 5694.36 85.11 5694.53 85.02 5694.62 84.75 5694.89
P115 L W 5779.69 *(7) 85.41 5694.28 85.28 5694.41 85.53 5694.16 84.95 5694.74 84.95 5694.74 84.50 5695.19 85.15 5694.54 84.95 5694.74 84.95 5694.74 84.64 5695.05

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:
W  Well
P  Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4) 02/06/96 05/30/96 08/21/96 10/30/96 02/18/97 05/27/97 08/15/97 10/30/96 02/18/97 11/13/97

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 L 5778.69 84.16 5694.53 83.89 5694.80 84.17 5694.52 83.76 5694.93 83.76 5694.93 83.62 5695.07 83.42 5695.27 83.76 5694.93 83.76 5694.93 83.03 5695.66
GC-9 C 5793.86 113.56 5680.30 113.52 5680.34 113.96 5679.90 114.93 5678.93 113.98 5679.88 114.18 5679.68 114.08 5679.78 114.93 5678.93 113.98 5679.88 114.11 5679.75
GC-10 L 5767.70 72.44 5695.26 72.18 5695.52 72.23 5695.47 72.00 5695.70 71.81 5695.89 71.98 5695.72 71.65 5696.05 72.00 5695.70 71.81 5695.89 71.04 5696.66
GC-11 L 5770.30 (7) 75.11 5695.19 75.08 5695.22 74.95 5695.35 74.67 5695.63 74.55 5695.75 74.62 5695.68 74.51 5695.79 74.67 5695.63 74.55 5695.75 73.76 5696.54
GC-12 L+ 5779.39 BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - -

GC-13 (12) L 5778.86 85.13 5693.73 84.19 5694.67 84.36 5694.50 84.06 5694.80 83.89 5694.97 84.04 5694.82 83.71 5695.15 84.06 5694.80 83.89 5694.97 85.83 5693.03
GC-14 L+ 5776.56 (7) BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - -
GC-15 L 5779.31 84.42 5694.89 84.20 5695.11 84.24 5695.07 84.03 5695.28 83.82 5695.49 83.88 5695.43 83.71 5695.60 84.03 5695.28 83.82 5695.49 83.22 5696.09
GC-16 I 5770.20 41.83 5728.37 42.15 5728.05 41.54 5728.66 41.54 5728.66 41.48 5728.72 42.11 5728.09 41.15 5729.05 41.54 5728.66 41.48 5728.72 38.56 5731.64

GC-17 O P 5779.18 DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - 33.51 5745.67
GC-18 U P 5780.06 18.41 5761.65 17.07 5762.99 17.71 5762.35 17.37 5762.69 19.19 5760.87 17.96 5762.10 9.41 5770.65 17.37 5762.69 19.19 5760.87 11.93 5768.13
GC-19 I+ P 5779.94 DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - - DRY   - -
GC-20 I P 5779.10 48.03 5731.07 47.44 5731.66 47.32 5731.78 47.03 5732.07 46.62 5732.48 46.54 5732.56 46.15 5732.95 47.03 5732.07 46.62 5732.48 44.98 5734.12
GC-21 U P 5779.18 (7) 25.97 5753.21 19.99 5759.19 23.57 5755.61 22.47 5756.71 DRY   - - 20.91 5758.27 16.05 5763.13 22.47 5756.71 DRY   - - 19.11 5760.07
GC-22 I P 5765.98 37.40 5728.58 37.88 5728.10 37.20 5728.78 37.19 5728.79 37.32 5728.66 37.93 5728.05 37.02 5728.96 37.19 5728.79 37.32 5728.66 34.35 5731.63
GC-23 I P 5755.69 29.03 5726.66 29.23 5726.46 28.73 5726.96 28.85 5726.84 28.78 5726.91 29.35 5726.34 28.26 5727.43 28.85 5726.84 28.78 5726.91 26.49 5729.20
GC-24 U+ P 5780.01 19.38 5760.63 13.69 5766.32 18.14 5761.87 17.80 5762.21 20.06 5759.95 17.67 5762.34 9.31 5770.70 17.80 5762.21 20.06 5759.95 13.08 5766.93
GC-25 I+ P 5779.86 DRY   - - DRY   - - DRY   - - DRY   - - 43.60 5736.26 43.16 5736.70 41.08 5738.78 DRY   - - 43.60 5736.26 37.45 5742.41
GC-26 I 5780.12 45.35 5734.77 44.91 5735.21 44.78 5735.34 44.60 5735.52 44.08 5736.04 44.03 5736.09 43.64 5736.48 44.60 5735.52 44.08 5736.04 41.84 5738.28

P101 L+ 5778.29 - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --
P102 L+ 5777.46 87.87 5689.59 87.72 5689.74 87.77 5689.69 87.71 5689.75 87.53 5689.93 87.50 5689.96 87.48 5689.98 87.71 5689.75 87.53 5689.93 87.45 5690.01
P103 L+ 5777.32 - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --
P104 L 5779.15 - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --

P107 O P 5779.26 23.90 5755.36 24.78 5754.48 24.56 5754.70 24.23 5755.03 24.68 5754.58 25.03 5754.23 23.37 5755.89 24.23 5755.03 24.68 5754.58 20.98 5758.28
P108 U W 5787.74 * 37.19 5750.55 37.21 5750.53 37.30 5750.44 37.35 5750.39 37.36 5750.38 37.57 5750.17 37.03 5750.71 37.35 5750.39 37.36 5750.38 36.50 5751.24
P109 O 5777.03 - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --
P110 U W 5777.72 * - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --
P111 O W 5778.06 * - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --

P112 L W 5765.22 * 69.95 5695.27 69.55 5695.67 69.64 5695.58 69.45 5695.77 69.18 5696.04 69.35 5695.87 69.08 5696.14 69.45 5695.77 69.18 5696.04 68.36 5696.86
P113 L W 5779.79 * 85.05 5694.74 84.67 5695.12 84.74 5695.05 84.58 5695.21 84.32 5695.47 84.46 5695.33 84.22 5695.57 84.58 5695.21 84.32 5695.47 83.78 5696.01
P114 L W Note (11) *

P114a L W 5779.64 * 85.13 5694.51 84.68 5694.96 84.75 5694.89 84.55 5695.09 84.38 5695.26 84.48 5695.16 84.18 5695.46 84.55 5695.09 84.38 5695.26 83.73 5695.91
P115 L W 5779.69 *(7) 84.95 5694.74 84.53 5695.16 84.60 5695.09 84.44 5695.25 84.10 5695.59 84.33 5695.36 84.60 5695.09 84.44 5695.25 84.10 5695.59 83.56 5696.13

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:
W  Well
P  Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4) 02/05/98 05/27/98 08/07/98 11/06/98 02/18/99 05/21/99 09/01/99 11/06/98 02/18/99 11/03/99

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 L 5778.69 83.02 5695.67 82.87 5695.82 82.91 5695.78 82.03 5696.66 81.84 5696.85 81.85 5696.84 81.15 5697.54 82.03 5696.66 81.84 5696.85 NM   - -
GC-9 C 5793.86 114.11 5679.75 114.37 5679.49 114.55 5679.31 114.74 5679.12 114.90 5678.96 114.74 5679.12 115.35 5678.51 114.74 5679.12 114.90 5678.96 NM   - -
GC-10 L 5767.70 70.94 5696.76 70.55 5697.15 70.33 5697.37 69.55 5698.15 69.38 5698.32 69.28 5698.42 68.64 5699.06 69.55 5698.15 69.38 5698.32 NM   - -
GC-11 L 5770.30 (7) 73.55 5696.75 73.39 5696.91 72.82 5697.48 72.18 5698.12 72.50 5697.80 71.95 5698.35 71.35 5698.95 72.18 5698.12 72.50 5697.80 NM   - -
GC-12 L+ 5779.39 BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - NM   - -

GC-13 (12) L 5778.86 83.86 5695.00 85.64 5693.22 85.84 5693.02 83.28 5695.58 82.15 5696.71 82.02 5696.84 81.55 5697.31 83.28 5695.58 82.15 5696.71 NM   - -
GC-14 L+ 5776.56 (7) BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - BENT   - - NM   - -
GC-15 L 5779.31 83.23 5696.08 83.06 5696.25 82.89 5696.42 82.25 5697.06 82.04 5697.27 81.81 5697.50 BENT   - - 82.25 5697.06 82.04 5697.27 NM   - -
GC-16 I 5770.20 37.80 5732.40 35.50 5734.70 BENT   - - 34.30 5735.90 35.40 5734.80 34.81 5735.39 33.42 5736.78 34.30 5735.90 35.40 5734.80 33.36 5736.84    
GC-17 O P 5779.18 32.68 5746.50 27.93 5751.25 28.06 5751.12 27.96 5751.22 30.70 5748.48 29.62 5749.56 27.00 5752.18 27.96 5751.22 30.70 5748.48 NM   - -
GC-18 U P 5780.06 12.94 5767.12 12.73 5767.33 11.47 5768.59 13.45 5766.61 15.05 5765.01 10.20 5769.86 11.03 5769.03 13.45 5766.61 15.05 5765.01 13.76 5766.30
GC-19 I+ P 5779.94 DRY   - - DRY   - - DRY   - - 58.62 5721.32 57.82 5722.12 57.41 5722.53 56.36 5723.58 58.62 5721.32 57.82 5722.12 NM   - -
GC-20 I P 5779.10 43.78 5735.32 BENT   - - BENT   - - 36.45 5742.65 36.84 5742.26 37.09 5742.01 34.20 5744.90 36.45 5742.65 36.84 5742.26 NM   - -
GC-21 U P 5779.18 (7) 19.58 5759.60 16.88 5762.30 18.07 5761.11 22.99 5756.19 23.46 5755.72 18.68 5760.50 18.35 5760.83 22.99 5756.19 23.46 5755.72 23.67 5755.51
GC-22 I P 5765.98 33.50 5732.48 31.14 5734.84 30.99 5734.99 30.38 5735.60 31.61 5734.37 30.66 5735.32 25.59 5740.39 30.38 5735.60 31.61 5734.37 29.67 5736.31
GC-23 I P 5755.69 26.02 5729.67 24.29 5731.40 23.99 5731.70 23.32 5732.37 24.27 5731.42 23.08 5732.61 22.77 5732.92 23.32 5732.37 24.27 5731.42 NM   - -
GC-24 U+ P 5780.01 13.58 5766.43 11.95 5768.06 12.12 5767.89 15.16 5764.85 16.45 5763.56 11.50 5768.51 11.63 5768.38 15.16 5764.85 16.45 5763.56 NM   - -
GC-25 I+ P 5779.86 36.30 5743.56 32.66 5747.20 32.07 5747.79 30.98 5748.88 30.95 5748.91 29.70 5750.16 27.74 5752.12 30.98 5748.88 30.95 5748.91 NM   - -
GC-26 I 5780.12 39.50 5740.62 33.70 5746.42 32.88 5747.24 32.48 5747.64 34.46 5745.66 34.05 5746.07 31.55 5748.57 32.48 5747.64 34.46 5745.66 31.92 5748.20

P101 L+ 5778.29 - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --
P102 L+ 5777.46 87.26 5690.20 87.25 5690.21 87.18 5690.28 87.14 5690.32 86.89 5690.57 86.69 5690.77 86.63 5690.83 87.14 5690.32 86.89 5690.57 NM   - -
P103 L+ 5777.32 - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --
P104 L 5779.15 - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --

P107 O P 5779.26 20.20 5759.06 18.16 5761.10 19.45 5759.81 19.58 5759.68 20.78 5758.48 18.51 5760.75 18.18 5761.08 19.58 5759.68 20.78 5758.48 19.17 5760.09
P108 U W 5787.74 * 35.77 5751.97 35.86 5751.88 35.98 5751.76 36.09 5751.65 36.35 5751.39 36.05 5751.69 35.93 5751.81 36.09 5751.65 36.35 5751.39 NM   - -
P109 O 5777.03 - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --
P110 U W 5777.72 * - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --
P111 O W 5778.06 * - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --

P112 L W 5765.22 * 68.17 5697.05 67.82 5697.40 67.53 5697.69 66.90 5698.32 66.44 5698.78 66.65 5698.57 65.95 5699.27 66.90 5698.32 66.44 5698.78 65.78 5699.44
P113 L W 5779.79 * 83.68 5696.11 83.49 5696.30 83.45 5696.34 83.03 5696.76 82.32 5697.47 82.34 5697.45 82.03 5697.76 83.03 5696.76 82.32 5697.47 81.74 5698.05
P114 L W 5779.84 * - -   - - - -   - - - -   - - - -   - -   - -   - -   - -   - -   - -   - - - -   - -   - -   - - -- --

P114a L W 5779.64 * 83.65 5695.99 83.54 5696.10 83.44 5696.20 82.94 5696.70 82.40 5697.24 82.36 5697.28 81.98 5697.66 82.94 5696.70 82.40 5697.24 81.73 5697.91
P115 L W 5779.69 *(7) 83.54 5696.15 83.36 5696.33 83.29 5696.40 82.80 5696.89 82.21 5697.48 82.23 5697.46 81.80 5697.89 82.80 5696.89 82.21 5697.48 81.64 5698.05

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:
W  Well
P  Piezometer NM - Not measured

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4) 05/02/00 11/15/00 06/11/01 11/27/01 05/23/02 11/14/02 05/13/03 11/27/01 05/23/02 11/11/03

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 (14) L 5778.69 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-9 (14) C 5793.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-10 (14) L 5767.70 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-11 (14) L 5770.30 (7) - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-12 (14) L+ 5779.39 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-13 (12,14) L 5778.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-14 (14) L+ 5776.56 (7) - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-15 (14) L 5779.31 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-16 I 5770.20 35.15 5735.05 35.35 5734.85 35.47 5734.73 36.42 5733.78 37.76 5732.44 38.85 5731.35 39.83 5730.37 36.42 5733.78 37.76 5732.44 BENT   - -

GC-17 (14) O P 5779.18 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-18 U P 5780.06 14.00 5766.06 15.43 5764.63 11.75 5768.31 16.39 5763.67 18.57 5761.49 19.59 5760.47 9.24 5770.82 16.39 5763.67 18.57 5761.49 16.22 5763.84

GC-19 (14) I+ P 5779.94 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-20 (14) I P 5779.10 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-21 U P 5779.18 (7) 20.74 5758.44 DRY   - - 20.05 5759.13 DRY   - - 25.52 5753.66 DRY   - - 19.34 5759.84 DRY   - - 25.52 5753.66 DRY   - -
GC-22 I P 5765.98 31.45 5734.53 31.95 5734.03 31.68 5734.30 33.07 5732.91 34.32 5731.66 35.49 5730.49 36.38 5729.60 33.07 5732.91 34.32 5731.66 35.55 5730.43

GC-23 (14) I P 5755.69 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-24 (14) U+ P 5780.01 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-25 (14) I+ P 5779.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-26 I 5780.12 34.65 5745.47 34.61 5745.51 34.65 5745.47 34.63 5745.49 36.30 5743.82 37.51 5742.61 38.51 5741.61 34.63 5745.49 36.30 5743.82 35.47 5744.65

P101 L+ 5778.29 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P102 (14) L+ 5777.46 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P103 L+ 5777.32 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P104 L 5779.15 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P107 O P 5779.26 20.59 5758.67 21.11 5758.15 21.11 5758.15 20.97 5758.29 22.76 5756.50 23.42 5755.84 20.09 5759.17 20.97 5758.29 22.76 5756.50 20.63 5758.63
P108 (14) U W 5787.74 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P109 O 5777.03 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P110 U W 5777.72 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P111 O W 5778.06 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P112 L W 5765.22 * 65.38 5699.84 64.77 5700.45 64.97 5700.25 65.24 5699.98 65.13 5700.09 65.43 5699.79 65.92 5699.30 65.24 5699.98 65.13 5700.09 65.43 5699.79
P113 L W 5779.79 * 81.14 5698.65 80.37 5699.42 80.28 5699.51 80.34 5699.45 79.96 5699.83 80.06 5699.73 80.45 5699.34 80.34 5699.45 79.96 5699.83 80.10 5699.69
P114 L W 5779.84 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P114a L W 5779.64 * 81.03 5698.61 80.26 5699.38 80.20 5699.44 80.38 5699.26 79.95 5699.69 80.88 5698.76 80.47 5699.17 80.38 5699.26 79.95 5699.69 80.00 5699.64
P115 L W 5779.69 *(7) 80.92 5698.77 80.12 5699.57 80.10 5699.59 80.23 5699.46 79.88 5699.81 80.01 5699.68 80.38 5699.31 80.23 5699.46 79.88 5699.81 79.90 5699.79

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:   14. Wells decommissioned in January 2000.
W  Well
P  Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4) 02/24/04 03/17/04 04/29/04 05/10/04 06/30/04 07/28/04 11/17/04 05/10/04 06/30/04 06/08/05

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 (14) L 5778.69 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-9 (14) C 5793.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-10 (14) L 5767.70 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-11 (14) L 5770.30 (7) - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-12 (14) L+ 5779.39 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-13 (12,14) L 5778.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-14 (14) L+ 5776.56 (7) - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-15 (14) L 5779.31 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-16 I 5770.20 - -   - - - -   - - - -   - - 39.55 5730.65 - -   - - - -   - - 39.94 5730.26 39.55 5730.65 - -   - - 39.79 5730.41

GC-17 (14) O P 5779.18 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-18 U P 5780.06 - -   - - - -   - - - -   - - 14.93 5765.13 - -   - - - -   - - 16.26 5763.80 14.93 5765.13 - -   - - 12.13 5767.93

GC-19 (14) I+ P 5779.94 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-20 (14) I P 5779.10 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-21 U P 5779.18 (7) - -   - - - -   - - - -   - - 20.55 5758.63 - -   - - - -   - - 25.04 5754.14 20.55 5758.63 - -   - - 18.60 5760.58
GC-22 I P 5765.98 - -   - - - -   - - - -   - - 36.45 5729.53 - -   - - - -   - - 36.73 5729.25 36.45 5729.53 - -   - - 36.66 5729.32

GC-23 (14) I P 5755.69 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-24 (14) U+ P 5780.01 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-25 (14) I+ P 5779.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-26 I 5780.12 - -   - - - -   - - - -   - - 37.02 5743.10 - -   - - - -   - - 36.86 5743.26 37.02 5743.10 - -   - - 36.50 5743.62                    
P101 L+ 5778.29 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P102 (14) L+ 5777.46 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P103 L+ 5777.32 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P104 L 5779.15 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P107 O P 5779.26 - -   - - - -   - - - -   - - 22.42 5756.84 - -   - - - -   - - 20.81 5758.45 22.42 5756.84 - -   - - 19.52 5759.74
P108 (14) U W 5787.74 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P109 O 5777.03 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P110 U W 5777.72 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P111 O W 5778.06 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P112 L W 5765.22 * 65.49 5699.73 65.42 5699.80 65.68 5699.54 65.64 5699.58 66.69 5698.53 66.66 5698.56 65.44 5699.78 65.64 5699.58 66.69 5698.53 65.01 5700.21
P113 L W 5779.79 * 80.11 5699.68 80.07 5699.72 81.00 5698.79 80.15 5699.64 81.29 5698.50 81.26 5698.53 80.17 5699.62 80.15 5699.64 81.29 5698.50 79.80 5699.99
P114 L W 5779.84 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P114a L W 5779.64 * 80.10 5699.54 80.03 5699.61 81.07 5698.57 80.11 5699.53 81.28 5698.36 81.27 5698.37 80.18 5699.46 80.11 5699.53 81.28 5698.36 79.79 5699.85
P115 L W 5779.69 *(7) 79.99 5699.70 79.91 5699.78 80.99 5698.70 79.95 5699.74 81.21 5698.48 81.15 5698.54 80.05 5699.64 79.95 5699.74 81.21 5698.48 79.68 5700.01

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:   14. Wells decommissioned in January 2000.
W  Well
P  Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.

12/16



April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4) 11/22/05 05/16/06 11/15/06 06/07/07 12/26/07 06/07/07 12/26/07 11/19/08 12/12/08

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 (14) L 5778.69 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-9 (14) C 5793.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-10 (14) L 5767.70 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-11 (14) L 5770.30 (7) - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-12 (14) L+ 5779.39 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-13 (12,14) L 5778.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-14 (14) L+ 5776.56 (7) - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-15 (14) L 5779.31 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-16 I P 5770.20 39.11 5731.09 39.98 5730.22 BLOCKED   - - 39.15 5731.06 38.05 5732.15 39.03 5731.17 - -   - - 39.15 5731.06 38.05 5732.15 41.39 5728.81 - -   - -

GC-17 (14) O P 5779.18 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-18 U P 5780.06 16.78 5763.28 20.16 5759.90 18.40 5761.66 10.62 5769.44 17.68 5762.38 - -   - - 18.17 5761.89 10.62 5769.44 17.68 5762.38 - -   - - 19.15 5760.91

GC-19 (14) I+ P 5779.94 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-20 (14) I P 5779.10 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-21 U P 5779.18 (7) DRY   - - DRY   - - DRY   - - 16.70 5762.48 DRY   - - 23.13 5756.05 - -   - - 16.70 5762.48 DRY   - - - -   - - DRY   - -
GC-22 I P 5765.98 36.08 5729.90 36.73 5729.25 37.48 5728.50 36.20 5729.78 35.20 5730.78 36.25 5729.73 - -   - - 36.20 5729.78 35.20 5730.78 37.50 5728.48 - -   - -

GC-23 (14) I P 5755.69 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-24 (14) U+ P 5780.01 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
GC-25 (14) I+ P 5779.86 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

GC-26 I P 5780.12 36.13 5743.99 37.66 5742.46 38.49 5741.63 33.00 5747.12 34.10 5746.02 - -   - - 36.56 5743.56 33.00 5747.12 34.10 5746.02 36.62 5743.50 - -   - -

P101 L+ 5778.29 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P102 (14) L+ 5777.46 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P103 L+ 5777.32 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P104 L 5779.15 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P107 O P 5779.26 20.94 5758.32 23.18 5756.08 22.43 5756.83 15.60 5763.66 20.60 5758.66 - -   - - 22.44 5756.82 15.60 5763.66 20.60 5758.66 - -   - - 22.19 5757.07
P108 (14) U W 5787.74 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P109 O 5777.03 - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P110 U W 5777.72 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -
P111 O W 5778.06 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P112 L W 5765.22 * 64.80 5700.42 65.31 5699.91 64.37 5700.85 63.58 5701.64 63.04 5702.18 63.77 5701.45 - -   - - 63.58 5701.64 63.04 5702.18 63.05 5702.17 - -   - -
P113 L W 5779.79 * 79.92 5699.87 80.02 5699.77 79.48 5700.31 79.10 5700.69 78.20 5701.59 - -   - - 78.50 5701.29 79.10 5700.69 78.20 5701.59 - -   - - 78.30 5701.49
P114 L W 5779.84 * - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - - - -   - -

P114a L W 5779.64 * 79.78 5699.86 79.96 5699.68 79.53 5700.11 79.20 5700.44 78.11 5701.53 - -   - - 78.50 5701.14 79.20 5700.44 78.11 5701.53 - -   - - 78.16 5701.48
P115 L W 5779.69 *(7) 79.60 5700.09 79.82 5699.87 79.38 5700.31 78.50 5701.19 78.01 5701.68 - -   - - 78.35 5701.34 78.50 5701.19 78.01 5701.68 78.90 5700.79 - -   - -

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:   14. Wells decommissioned in January 2000.
W  Well
P  Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.

06/20/08 06/23/08
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4) 06/16/09 06/17/09 05/17/10

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 (14) L 5778.69 - -   - - - -   - - - -   - - -- -- -- -- --   - - --   - - -- -- -- -- -- -- -- --
GC-9 (14) C 5793.86 - -   - - - -   - - - -   - - -- -- -- -- --   - - --   - - -- -- -- -- -- -- -- --

GC-10 (14) L 5767.70 - -   - - - -   - - - -   - - -- -- -- -- --   - - --   - - -- -- -- -- -- -- -- --
GC-11 (14) L 5770.30 (7) - -   - - - -   - - - -   - - -- -- -- -- --   - - --   - - -- -- -- -- -- -- -- --
GC-12 (14) L+ 5779.39 - -   - - - -   - - - -   - - -- -- -- -- --   - - --   - - -- -- -- -- -- -- -- --

GC-13 (12,14) L 5778.86 - -   - - - -   - - - -   - - -- -- -- -- --   - - --   - - -- -- -- -- -- -- -- --
GC-14 (14) L+ 5776.56 (7) - -   - - - -   - - - -   - - -- -- -- -- --   - - --   - - -- -- -- -- -- -- -- --
GC-15 (14) L 5779.31 - -   - - - -   - - - -   - - -- -- -- -- --   - - --   - - -- -- -- -- -- -- -- --

GC-16 I P 5770.20 40.27 5729.93 - -   - - 38.56 5731.64 38.83 5731.37 37.58 5732.62 38.75 5731.45 39.30 5730.90 39.78 5730.42 40.06 5730.14 41.32 5728.88 40.51 5729.69

GC-17 (14) O P 5779.18 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
GC-18 U P 5780.06 10.70 5769.36 - -   - - 14.95 5765.11 11.04 5769.02 17.16 5762.90 20.35 5759.71 18.90 5761.16 16.71 5763.35 20.09 5759.97 16.23 5763.83 17.43 5762.63

GC-19 (14) I+ P 5779.94 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
GC-20 (14) I P 5779.10 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -

GC-21 U P 5779.18 (7) 16.25 5762.93 - -   - - 21.89 5757.29 15.61 5763.57 DRY   - - DRY   - - DRY   - - 20.32 5758.86 DRY   - - 19.45 5759.73 22.82 5756.36
GC-22 I P 5765.98 37.01 5728.97 - -   - - 35.98 5730.00 36.09 5729.89 35.05 5730.93 35.96 5730.02 36.57 5729.41 36.93 5729.05 37.35 5728.63 38.18 5727.80 37.90 5728.08

GC-23 (14) I P 5755.69 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
- -   - -

GC-24 (14) U+ P 5780.01 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
GC-25 (14) I+ P 5779.86 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -

GC-26 I P 5780.12 - -   - - 35.41 5744.71 33.90 5746.22 33.21 5746.91 33.01 5747.11 35.61 5744.51 37.13 5742.99 37.14 5742.98 37.92 5742.20 39.73 5740.39 38.26 5741.86
        

P101 L+ 5778.29 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
P102 (14) L+ 5777.46 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -

P103 L+ 5777.32 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
P104 L 5779.15 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -

       
P107 O P 5779.26 19.89 5759.37 - -   - - 20.15 5759.11 17.93 5761.33 20.12 5759.14 22.76 5756.50 21.91 5757.35 21.52 5757.74 22.90 5756.36 23.13 5756.13 21.38 5757.88

P108 (14) U W 5787.74 * - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
P109 O 5777.03 - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
P110 U W 5777.72 * - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -
P111 O W 5778.06 * - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -

        
P112 L W 5765.22 * 62.75 5702.47 - -   - - 61.71 5703.51 62.11 5703.11 61.49 5703.73 61.95 5703.27 61.71 5703.51 61.85 5703.37 62.13 5703.09 63.00 5702.22 61.88 5703.34
P113 L W 5779.79 * 77.96 5701.83 - -   - - 77.05 5702.74 77.28 5702.51 76.82 5702.97 76.72 5703.07 76.68 5703.11 76.60 5703.19 76.61 5703.18 77.26 5702.53 76.67 5703.12
P114 L W 5779.84 * - -   - - - -   - - - -   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - - --   - -

P114a L W 5779.64 * 77.95 5701.69 - -   - - 76.95 5702.69 77.30 5702.34 76.80 5702.84 76.74 5702.90 76.59 5703.05 76.55 5703.09 76.61 5703.03 77.45 5702.19 76.86 5702.78
P115 L W 5779.69 *(7) 77.81 5701.88 - -   - - 76.80 5702.89 77.12 5702.57 76.65 5703.04 76.60 5703.09 76.48 5703.21 76.42 5703.27 76.50 5703.19 77.37 5702.32 76.73 5702.96

   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.
U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:   14. Wells decommissioned in January 2000.
W  Well
P  Piezometer

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.

10/27/11 05/03/1211/05/10 05/04/1111/13/09 10/23/12 11/08/1305/01/13
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4)

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 (14) L 5778.69 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
GC-9 (14) C 5793.86 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

GC-10 (14) L 5767.70 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
GC-11 (14) L 5770.30 (7) - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
GC-12 (14) L+ 5779.39 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

GC-13 (12,14) L 5778.86 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
GC-14 (14) L+ 5776.56 (7) - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
GC-15 (14) L 5779.31 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

GC-16 I P 5770.20 45.15 5725.05 40.58 5729.62 40.10 5730.10 39.62 5730.58 38.52 5731.68 35.91 5734.29 37.42 5732.78 38.49 5731.71 39.48 5730.72 40.18 5730.02

GC-17 (14) O P 5779.18 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
GC-18 U P 5780.06 15.28 5764.78 17.21 5762.85 6.31 5773.75 15.22 5764.84 11.26 5768.80 18.78 5761.28 19.31 5760.75 19.39 5760.67 17.35 5762.71 19.43 5760.63

GC-19 (14) I+ P 5779.94 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
GC-20 (14) I P 5779.10 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

GC-21 U P 5779.18 (7) 18.07 5761.11 DRY   - - 12.84 5766.34 23.50 5755.68 22.72 5756.46 DRY   - - DRY   - - DRY   - - 20.87 5758.31 DRY   - -
GC-22 I P 5765.98 38.31 5727.67 37.84 5728.14 37.57 5728.41 34.57 5731.41 33.41 5732.57 33.70 5732.28 34.82 5731.16 35.49 5730.49 36.65 5729.33 37.22 5728.76

GC-23 (14) I P 5755.69 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

GC-24 (14) U+ P 5780.01 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
GC-25 (14) I+ P 5779.86 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

GC-26 I P 5780.12 39.30 5740.82 38.49 5741.63 37.53 5742.59 33.43 5746.69 31.96 5748.16 62.74 (17)   - - 35.23 5744.89 36.01 5744.11 37.71 5742.41 38.81 5741.31
 

P101 L+ 5778.29 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
P102 (14) L+ 5777.46 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

P103 L+ 5777.32 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
P104 L 5779.15 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

P107 O P 5779.26 22.40 5756.86 20.81 5758.45 15.14 5764.12 17.97 5761.29 14.61 5764.65 19.39 5759.87 21.98 5757.28 21.77 5757.49 23.19 5756.07 21.94 5757.32
P108 (14) U W 5787.74 * - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

P109 O 5777.03 - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
P110 U W 5777.72 * - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
P111 O W 5778.06 * - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

 
P112 L W 5765.22 * 62.40 5702.82 62.26 5702.96 62.12 5703.10 61.12 5704.10 60.70 5704.52 61.09 5704.13 60.91 5704.31 61.04 5704.18 61.39 5703.83 61.02 5704.20
P113 L W 5779.79 * 76.96 5702.83 77.12 5702.67 76.65 5703.14 76.34 5703.45 76.05 5703.74 76.03 5703.76 75.53 5704.26 75.48 5704.31 75.60 5704.19 75.62 5704.17
P114 L W 5779.84 * - -   - - - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -

P114a L W 5779.64 * 77.03 5702.61 77.01 5702.63 76.95 5702.69 76.31 5703.33 NOTE (15)   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -   - -
P114A-R L W 5780.63 - - - - - - - - - - - - - - - - 76.59 (16) 5704.04 76.68 5703.95 76.08 5704.55 76.11 5704.52 76.20 5704.43 76.32 5704.31

P115 L W 5779.69 *(7) 76.89 5702.80 76.91 5702.78 76.78 5702.91 76.17 5703.52 75.98 5703.71 75.89 5703.80 75.41 5704.28 75.39 5704.30 75.61 5704.08 75.59 5704.10
   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.

U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:   14. Wells decommissioned in January 2000.
W  Well   15. Well decommissioned on 07/14/16
P  Piezometer   16. P114A-R was measured on 07/28/16

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.   17. Depth to water measurement recorded is inconsistent with historical measurements, suspected erroneous 
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.

11/03/1711/04/165/21/2014 11/06/14 05/27/15 06/29/16 05/09/1710/29/15 05/09/18 10/31/18
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April 2020 Table 1: Groundwater Levels  20136438

  (1)   (2) MEAS.
 WELL OR COMP. MON. PT.(3,4)

PIEZOMETER ZONE POINT ELEV. DEPTH ELEV. DEPTH ELEV.
GC-8 (14) L 5778.69 - -   - - - -   - -
GC-9 (14) C 5793.86 - -   - - - -   - -

GC-10 (14) L 5767.70 - -   - - - -   - -
GC-11 (14) L 5770.30 (7) - -   - - - -   - -
GC-12 (14) L+ 5779.39 - -   - - - -   - -

GC-13 (12,14) L 5778.86 - -   - - - -   - -
GC-14 (14) L+ 5776.56 (7) - -   - - - -   - -
GC-15 (14) L 5779.31 - -   - - - -   - -

GC-16 I P 5770.20 40.73 5729.47 40.68 5729.52

GC-17 (14) O P 5779.18 - -   - - - -   - -
GC-18 U P 5780.06 16.21 5763.85 19.23 5760.83

GC-19 (14) I+ P 5779.94 - -   - - - -   - -
GC-20 (14) I P 5779.10 - -   - - - -   - -

GC-21 U P 5779.18 (7) 21.32 5757.86 26.30 5752.88
GC-22 I P 5765.98 37.80 5728.18 38.04 5727.94

GC-23 (14) I P 5755.69 - -   - - - -   - -

GC-24 (14) U+ P 5780.01 - -   - - - -   - -
GC-25 (14) I+ P 5779.86 - -   - - - -   - -

GC-26 I P 5780.12 39.40 5740.72 39.75 5740.37
 

P101 L+ 5778.29 - -   - - - -   - -
P102 (14) L+ 5777.46 - -   - - - -   - -

P103 L+ 5777.32 - -   - - - -   - -
P104 L 5779.15 - -   - - - -   - -

P107 O P 5779.26 20.98 5758.28 21.32 5757.94
P108 (14) U W 5787.74 * - -   - - - -   - -

P109 O 5777.03 - -   - - - -   - -
P110 U W 5777.72 * - -   - - - -   - -
P111 O W 5778.06 * - -   - - - -   - -

 
P112 L W 5765.22 * 61.04 5704.18 61.57 5703.65
P113 L W 5779.79 * 75.51 5704.28 75.73 5704.06
P114 L W 5779.84 * - -   - - - -   - -

P114a L W 5779.64 * --   - - --   - -
P114A-R L W 5780.63 76.11 5704.52 76.41 5704.22

P115 L W 5779.69 *(7) 75.48 5704.21 75.74 5703.95
   1. Completion Zones in Dawson Formation:   10. Elevations re-surveyed on 10/24/89.

U  Upper Sandstone C  Coal (Denver Formation)   11. Well decommissioned on 7/17/90.
I  Intermediate Sandstone +  Laterally adjacent finer-grained lith  12. Piezometer GC-13 reconstructed 1/20/93.
L  Lower Sandstone              O Other   13.  05/09/95 water level in GC-14 appears erroneous due to  bent casing in piezometer.

   2. Designated monitoring well:   14. Wells decommissioned in January 2000.
W  Well   15. Well decommissioned on 07/14/16
P  Piezometer   16. P114A-R was measured on 07/28/16

   3. Top of PVC riser pipe unless marked by * which indicates top of WELL WIZARD well cap assembly.
   4. All elevations and depths in feet.   17. Depth to water measurement recorded is inconsistent with historical measurements, suspected erroneous 
   5. Elevations re-surveyed with new WELL WIZARDS in place.
   6. Elevations re-surveyed on 1/30/87.
   7. Elevations re-surveyed on 5/14/87.
   8. Well decommissioned on 8/13/87.
   9. Wells decommissioned between 1/26/88 and 2/1/88.

5/15/2019 11/14/19

16/16



April 2020  20136438

Designation Purpose
Lower Sandstone
P-112 RCRA Monitoring Well (upgradient)
P-113 RCRA Monitoring Well (downgradient)
P-114A-R(1) RCRA Monitoring Well (downgradient)
P-115 RCRA Monitoring Well (downgradient)
Intermediate Sandstone
GC-16 Piezometer
GC-22 Piezometer
GC-26 Piezometer
Upper Sandstone
GC-18 Piezometer
GC-21 Piezometer
P-107 Piezometer (in claystone below upper sandstone to northwest of Pond 1)
Notes:
1. Monitoring well P-114A-R installed July 14, 2016, to replace monitoring well P-114a.

Table 2.  Post-closure Care Permit - Groundwater Monitoring Network 2019



April 2020  20136438

WELL YEAR QUARTER Arsenic
(µg/L)

Barium
(µg/L)

Cadmium
(µg/L)

Chromium
(not speciated)

(µg/L)

Lead
(µg/L)

Mercury
(µg/L)

Selenium
(µg/L)

Silver
(µg/L)

TSS
(mg/L)

10 10 5.0 10 5.0 0.20 5.0 25 NA
10 10 5.0 10 5.0 0.20 5.0 25 4.0

P-112 2019 2 ND 24 ND ND ND ND ND ND 5.2
P-112 Duplicate 2019 2 ND 25 ND ND ND ND ND ND 6.0

P-112 2019 4 ND 22 ND ND ND ND ND ND 6.8
P-113 2019 2 ND 13 ND ND ND ND ND ND 21
P-113 2019 4 ND 13 ND ND ND ND ND ND 18

P-114A-R 2019 2 ND 44 ND ND ND ND ND ND ND
P-114A-R 2019 4 ND 39 ND ND ND ND ND ND ND

P-115 2019 2 ND 16 ND ND ND ND ND ND ND
P-115 2019 4 ND 16 ND ND ND ND ND ND ND

P-115 Duplicate 2019 4 ND 14 ND ND ND ND ND ND ND
Notes:

µg/L: microgram per liter

mg/L: milligram per liter

ND - Not Detected at or above the indicated Reporting Limit
TSS: total suspended solids

Laboratory Reporting Limit

Table 3. RCRA Wells - Summary of Analytical Results

Permit Reporting Limit



April 2020  20136438

Temp Turbidity pH Specific 
Conductance

(°C) (NTU) (S.U.) (µmhos/cm)
P-112 2019 2 14.6 11.50 6.77 1,400
P-112 2019 4 12.6 32.80 7.36 1,347
P-113 2019 2 14.8 48.50 7.61 1,915
P-113 2019 4 14.0 28.20 8.88 1,918

P-114A-R 2019 2 14.8 0.59 7.03 2,404
P-114A-R 2019 4 13.0 0.85 7.95 2,417

P-115 2019 2 14.5 2.11 6.84 1,771
P-115 2019 4 12.6 0.36 7.56 1,760

Notes:

°C: degrees Celsius 

S.U.: standard units
µmhos/cm: micro ohms per 

ti t

Table 4. RCRA Wells - Summary of Field Parameters

WELL YEAR QUARTER

NTU: Nephelometric Turbidity Units



April 2020  20136438

5/16/2006 µg/L 43 10
6/8/2007 µg/L 40 10
6/23/2008 µg/L 51 10
5/27/2009 µg/L 30 10
5/21/2010 µg/L 30 10
5/11/2011 µg/L 38 10
6/14/2012 µg/L 43 10
4/30/2013 µg/L 35 10
5/22/2014 µg/L 35 10
5/28/2015 µg/L 18 10
5/25/2016 µg/L ND 10
5/9/2017 µg/L 19 10
5/9/2018 µg/L 17 10
5/15/2019 µg/L 33 10

Notes:
µg/L: microgram per liter

Table 5. Summary of PCE Detections in the Primary Sump

DATE RESULT REPORTING LIMITUNITS
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APPENDIX A 

Groundwater Elevations vs. Time 
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2019 Monitoring Reports and Analytical Results 
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First Semi-Annual Sampling Event 
 

 

 



ANALYTICAL REPORT
Eurofins TestAmerica, Denver
4955 Yarrow Street
Arvada, CO 80002
Tel: (303)736-0100

Laboratory Job ID: 280-123866-1
Client Project/Site: 555|Denver/Arapahoe Chem-GW
Sampling Event: Semi-Annual Wells - May Nov

For:
Waste Management
2400 West Union Avenue
Englewood, Colorado 80110

Attn: Mr. Tom Schweitzer

Authorized for release by:
6/7/2019 12:15:34 PM

Betsy Sara, Project Manager II
(303)736-0189
betsy.sara@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Definitions/Glossary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Qualifiers

GC/MS VOA
Qualifier Description

* LCS or LCSD  is outside acceptance limits.

Qualifier

* RPD of the LCS and LCSD exceeds the control limits

Glossary
These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

Eurofins TestAmerica, Denver
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Case Narrative
Client: Waste Management Job ID: 280-123866-1
Project/Site: 555|Denver/Arapahoe Chem-GW

Job ID: 280-123866-1

Laboratory: Eurofins TestAmerica, Denver

Narrative

CASE NARRATIVE

Client: Waste Management

Project: 555|Denver/Arapahoe Chem-GW

Report Number: 280-123866-1

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no 
problems were encountered or anomalies observed.  In addition all laboratory quality control samples were within established control 

limits, with any exceptions noted below.  Each sample was analyzed to achieve the lowest possible reporting limit within the constraints of 
the method.  In some cases, due to interference or analytes present at high concentrations, samples were diluted.  For diluted samples, 

the reporting limits are adjusted relative to the dilution required.

This report may include reporting limits (RLs) less than Eurofins TestAmerica’s standard reporting limit.  The reported sample results and 
associated reporting limits are being used specifically to meet the needs of this project.  Note that data are not normally reported to these 
levels without qualification because they are inherently less reliable and potentially less defensible than required by the latest industry 
standards.

Sample Receiving

The samples were received on 05/16/2019; the samples arrived in good condition, properly preserved and on ice.  The temperature of the 
cooler at receipt was 3.8 C.

Holding Times

All holding times were within established control limits.

Method Blanks

All Method Blanks were within established control limits.

Laboratory Control Samples (LCS)

The Method 8260B LCS/LCSD exhibited RPD data outside the QC control limits for Bromomethane, Chloroethane, Chloromethane and 
Vinyl chloride.  Both the LCS and LCSD were recovered within QC control limits, demonstrating that the laboratory performed the method 
within acceptable guidelines; therefore, corrective action is deemed unnecessary.

All other Laboratory Control Samples were within established control limits.

Matrix Spike and Matrix Spike Duplicate (MS/MSD)

All MS/MSD recoveries were within established control limits.

General Comments

In accordance with the State RCRA Permit, issued September 30, 2009, (Attachment 7, Section 2.4, Step 5, Sample Handling), samples 

collected for metals analysis will be field filtered and preserved prior to shipment to, and analysis by, the laboratory. The reporting of 

chromium on the laboratory report shows as dissolved chromium, at the client’s request; however, the results should be considered total 

chromium (not speciated).

Eurofins TestAmerica, Denver
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Detection Summary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Client Sample ID: TRIP BLANK Lab Sample ID: 280-123866-1

 No Detections.

Client Sample ID: DUP Lab Sample ID: 280-123866-2

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved125 6010B

Total Suspended Solids 4.0 mg/L Total/NA16.0 SM 2540D

Client Sample ID: P112 Lab Sample ID: 280-123866-3

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved124 6010B

Total Suspended Solids 4.0 mg/L Total/NA15.2 SM 2540D

Well Elevation ft/msl Total/NA15765.22 Field Sampling

Depth to water ft Total/NA161.04 Field Sampling

Groundwater Elevation ft/msl Total/NA15704.18 Field Sampling

Field pH SU Total/NA16.77 Field Sampling

Field Conductivity umhos/cm Total/NA11400 Field Sampling

Field Temperature Degrees C Total/NA114.6 Field Sampling

Field Turbidity NTU Total/NA111.5 Field Sampling

Field Dissolved Oxygen mg/L Total/NA10.08 Field Sampling

Field EH/ORP millivolts Total/NA1-16.0 Field Sampling

Client Sample ID: P115 Lab Sample ID: 280-123866-4

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved116 6010B

Well Elevation ft/msl Total/NA15779.69 Field Sampling

Depth to water ft Total/NA175.48 Field Sampling

Groundwater Elevation ft/msl Total/NA15704.21 Field Sampling

Field pH SU Total/NA16.84 Field Sampling

Field Conductivity umhos/cm Total/NA11771 Field Sampling

Field Temperature Degrees C Total/NA114.5 Field Sampling

Field Turbidity NTU Total/NA12.11 Field Sampling

Field Dissolved Oxygen mg/L Total/NA10.59 Field Sampling

Field EH/ORP millivolts Total/NA1-5.6 Field Sampling

Client Sample ID: P114A-R Lab Sample ID: 280-123866-5

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved144 6010B

Well Elevation ft/msl Total/NA15780.63 Field Sampling

Depth to water ft Total/NA176.11 Field Sampling

Groundwater Elevation ft/msl Total/NA15704.52 Field Sampling

Field pH SU Total/NA17.03 Field Sampling

Field Conductivity umhos/cm Total/NA12404 Field Sampling

Field Temperature Degrees C Total/NA114.8 Field Sampling

Field Turbidity NTU Total/NA10.59 Field Sampling

Field Dissolved Oxygen mg/L Total/NA11.39 Field Sampling

Field EH/ORP millivolts Total/NA149.7 Field Sampling

Client Sample ID: P113 Lab Sample ID: 280-123866-6

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved113 6010B

Eurofins TestAmerica, Denver

This Detection Summary does not include radiochemical test results.
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Detection Summary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Client Sample ID: P113 (Continued) Lab Sample ID: 280-123866-6

Total Suspended Solids

RL

4.0 mg/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA121 SM 2540D

Well Elevation ft/msl Total/NA15779.79 Field Sampling

Depth to water ft Total/NA175.51 Field Sampling

Groundwater Elevation ft/msl Total/NA15704.28 Field Sampling

Field pH SU Total/NA17.61 Field Sampling

Field Conductivity umhos/cm Total/NA11915 Field Sampling

Field Temperature Degrees C Total/NA114.8 Field Sampling

Field Turbidity NTU Total/NA148.5 Field Sampling

Field Dissolved Oxygen mg/L Total/NA10.54 Field Sampling

Field EH/ORP millivolts Total/NA167.2 Field Sampling

Eurofins TestAmerica, Denver

This Detection Summary does not include radiochemical test results.
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Method Summary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method Method Description LaboratoryProtocol

SW8468260B Volatile Organic Compounds (GC/MS) TAL DEN

SW8466010B Metals (ICP) TAL DEN

SW8466020 Metals (ICP/MS) TAL DEN

SW8467470A Mercury (CVAA) TAL DEN

SMSM 2540D Solids, Total Suspended (TSS) TAL DEN

EPAField Sampling Field Sampling TAL DEN

SW8463005A Preparation, Total Recoverable or Dissolved Metals TAL DEN

SW8465030B Purge and Trap TAL DEN

SW8467470A Preparation, Mercury TAL DEN

Protocol References:

EPA = US Environmental Protection Agency

SM = "Standard Methods For The Examination Of Water And Wastewater"

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Sample Summary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Lab Sample ID Client Sample ID ReceivedCollectedMatrix Asset ID

280-123866-1 TRIP BLANK Water 05/15/19 15:06 05/16/19 12:10

280-123866-2 DUP Water 05/15/19 00:00 05/16/19 12:10

280-123866-3 P112 Water 05/15/19 12:23 05/16/19 12:10

280-123866-4 P115 Water 05/15/19 13:29 05/16/19 12:10

280-123866-5 P114A-R Water 05/15/19 14:14 05/16/19 12:10

280-123866-6 P113 Water 05/15/19 15:06 05/16/19 12:10

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS)

Lab Sample ID: 280-123866-1Client Sample ID: TRIP BLANK
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 05/20/19 17:48 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 05/20/19 17:48 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 05/20/19 17:48 11,1,2-Trichloroethane ND

5.0 ug/L 05/20/19 17:48 11,1-Dichloroethane ND

5.0 ug/L 05/20/19 17:48 11,1-Dichloroethene ND

1.0 ug/L 05/20/19 17:48 11,2-Dichloroethane ND

1.0 ug/L 05/20/19 17:48 11,2-Dichloropropane ND

5.0 ug/L 05/20/19 17:48 1Benzene ND

1.0 ug/L 05/20/19 17:48 1Bromodichloromethane ND

4.0 ug/L 05/20/19 17:48 1Bromoform ND

10 ug/L 05/20/19 17:48 1Bromomethane ND *

1.0 ug/L 05/20/19 17:48 1Carbon tetrachloride ND

5.0 ug/L 05/20/19 17:48 1Chlorobenzene ND

10 ug/L 05/20/19 17:48 1Chloroethane ND *

5.0 ug/L 05/20/19 17:48 1Chloroform ND

10 ug/L 05/20/19 17:48 1Chloromethane ND *

5.0 ug/L 05/20/19 17:48 1cis-1,3-Dichloropropene ND

5.0 ug/L 05/20/19 17:48 1Dibromochloromethane ND

5.0 ug/L 05/20/19 17:48 1Ethylbenzene ND

5.0 ug/L 05/20/19 17:48 1Tetrachloroethene ND

5.0 ug/L 05/20/19 17:48 1Toluene ND

10 ug/L 05/20/19 17:48 1trans-1,2-Dichloroethene ND

5.0 ug/L 05/20/19 17:48 1Trichloroethene ND

2.0 ug/L 05/20/19 17:48 1Vinyl chloride ND *

1,2-Dichloroethane-d4 (Surr) 113 70 - 127 05/20/19 17:48 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 106 05/20/19 17:48 178 - 120

Dibromofluoromethane (Surr) 110 05/20/19 17:48 177 - 120

Toluene-d8 (Surr) 107 05/20/19 17:48 180 - 125

Lab Sample ID: 280-123866-2Client Sample ID: DUP
Matrix: WaterDate Collected: 05/15/19 00:00

Date Received: 05/16/19 12:10
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 05/20/19 18:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 05/20/19 18:10 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 05/20/19 18:10 11,1,2-Trichloroethane ND

5.0 ug/L 05/20/19 18:10 11,1-Dichloroethane ND

5.0 ug/L 05/20/19 18:10 11,1-Dichloroethene ND

1.0 ug/L 05/20/19 18:10 11,2-Dichloroethane ND

1.0 ug/L 05/20/19 18:10 11,2-Dichloropropane ND

5.0 ug/L 05/20/19 18:10 1Benzene ND

1.0 ug/L 05/20/19 18:10 1Bromodichloromethane ND

4.0 ug/L 05/20/19 18:10 1Bromoform ND

10 ug/L 05/20/19 18:10 1Bromomethane ND *

1.0 ug/L 05/20/19 18:10 1Carbon tetrachloride ND

5.0 ug/L 05/20/19 18:10 1Chlorobenzene ND

10 ug/L 05/20/19 18:10 1Chloroethane ND *

5.0 ug/L 05/20/19 18:10 1Chloroform ND

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Lab Sample ID: 280-123866-2Client Sample ID: DUP
Matrix: WaterDate Collected: 05/15/19 00:00

Date Received: 05/16/19 12:10
RL MDL

Chloromethane ND * 10 ug/L 05/20/19 18:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 05/20/19 18:10 1cis-1,3-Dichloropropene ND

5.0 ug/L 05/20/19 18:10 1Dibromochloromethane ND

5.0 ug/L 05/20/19 18:10 1Ethylbenzene ND

5.0 ug/L 05/20/19 18:10 1Tetrachloroethene ND

5.0 ug/L 05/20/19 18:10 1Toluene ND

10 ug/L 05/20/19 18:10 1trans-1,2-Dichloroethene ND

5.0 ug/L 05/20/19 18:10 1Trichloroethene ND

2.0 ug/L 05/20/19 18:10 1Vinyl chloride ND *

1,2-Dichloroethane-d4 (Surr) 113 70 - 127 05/20/19 18:10 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 107 05/20/19 18:10 178 - 120

Dibromofluoromethane (Surr) 109 05/20/19 18:10 177 - 120

Toluene-d8 (Surr) 107 05/20/19 18:10 180 - 125

Lab Sample ID: 280-123866-3Client Sample ID: P112
Matrix: WaterDate Collected: 05/15/19 12:23

Date Received: 05/16/19 12:10
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 05/20/19 18:31 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 05/20/19 18:31 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 05/20/19 18:31 11,1,2-Trichloroethane ND

5.0 ug/L 05/20/19 18:31 11,1-Dichloroethane ND

5.0 ug/L 05/20/19 18:31 11,1-Dichloroethene ND

1.0 ug/L 05/20/19 18:31 11,2-Dichloroethane ND

1.0 ug/L 05/20/19 18:31 11,2-Dichloropropane ND

5.0 ug/L 05/20/19 18:31 1Benzene ND

1.0 ug/L 05/20/19 18:31 1Bromodichloromethane ND

4.0 ug/L 05/20/19 18:31 1Bromoform ND

10 ug/L 05/20/19 18:31 1Bromomethane ND *

1.0 ug/L 05/20/19 18:31 1Carbon tetrachloride ND

5.0 ug/L 05/20/19 18:31 1Chlorobenzene ND

10 ug/L 05/20/19 18:31 1Chloroethane ND *

5.0 ug/L 05/20/19 18:31 1Chloroform ND

10 ug/L 05/20/19 18:31 1Chloromethane ND *

5.0 ug/L 05/20/19 18:31 1cis-1,3-Dichloropropene ND

5.0 ug/L 05/20/19 18:31 1Dibromochloromethane ND

5.0 ug/L 05/20/19 18:31 1Ethylbenzene ND

5.0 ug/L 05/20/19 18:31 1Tetrachloroethene ND

5.0 ug/L 05/20/19 18:31 1Toluene ND

10 ug/L 05/20/19 18:31 1trans-1,2-Dichloroethene ND

5.0 ug/L 05/20/19 18:31 1Trichloroethene ND

2.0 ug/L 05/20/19 18:31 1Vinyl chloride ND *

1,2-Dichloroethane-d4 (Surr) 113 70 - 127 05/20/19 18:31 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 106 05/20/19 18:31 178 - 120

Dibromofluoromethane (Surr) 108 05/20/19 18:31 177 - 120

Toluene-d8 (Surr) 107 05/20/19 18:31 180 - 125

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS)

Lab Sample ID: 280-123866-4Client Sample ID: P115
Matrix: WaterDate Collected: 05/15/19 13:29

Date Received: 05/16/19 12:10
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 05/20/19 18:53 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 05/20/19 18:53 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 05/20/19 18:53 11,1,2-Trichloroethane ND

5.0 ug/L 05/20/19 18:53 11,1-Dichloroethane ND

5.0 ug/L 05/20/19 18:53 11,1-Dichloroethene ND

1.0 ug/L 05/20/19 18:53 11,2-Dichloroethane ND

1.0 ug/L 05/20/19 18:53 11,2-Dichloropropane ND

5.0 ug/L 05/20/19 18:53 1Benzene ND

1.0 ug/L 05/20/19 18:53 1Bromodichloromethane ND

4.0 ug/L 05/20/19 18:53 1Bromoform ND

10 ug/L 05/20/19 18:53 1Bromomethane ND *

1.0 ug/L 05/20/19 18:53 1Carbon tetrachloride ND

5.0 ug/L 05/20/19 18:53 1Chlorobenzene ND

10 ug/L 05/20/19 18:53 1Chloroethane ND *

5.0 ug/L 05/20/19 18:53 1Chloroform ND

10 ug/L 05/20/19 18:53 1Chloromethane ND *

5.0 ug/L 05/20/19 18:53 1cis-1,3-Dichloropropene ND

5.0 ug/L 05/20/19 18:53 1Dibromochloromethane ND

5.0 ug/L 05/20/19 18:53 1Ethylbenzene ND

5.0 ug/L 05/20/19 18:53 1Tetrachloroethene ND

5.0 ug/L 05/20/19 18:53 1Toluene ND

10 ug/L 05/20/19 18:53 1trans-1,2-Dichloroethene ND

5.0 ug/L 05/20/19 18:53 1Trichloroethene ND

2.0 ug/L 05/20/19 18:53 1Vinyl chloride ND *

1,2-Dichloroethane-d4 (Surr) 114 70 - 127 05/20/19 18:53 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 106 05/20/19 18:53 178 - 120

Dibromofluoromethane (Surr) 110 05/20/19 18:53 177 - 120

Toluene-d8 (Surr) 108 05/20/19 18:53 180 - 125

Lab Sample ID: 280-123866-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 05/15/19 14:14

Date Received: 05/16/19 12:10
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 05/20/19 19:14 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 05/20/19 19:14 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 05/20/19 19:14 11,1,2-Trichloroethane ND

5.0 ug/L 05/20/19 19:14 11,1-Dichloroethane ND

5.0 ug/L 05/20/19 19:14 11,1-Dichloroethene ND

1.0 ug/L 05/20/19 19:14 11,2-Dichloroethane ND

1.0 ug/L 05/20/19 19:14 11,2-Dichloropropane ND

5.0 ug/L 05/20/19 19:14 1Benzene ND

1.0 ug/L 05/20/19 19:14 1Bromodichloromethane ND

4.0 ug/L 05/20/19 19:14 1Bromoform ND

10 ug/L 05/20/19 19:14 1Bromomethane ND *

1.0 ug/L 05/20/19 19:14 1Carbon tetrachloride ND

5.0 ug/L 05/20/19 19:14 1Chlorobenzene ND

10 ug/L 05/20/19 19:14 1Chloroethane ND *

5.0 ug/L 05/20/19 19:14 1Chloroform ND

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Lab Sample ID: 280-123866-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 05/15/19 14:14

Date Received: 05/16/19 12:10
RL MDL

Chloromethane ND * 10 ug/L 05/20/19 19:14 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 05/20/19 19:14 1cis-1,3-Dichloropropene ND

5.0 ug/L 05/20/19 19:14 1Dibromochloromethane ND

5.0 ug/L 05/20/19 19:14 1Ethylbenzene ND

5.0 ug/L 05/20/19 19:14 1Tetrachloroethene ND

5.0 ug/L 05/20/19 19:14 1Toluene ND

10 ug/L 05/20/19 19:14 1trans-1,2-Dichloroethene ND

5.0 ug/L 05/20/19 19:14 1Trichloroethene ND

2.0 ug/L 05/20/19 19:14 1Vinyl chloride ND *

1,2-Dichloroethane-d4 (Surr) 112 70 - 127 05/20/19 19:14 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 106 05/20/19 19:14 178 - 120

Dibromofluoromethane (Surr) 109 05/20/19 19:14 177 - 120

Toluene-d8 (Surr) 108 05/20/19 19:14 180 - 125

Lab Sample ID: 280-123866-6Client Sample ID: P113
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 05/20/19 19:36 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 05/20/19 19:36 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 05/20/19 19:36 11,1,2-Trichloroethane ND

5.0 ug/L 05/20/19 19:36 11,1-Dichloroethane ND

5.0 ug/L 05/20/19 19:36 11,1-Dichloroethene ND

1.0 ug/L 05/20/19 19:36 11,2-Dichloroethane ND

1.0 ug/L 05/20/19 19:36 11,2-Dichloropropane ND

5.0 ug/L 05/20/19 19:36 1Benzene ND

1.0 ug/L 05/20/19 19:36 1Bromodichloromethane ND

4.0 ug/L 05/20/19 19:36 1Bromoform ND

10 ug/L 05/20/19 19:36 1Bromomethane ND *

1.0 ug/L 05/20/19 19:36 1Carbon tetrachloride ND

5.0 ug/L 05/20/19 19:36 1Chlorobenzene ND

10 ug/L 05/20/19 19:36 1Chloroethane ND *

5.0 ug/L 05/20/19 19:36 1Chloroform ND

10 ug/L 05/20/19 19:36 1Chloromethane ND *

5.0 ug/L 05/20/19 19:36 1cis-1,3-Dichloropropene ND

5.0 ug/L 05/20/19 19:36 1Dibromochloromethane ND

5.0 ug/L 05/20/19 19:36 1Ethylbenzene ND

5.0 ug/L 05/20/19 19:36 1Tetrachloroethene ND

5.0 ug/L 05/20/19 19:36 1Toluene ND

10 ug/L 05/20/19 19:36 1trans-1,2-Dichloroethene ND

5.0 ug/L 05/20/19 19:36 1Trichloroethene ND

2.0 ug/L 05/20/19 19:36 1Vinyl chloride ND *

1,2-Dichloroethane-d4 (Surr) 115 70 - 127 05/20/19 19:36 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 105 05/20/19 19:36 178 - 120

Dibromofluoromethane (Surr) 111 05/20/19 19:36 177 - 120

Toluene-d8 (Surr) 108 05/20/19 19:36 180 - 125
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Client Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 6010B - Metals (ICP) - Dissolved

Lab Sample ID: 280-123866-2Client Sample ID: DUP
Matrix: WaterDate Collected: 05/15/19 00:00

Date Received: 05/16/19 12:10
RL MDL

Arsenic ND 10 ug/L 06/04/19 07:36 06/04/19 22:36 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 06/04/19 07:36 06/04/19 22:36 1Barium 25

5.0 ug/L 06/04/19 07:36 06/04/19 22:36 1Cadmium ND

10 ug/L 06/04/19 07:36 06/04/19 22:36 1Chromium ND

5.0 ug/L 06/04/19 07:36 06/04/19 22:36 1Lead ND

25 ug/L 06/04/19 07:36 06/04/19 22:36 1Silver ND

Lab Sample ID: 280-123866-3Client Sample ID: P112
Matrix: WaterDate Collected: 05/15/19 12:23

Date Received: 05/16/19 12:10
RL MDL

Arsenic ND 10 ug/L 06/04/19 07:36 06/04/19 22:38 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 06/04/19 07:36 06/04/19 22:38 1Barium 24

5.0 ug/L 06/04/19 07:36 06/04/19 22:38 1Cadmium ND

10 ug/L 06/04/19 07:36 06/04/19 22:38 1Chromium ND

5.0 ug/L 06/04/19 07:36 06/04/19 22:38 1Lead ND

25 ug/L 06/04/19 07:36 06/04/19 22:38 1Silver ND

Lab Sample ID: 280-123866-4Client Sample ID: P115
Matrix: WaterDate Collected: 05/15/19 13:29

Date Received: 05/16/19 12:10
RL MDL

Arsenic ND 10 ug/L 06/04/19 07:36 06/04/19 22:58 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 06/04/19 07:36 06/04/19 22:58 1Barium 16

5.0 ug/L 06/04/19 07:36 06/04/19 22:58 1Cadmium ND

10 ug/L 06/04/19 07:36 06/04/19 22:58 1Chromium ND

5.0 ug/L 06/04/19 07:36 06/04/19 22:58 1Lead ND

25 ug/L 06/04/19 07:36 06/04/19 22:58 1Silver ND

Lab Sample ID: 280-123866-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 05/15/19 14:14

Date Received: 05/16/19 12:10
RL MDL

Arsenic ND 10 ug/L 06/04/19 07:36 06/04/19 23:01 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 06/04/19 07:36 06/04/19 23:01 1Barium 44

5.0 ug/L 06/04/19 07:36 06/04/19 23:01 1Cadmium ND

10 ug/L 06/04/19 07:36 06/04/19 23:01 1Chromium ND

5.0 ug/L 06/04/19 07:36 06/04/19 23:01 1Lead ND

25 ug/L 06/04/19 07:36 06/04/19 23:01 1Silver ND

Lab Sample ID: 280-123866-6Client Sample ID: P113
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10
RL MDL

Arsenic ND 10 ug/L 06/04/19 07:36 06/04/19 23:03 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 06/04/19 07:36 06/04/19 23:03 1Barium 13

5.0 ug/L 06/04/19 07:36 06/04/19 23:03 1Cadmium ND

10 ug/L 06/04/19 07:36 06/04/19 23:03 1Chromium ND

5.0 ug/L 06/04/19 07:36 06/04/19 23:03 1Lead ND

25 ug/L 06/04/19 07:36 06/04/19 23:03 1Silver ND
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Client Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 6020 - Metals (ICP/MS) - Dissolved

Lab Sample ID: 280-123866-2Client Sample ID: DUP
Matrix: WaterDate Collected: 05/15/19 00:00

Date Received: 05/16/19 12:10
RL MDL

Selenium ND 5.0 ug/L 05/23/19 08:00 05/24/19 18:19 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-3Client Sample ID: P112
Matrix: WaterDate Collected: 05/15/19 12:23

Date Received: 05/16/19 12:10
RL MDL

Selenium ND 5.0 ug/L 05/23/19 08:00 05/24/19 18:23 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-4Client Sample ID: P115
Matrix: WaterDate Collected: 05/15/19 13:29

Date Received: 05/16/19 12:10
RL MDL

Selenium ND 5.0 ug/L 05/23/19 08:00 05/24/19 18:26 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 05/15/19 14:14

Date Received: 05/16/19 12:10
RL MDL

Selenium ND 5.0 ug/L 05/23/19 08:00 05/24/19 18:30 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-6Client Sample ID: P113
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10
RL MDL

Selenium ND 5.0 ug/L 05/23/19 08:00 05/24/19 18:42 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Method: 7470A - Mercury (CVAA) - Dissolved

Lab Sample ID: 280-123866-2Client Sample ID: DUP
Matrix: WaterDate Collected: 05/15/19 00:00

Date Received: 05/16/19 12:10
RL MDL

Mercury ND 0.20 ug/L 05/30/19 12:45 05/30/19 19:05 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-3Client Sample ID: P112
Matrix: WaterDate Collected: 05/15/19 12:23

Date Received: 05/16/19 12:10
RL MDL

Mercury ND 0.20 ug/L 05/30/19 12:45 05/30/19 19:07 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-4Client Sample ID: P115
Matrix: WaterDate Collected: 05/15/19 13:29

Date Received: 05/16/19 12:10
RL MDL

Mercury ND 0.20 ug/L 05/30/19 12:45 05/30/19 19:09 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 05/15/19 14:14

Date Received: 05/16/19 12:10
RL MDL

Mercury ND 0.20 ug/L 05/30/19 12:45 05/30/19 19:12 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier
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Client Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 7470A - Mercury (CVAA) - Dissolved

Lab Sample ID: 280-123866-6Client Sample ID: P113
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10
RL MDL

Mercury ND 0.20 ug/L 05/30/19 12:45 05/30/19 19:14 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

General Chemistry

Lab Sample ID: 280-123866-2Client Sample ID: DUP
Matrix: WaterDate Collected: 05/15/19 00:00

Date Received: 05/16/19 12:10
RL MDL

Total Suspended Solids 6.0 4.0 mg/L 05/21/19 12:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-3Client Sample ID: P112
Matrix: WaterDate Collected: 05/15/19 12:23

Date Received: 05/16/19 12:10
RL MDL

Total Suspended Solids 5.2 4.0 mg/L 05/21/19 12:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-4Client Sample ID: P115
Matrix: WaterDate Collected: 05/15/19 13:29

Date Received: 05/16/19 12:10
RL MDL

Total Suspended Solids ND 4.0 mg/L 05/21/19 12:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 05/15/19 14:14

Date Received: 05/16/19 12:10
RL MDL

Total Suspended Solids ND 4.0 mg/L 05/21/19 12:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123866-6Client Sample ID: P113
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10
RL MDL

Total Suspended Solids 21 4.0 mg/L 05/21/19 12:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Method: Field Sampling - Field Sampling

Lab Sample ID: 280-123866-3Client Sample ID: P112
Matrix: WaterDate Collected: 05/15/19 12:23

Date Received: 05/16/19 12:10
NONE NONE

Well Elevation 5765.22 ft/msl 05/15/19 12:23 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

ft 05/15/19 12:23 1Depth to water 61.04

ft/msl 05/15/19 12:23 1Groundwater Elevation 5704.18

SU 05/15/19 12:23 1Field pH 6.77

umhos/cm 05/15/19 12:23 1Field Conductivity 1400

Degrees C 05/15/19 12:23 1Field Temperature 14.6

NTU 05/15/19 12:23 1Field Turbidity 11.5

mg/L 05/15/19 12:23 1Field Dissolved Oxygen 0.08

millivolts 05/15/19 12:23 1Field EH/ORP -16.0
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Client Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: Field Sampling - Field Sampling

Lab Sample ID: 280-123866-4Client Sample ID: P115
Matrix: WaterDate Collected: 05/15/19 13:29

Date Received: 05/16/19 12:10
NONE NONE

Well Elevation 5779.69 ft/msl 05/15/19 13:29 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

ft 05/15/19 13:29 1Depth to water 75.48

ft/msl 05/15/19 13:29 1Groundwater Elevation 5704.21

SU 05/15/19 13:29 1Field pH 6.84

umhos/cm 05/15/19 13:29 1Field Conductivity 1771

Degrees C 05/15/19 13:29 1Field Temperature 14.5

NTU 05/15/19 13:29 1Field Turbidity 2.11

mg/L 05/15/19 13:29 1Field Dissolved Oxygen 0.59

millivolts 05/15/19 13:29 1Field EH/ORP -5.6

Lab Sample ID: 280-123866-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 05/15/19 14:14

Date Received: 05/16/19 12:10
NONE NONE

Well Elevation 5780.63 ft/msl 05/15/19 14:14 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

ft 05/15/19 14:14 1Depth to water 76.11

ft/msl 05/15/19 14:14 1Groundwater Elevation 5704.52

SU 05/15/19 14:14 1Field pH 7.03

umhos/cm 05/15/19 14:14 1Field Conductivity 2404

Degrees C 05/15/19 14:14 1Field Temperature 14.8

NTU 05/15/19 14:14 1Field Turbidity 0.59

mg/L 05/15/19 14:14 1Field Dissolved Oxygen 1.39

millivolts 05/15/19 14:14 1Field EH/ORP 49.7

Lab Sample ID: 280-123866-6Client Sample ID: P113
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10
NONE NONE

Well Elevation 5779.79 ft/msl 05/15/19 15:06 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

ft 05/15/19 15:06 1Depth to water 75.51

ft/msl 05/15/19 15:06 1Groundwater Elevation 5704.28

SU 05/15/19 15:06 1Field pH 7.61

umhos/cm 05/15/19 15:06 1Field Conductivity 1915

Degrees C 05/15/19 15:06 1Field Temperature 14.8

NTU 05/15/19 15:06 1Field Turbidity 48.5

mg/L 05/15/19 15:06 1Field Dissolved Oxygen 0.54

millivolts 05/15/19 15:06 1Field EH/ORP 67.2
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Surrogate Summary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (70-127) (78-120) (77-120) (80-125)

DCA BFB DBFM TOL

113 106 110 107280-123866-1

Percent Surrogate Recovery (Acceptance Limits)

TRIP BLANK

113 107 109 107280-123866-2 DUP

113 106 108 107280-123866-3 P112

114 106 110 108280-123866-4 P115

112 106 109 108280-123866-5 P114A-R

115 105 111 108280-123866-6 P113

113 107 113 107280-123978-F-12 MS Matrix Spike

113 109 115 107280-123978-F-12 MSD Matrix Spike Duplicate

114 109 113 106LCS 280-458754/4 Lab Control Sample

112 106 114 108LCSD 280-458754/5 Lab Control Sample Dup

112 107 111 108MB 280-458754/9 Method Blank

Surrogate Legend

DCA = 1,2-Dichloroethane-d4 (Surr)

BFB = 4-Bromofluorobenzene (Surr)

DBFM = Dibromofluoromethane (Surr)

TOL = Toluene-d8 (Surr)
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QC Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 280-458754/9
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458754

RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 05/20/19 11:22 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 5.0 ug/L 05/20/19 11:22 11,1,2,2-Tetrachloroethane

ND 3.0 ug/L 05/20/19 11:22 11,1,2-Trichloroethane

ND 5.0 ug/L 05/20/19 11:22 11,1-Dichloroethane

ND 5.0 ug/L 05/20/19 11:22 11,1-Dichloroethene

ND 1.0 ug/L 05/20/19 11:22 11,2-Dichloroethane

ND 1.0 ug/L 05/20/19 11:22 11,2-Dichloropropane

ND 5.0 ug/L 05/20/19 11:22 1Benzene

ND 1.0 ug/L 05/20/19 11:22 1Bromodichloromethane

ND 4.0 ug/L 05/20/19 11:22 1Bromoform

ND 10 ug/L 05/20/19 11:22 1Bromomethane

ND 1.0 ug/L 05/20/19 11:22 1Carbon tetrachloride

ND 5.0 ug/L 05/20/19 11:22 1Chlorobenzene

ND 10 ug/L 05/20/19 11:22 1Chloroethane

ND 5.0 ug/L 05/20/19 11:22 1Chloroform

ND 10 ug/L 05/20/19 11:22 1Chloromethane

ND 5.0 ug/L 05/20/19 11:22 1cis-1,3-Dichloropropene

ND 5.0 ug/L 05/20/19 11:22 1Dibromochloromethane

ND 5.0 ug/L 05/20/19 11:22 1Ethylbenzene

ND 5.0 ug/L 05/20/19 11:22 1Tetrachloroethene

ND 5.0 ug/L 05/20/19 11:22 1Toluene

ND 10 ug/L 05/20/19 11:22 1trans-1,2-Dichloroethene

ND 5.0 ug/L 05/20/19 11:22 1Trichloroethene

ND 2.0 ug/L 05/20/19 11:22 1Vinyl chloride

1,2-Dichloroethane-d4 (Surr) 112 70 - 127 05/20/19 11:22 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

107 05/20/19 11:22 14-Bromofluorobenzene (Surr) 78 - 120

111 05/20/19 11:22 1Dibromofluoromethane (Surr) 77 - 120

108 05/20/19 11:22 1Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458754/4
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458754

1,1,1-Trichloroethane 25.0 27.9 ug/L 111 65 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 25.0 27.5 ug/L 110 58 - 135

1,1,2-Trichloroethane 25.0 25.6 ug/L 103 64 - 135

1,1-Dichloroethane 25.0 27.1 ug/L 108 65 - 135

1,1-Dichloroethene 25.0 25.1 ug/L 100 65 - 136

1,2-Dichloroethane 25.0 25.6 ug/L 102 65 - 135

1,2-Dichloropropane 25.0 25.5 ug/L 102 64 - 135

1,3-Dichlorobenzene 25.0 25.7 ug/L 103 65 - 135

Benzene 25.0 26.0 ug/L 104 65 - 135

Bromodichloromethane 25.0 24.5 ug/L 98 65 - 135

Bromoform 25.0 23.4 ug/L 94 62 - 135

Bromomethane 50.0 38.9 ug/L 78 45 - 135
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QC Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458754/4
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458754

Carbon tetrachloride 25.0 23.7 ug/L 95 65 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Chlorobenzene 25.0 25.5 ug/L 102 65 - 135

Chloroethane 50.0 49.8 ug/L 100 46 - 136

Chloroform 25.0 27.0 ug/L 108 65 - 135

Chloromethane 50.0 43.5 ug/L 87 34 - 145

cis-1,3-Dichloropropene 25.0 25.2 ug/L 101 65 - 135

Dibromochloromethane 25.0 24.4 ug/L 98 65 - 135

Ethylbenzene 25.0 26.0 ug/L 104 65 - 135

Methylene Chloride 25.0 25.9 ug/L 104 54 - 141

Tetrachloroethene 25.0 25.6 ug/L 102 65 - 135

Toluene 25.0 25.9 ug/L 104 65 - 135

trans-1,2-Dichloroethene 25.0 25.9 ug/L 103 65 - 135

Trichloroethene 25.0 25.4 ug/L 102 65 - 135

Vinyl chloride 50.0 47.8 ug/L 96 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

114

LCS LCS

Qualifier Limits%Recovery

1094-Bromofluorobenzene (Surr) 78 - 120

113Dibromofluoromethane (Surr) 77 - 120

106Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-458754/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458754

1,1,1-Trichloroethane 25.0 28.1 ug/L 113 65 - 135 1 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

1,1,2,2-Tetrachloroethane 25.0 27.1 ug/L 109 58 - 135 1 20

1,1,2-Trichloroethane 25.0 25.3 ug/L 101 64 - 135 1 27

1,1-Dichloroethane 25.0 26.6 ug/L 107 65 - 135 2 21

1,1-Dichloroethene 25.0 25.3 ug/L 101 65 - 136 1 20

1,2-Dichloroethane 25.0 25.1 ug/L 100 65 - 135 2 20

1,2-Dichloropropane 25.0 25.4 ug/L 102 64 - 135 0 20

1,3-Dichlorobenzene 25.0 25.4 ug/L 102 65 - 135 1 20

Benzene 25.0 25.9 ug/L 104 65 - 135 0 20

Bromodichloromethane 25.0 24.2 ug/L 97 65 - 135 1 20

Bromoform 25.0 22.6 ug/L 90 62 - 135 3 27

Bromomethane 25.0 22.5 * ug/L 90 45 - 135 54 33

Carbon tetrachloride 25.0 24.1 ug/L 96 65 - 135 2 21

Chlorobenzene 25.0 25.6 ug/L 102 65 - 135 0 20

Chloroethane 25.0 25.6 * ug/L 103 46 - 136 64 25

Chloroform 25.0 26.9 ug/L 108 65 - 135 0 20

Chloromethane 25.0 21.1 * ug/L 84 34 - 145 69 24

cis-1,3-Dichloropropene 25.0 25.4 ug/L 102 65 - 135 1 26

Dibromochloromethane 25.0 24.4 ug/L 97 65 - 135 0 20

Ethylbenzene 25.0 26.2 ug/L 105 65 - 135 1 20

Methylene Chloride 25.0 26.3 ug/L 105 54 - 141 1 26

Tetrachloroethene 25.0 26.5 ug/L 106 65 - 135 3 20
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QC Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-458754/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458754

Toluene 25.0 25.7 ug/L 103 65 - 135 1 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

trans-1,2-Dichloroethene 25.0 26.9 ug/L 107 65 - 135 4 24

Trichloroethene 25.0 25.3 ug/L 101 65 - 135 1 20

Vinyl chloride 25.0 24.4 * ug/L 98 40 - 137 65 24

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

112

LCSD LCSD

Qualifier Limits%Recovery

1064-Bromofluorobenzene (Surr) 78 - 120

114Dibromofluoromethane (Surr) 77 - 120

108Toluene-d8 (Surr) 80 - 125

Client Sample ID: Matrix SpikeLab Sample ID: 280-123978-F-12 MS
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458754

1,1,1-Trichloroethane ND 25.0 29.0 ug/L 116 65 - 135

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

1,1,2,2-Tetrachloroethane ND 25.0 27.9 ug/L 112 58 - 135

1,1,2-Trichloroethane ND 25.0 26.2 ug/L 105 64 - 135

1,1-Dichloroethane ND 25.0 28.0 ug/L 112 65 - 135

1,1-Dichloroethene ND 25.0 26.7 ug/L 107 65 - 136

1,2-Dichloroethane ND 25.0 26.0 ug/L 104 65 - 135

1,2-Dichloropropane ND 25.0 26.9 ug/L 107 64 - 135

1,3-Dichlorobenzene ND 25.0 27.0 ug/L 108 65 - 135

Benzene ND 25.0 27.4 ug/L 110 65 - 135

Bromodichloromethane ND 25.0 25.0 ug/L 100 65 - 135

Bromoform ND 25.0 23.2 ug/L 93 62 - 135

Bromomethane ND * 25.0 21.1 ug/L 84 45 - 135

Carbon tetrachloride ND 25.0 24.5 ug/L 98 65 - 135

Chlorobenzene ND 25.0 26.7 ug/L 107 65 - 135

Chloroethane ND * 25.0 25.8 ug/L 103 46 - 136

Chloroform ND 25.0 28.0 ug/L 112 65 - 135

Chloromethane ND * 25.0 21.7 ug/L 87 34 - 145

cis-1,3-Dichloropropene ND 25.0 25.7 ug/L 103 65 - 135

Dibromochloromethane ND 25.0 24.8 ug/L 99 65 - 135

Ethylbenzene ND 25.0 27.4 ug/L 110 65 - 135

Methylene Chloride ND 25.0 27.9 ug/L 111 54 - 141

Tetrachloroethene ND 25.0 27.7 ug/L 111 65 - 135

Toluene ND 25.0 27.2 ug/L 109 65 - 135

trans-1,2-Dichloroethene ND 25.0 28.2 ug/L 113 65 - 135

Trichloroethene ND 25.0 27.3 ug/L 109 65 - 135

Vinyl chloride ND * 25.0 24.7 ug/L 99 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

113

MS MS

Qualifier Limits%Recovery

1074-Bromofluorobenzene (Surr) 78 - 120

113Dibromofluoromethane (Surr) 77 - 120

107Toluene-d8 (Surr) 80 - 125
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QC Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 8260B - Volatile Organic Compounds (GC/MS)

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-123978-F-12 MSD
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458754

1,1,1-Trichloroethane ND 25.0 28.6 ug/L 115 65 - 135 1 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

1,1,2,2-Tetrachloroethane ND 25.0 27.4 ug/L 110 58 - 135 2 20

1,1,2-Trichloroethane ND 25.0 26.2 ug/L 105 64 - 135 0 27

1,1-Dichloroethane ND 25.0 27.9 ug/L 112 65 - 135 0 21

1,1-Dichloroethene ND 25.0 26.1 ug/L 104 65 - 136 2 20

1,2-Dichloroethane ND 25.0 26.2 ug/L 105 65 - 135 1 20

1,2-Dichloropropane ND 25.0 26.0 ug/L 104 64 - 135 3 20

1,3-Dichlorobenzene ND 25.0 26.6 ug/L 106 65 - 135 2 20

Benzene ND 25.0 26.8 ug/L 107 65 - 135 2 20

Bromodichloromethane ND 25.0 24.6 ug/L 99 65 - 135 2 20

Bromoform ND 25.0 23.1 ug/L 92 62 - 135 0 27

Bromomethane ND * 25.0 21.4 ug/L 86 45 - 135 2 33

Carbon tetrachloride ND 25.0 24.2 ug/L 97 65 - 135 1 21

Chlorobenzene ND 25.0 26.1 ug/L 104 65 - 135 2 20

Chloroethane ND * 25.0 25.1 ug/L 100 46 - 136 3 25

Chloroform ND 25.0 28.0 ug/L 112 65 - 135 0 20

Chloromethane ND * 25.0 22.2 ug/L 89 34 - 145 2 24

cis-1,3-Dichloropropene ND 25.0 25.3 ug/L 101 65 - 135 1 26

Dibromochloromethane ND 25.0 24.2 ug/L 97 65 - 135 2 20

Ethylbenzene ND 25.0 27.4 ug/L 110 65 - 135 0 20

Methylene Chloride ND 25.0 26.2 ug/L 105 54 - 141 6 26

Tetrachloroethene ND 25.0 27.1 ug/L 108 65 - 135 2 20

Toluene ND 25.0 26.6 ug/L 106 65 - 135 2 20

trans-1,2-Dichloroethene ND 25.0 27.9 ug/L 112 65 - 135 1 24

Trichloroethene ND 25.0 26.8 ug/L 107 65 - 135 2 20

Vinyl chloride ND * 25.0 24.5 ug/L 98 40 - 137 1 24

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

113

MSD MSD

Qualifier Limits%Recovery

1094-Bromofluorobenzene (Surr) 78 - 120

115Dibromofluoromethane (Surr) 77 - 120

107Toluene-d8 (Surr) 80 - 125

Method: 6010B - Metals (ICP)

Client Sample ID: Method BlankLab Sample ID: MB 280-460176/1-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 460494 Prep Batch: 460176

RL MDL

Arsenic ND 10 ug/L 06/04/19 07:36 06/04/19 22:31 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 10 ug/L 06/04/19 07:36 06/04/19 22:31 1Barium

ND 5.0 ug/L 06/04/19 07:36 06/04/19 22:31 1Cadmium

ND 10 ug/L 06/04/19 07:36 06/04/19 22:31 1Chromium

ND 5.0 ug/L 06/04/19 07:36 06/04/19 22:31 1Lead

ND 25 ug/L 06/04/19 07:36 06/04/19 22:31 1Silver
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QC Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 6010B - Metals (ICP) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-460176/2-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 460494 Prep Batch: 460176

Arsenic 2000 2010 ug/L 101 88 - 110

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Barium 2000 2090 ug/L 105 90 - 112

Cadmium 1000 1000 ug/L 100 88 - 111

Chromium 1000 1030 ug/L 103 90 - 113

Lead 1000 980 ug/L 98 89 - 110

Silver 50.0 50.2 ug/L 100 86 - 115

Client Sample ID: P112Lab Sample ID: 280-123866-3 MS
Matrix: Water Prep Type: Dissolved
Analysis Batch: 460494 Prep Batch: 460176

Arsenic ND 2000 1950 ug/L 98 84 - 124

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Barium 24 2000 1990 ug/L 99 85 - 120

Cadmium ND 1000 962 ug/L 96 82 - 119

Chromium ND 1000 974 ug/L 97 73 - 135

Lead ND 1000 916 ug/L 92 89 - 121

Silver ND 50.0 48.9 ug/L 98 75 - 141

Client Sample ID: P112Lab Sample ID: 280-123866-3 MSD
Matrix: Water Prep Type: Dissolved
Analysis Batch: 460494 Prep Batch: 460176

Arsenic ND 2000 2010 ug/L 101 84 - 124 3 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Barium 24 2000 2080 ug/L 103 85 - 120 4 20

Cadmium ND 1000 992 ug/L 99 82 - 119 3 20

Chromium ND 1000 1010 ug/L 101 73 - 135 3 20

Lead ND 1000 947 ug/L 95 89 - 121 3 20

Silver ND 50.0 50.6 ug/L 101 75 - 141 3 20

Method: 6020 - Metals (ICP/MS)

Client Sample ID: Method BlankLab Sample ID: MB 280-459125/1-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 459559 Prep Batch: 459125

RL MDL

Selenium ND 5.0 ug/L 05/23/19 08:00 05/24/19 18:11 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-459125/2-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 459559 Prep Batch: 459125

Selenium 40.0 37.2 ug/L 93 77 - 122

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits
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QC Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: 6020 - Metals (ICP/MS) (Continued)

Client Sample ID: P113Lab Sample ID: 280-123866-6 MS
Matrix: Water Prep Type: Dissolved
Analysis Batch: 459559 Prep Batch: 459125

Selenium ND 40.0 38.7 ug/L 97 77 - 122

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Client Sample ID: P113Lab Sample ID: 280-123866-6 MSD
Matrix: Water Prep Type: Dissolved
Analysis Batch: 459559 Prep Batch: 459125

Selenium ND 40.0 38.6 ug/L 97 77 - 122 0 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Method: 7470A - Mercury (CVAA)

Client Sample ID: Method BlankLab Sample ID: MB 280-459624/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 460017 Prep Batch: 459624

RL MDL

Mercury ND 0.20 ug/L 05/30/19 12:45 05/30/19 18:40 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-459624/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 460017 Prep Batch: 459624

Mercury 5.00 4.50 ug/L 90 84 - 120

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: P113Lab Sample ID: 280-123866-6 MS
Matrix: Water Prep Type: Dissolved
Analysis Batch: 460017 Prep Batch: 459624

Mercury ND 5.00 4.95 ug/L 99 75 - 125

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Client Sample ID: P113Lab Sample ID: 280-123866-6 MSD
Matrix: Water Prep Type: Dissolved
Analysis Batch: 460017 Prep Batch: 459624

Mercury ND 5.00 5.07 ug/L 101 75 - 125 2 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Method: SM 2540D - Solids, Total Suspended (TSS)

Client Sample ID: Method BlankLab Sample ID: MB 280-458943/1
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458943

RL MDL

Total Suspended Solids ND 4.0 mg/L 05/21/19 12:45 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier
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QC Sample Results
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Method: SM 2540D - Solids, Total Suspended (TSS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458943/2
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458943

Total Suspended Solids 100 89.2 mg/L 89 79 - 114

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-458943/3
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458943

Total Suspended Solids 100 86.8 mg/L 87 79 - 114 3 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

Client Sample ID: DuplicateLab Sample ID: 280-123806-A-2 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458943

Total Suspended Solids 54 51.6 mg/L 5 10

Analyte

DU DU

DUnitResult Qualifier

Sample

Result

Sample

Qualifier LimitRPD

RPD
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QC Association Summary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

GC/MS VOA

Analysis Batch: 458754

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B280-123866-1 TRIP BLANK Total/NA

Water 8260B280-123866-2 DUP Total/NA

Water 8260B280-123866-3 P112 Total/NA

Water 8260B280-123866-4 P115 Total/NA

Water 8260B280-123866-5 P114A-R Total/NA

Water 8260B280-123866-6 P113 Total/NA

Water 8260BMB 280-458754/9 Method Blank Total/NA

Water 8260BLCS 280-458754/4 Lab Control Sample Total/NA

Water 8260BLCSD 280-458754/5 Lab Control Sample Dup Total/NA

Water 8260B280-123978-F-12 MS Matrix Spike Total/NA

Water 8260B280-123978-F-12 MSD Matrix Spike Duplicate Total/NA

Metals

Prep Batch: 459125

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3005A280-123866-2 DUP Dissolved

Water 3005A280-123866-3 P112 Dissolved

Water 3005A280-123866-4 P115 Dissolved

Water 3005A280-123866-5 P114A-R Dissolved

Water 3005A280-123866-6 P113 Dissolved

Water 3005AMB 280-459125/1-A Method Blank Total Recoverable

Water 3005ALCS 280-459125/2-A Lab Control Sample Total Recoverable

Water 3005A280-123866-6 MS P113 Dissolved

Water 3005A280-123866-6 MSD P113 Dissolved

Analysis Batch: 459559

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 6020 459125280-123866-2 DUP Dissolved

Water 6020 459125280-123866-3 P112 Dissolved

Water 6020 459125280-123866-4 P115 Dissolved

Water 6020 459125280-123866-5 P114A-R Dissolved

Water 6020 459125280-123866-6 P113 Dissolved

Water 6020 459125MB 280-459125/1-A Method Blank Total Recoverable

Water 6020 459125LCS 280-459125/2-A Lab Control Sample Total Recoverable

Water 6020 459125280-123866-6 MS P113 Dissolved

Water 6020 459125280-123866-6 MSD P113 Dissolved

Prep Batch: 459624

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 7470A280-123866-2 DUP Dissolved

Water 7470A280-123866-3 P112 Dissolved

Water 7470A280-123866-4 P115 Dissolved

Water 7470A280-123866-5 P114A-R Dissolved

Water 7470A280-123866-6 P113 Dissolved

Water 7470AMB 280-459624/1-A Method Blank Total/NA

Water 7470ALCS 280-459624/2-A Lab Control Sample Total/NA

Water 7470A280-123866-6 MS P113 Dissolved

Water 7470A280-123866-6 MSD P113 Dissolved
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QC Association Summary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Metals

Analysis Batch: 460017

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 7470A 459624280-123866-2 DUP Dissolved

Water 7470A 459624280-123866-3 P112 Dissolved

Water 7470A 459624280-123866-4 P115 Dissolved

Water 7470A 459624280-123866-5 P114A-R Dissolved

Water 7470A 459624280-123866-6 P113 Dissolved

Water 7470A 459624MB 280-459624/1-A Method Blank Total/NA

Water 7470A 459624LCS 280-459624/2-A Lab Control Sample Total/NA

Water 7470A 459624280-123866-6 MS P113 Dissolved

Water 7470A 459624280-123866-6 MSD P113 Dissolved

Prep Batch: 460176

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3005A280-123866-2 DUP Dissolved

Water 3005A280-123866-3 P112 Dissolved

Water 3005A280-123866-4 P115 Dissolved

Water 3005A280-123866-5 P114A-R Dissolved

Water 3005A280-123866-6 P113 Dissolved

Water 3005AMB 280-460176/1-A Method Blank Total Recoverable

Water 3005ALCS 280-460176/2-A Lab Control Sample Total Recoverable

Water 3005A280-123866-3 MS P112 Dissolved

Water 3005A280-123866-3 MSD P112 Dissolved

Analysis Batch: 460494

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 6010B 460176280-123866-2 DUP Dissolved

Water 6010B 460176280-123866-3 P112 Dissolved

Water 6010B 460176280-123866-4 P115 Dissolved

Water 6010B 460176280-123866-5 P114A-R Dissolved

Water 6010B 460176280-123866-6 P113 Dissolved

Water 6010B 460176MB 280-460176/1-A Method Blank Total Recoverable

Water 6010B 460176LCS 280-460176/2-A Lab Control Sample Total Recoverable

Water 6010B 460176280-123866-3 MS P112 Dissolved

Water 6010B 460176280-123866-3 MSD P112 Dissolved

General Chemistry

Analysis Batch: 458943

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water SM 2540D280-123866-2 DUP Total/NA

Water SM 2540D280-123866-3 P112 Total/NA

Water SM 2540D280-123866-4 P115 Total/NA

Water SM 2540D280-123866-5 P114A-R Total/NA

Water SM 2540D280-123866-6 P113 Total/NA

Water SM 2540DMB 280-458943/1 Method Blank Total/NA

Water SM 2540DLCS 280-458943/2 Lab Control Sample Total/NA

Water SM 2540DLCSD 280-458943/3 Lab Control Sample Dup Total/NA

Water SM 2540D280-123806-A-2 DU Duplicate Total/NA
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QC Association Summary
Job ID: 280-123866-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-GW

Field Service / Mobile Lab

Analysis Batch: 458862

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Field Sampling280-123866-3 P112 Total/NA

Water Field Sampling280-123866-4 P115 Total/NA

Water Field Sampling280-123866-5 P114A-R Total/NA

Water Field Sampling280-123866-6 P113 Total/NA
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Lab Chronicle
Client: Waste Management Job ID: 280-123866-1
Project/Site: 555|Denver/Arapahoe Chem-GW

Client Sample ID: TRIP BLANK Lab Sample ID: 280-123866-1
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10

Analysis 8260B JLS05/20/19 17:481 TAL DEN458754

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Client Sample ID: DUP Lab Sample ID: 280-123866-2
Matrix: WaterDate Collected: 05/15/19 00:00

Date Received: 05/16/19 12:10

Analysis 8260B JLS05/20/19 18:101 TAL DEN458754

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 460176 06/04/19 07:36 MRJ TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 460494 06/04/19 22:36 CRR TAL DENDissolved

Prep 3005A 459125 05/23/19 08:00 CRR TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 459559 05/24/19 18:19 LMT TAL DENDissolved

Prep 7470A 459624 05/30/19 12:45 CML TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 460017 05/30/19 19:05 CML TAL DENDissolved

Analysis SM 2540D 1 458943 05/21/19 12:45 MJS TAL DENTotal/NA 250 mL 250 mL

Client Sample ID: P112 Lab Sample ID: 280-123866-3
Matrix: WaterDate Collected: 05/15/19 12:23

Date Received: 05/16/19 12:10

Analysis 8260B JLS05/20/19 18:311 TAL DEN458754

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 460176 06/04/19 07:36 MRJ TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 460494 06/04/19 22:38 CRR TAL DENDissolved

Prep 3005A 459125 05/23/19 08:00 CRR TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 459559 05/24/19 18:23 LMT TAL DENDissolved

Prep 7470A 459624 05/30/19 12:45 CML TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 460017 05/30/19 19:07 CML TAL DENDissolved

Analysis SM 2540D 1 458943 05/21/19 12:45 MJS TAL DENTotal/NA 250 mL 250 mL

Analysis Field Sampling 1 458862 05/15/19 12:23 A1S TAL DENTotal/NA

Client Sample ID: P115 Lab Sample ID: 280-123866-4
Matrix: WaterDate Collected: 05/15/19 13:29

Date Received: 05/16/19 12:10

Analysis 8260B JLS05/20/19 18:531 TAL DEN458754

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 460176 06/04/19 07:36 MRJ TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 460494 06/04/19 22:58 CRR TAL DENDissolved

Prep 3005A 459125 05/23/19 08:00 CRR TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 459559 05/24/19 18:26 LMT TAL DENDissolved

Prep 7470A 459624 05/30/19 12:45 CML TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 460017 05/30/19 19:09 CML TAL DENDissolved

Analysis SM 2540D 1 458943 05/21/19 12:45 MJS TAL DENTotal/NA 250 mL 250 mL

Eurofins TestAmerica, Denver
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Lab Chronicle
Client: Waste Management Job ID: 280-123866-1
Project/Site: 555|Denver/Arapahoe Chem-GW

Client Sample ID: P115 Lab Sample ID: 280-123866-4
Matrix: WaterDate Collected: 05/15/19 13:29

Date Received: 05/16/19 12:10

Analysis Field Sampling A1S05/15/19 13:291 TAL DEN458862

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA

Client Sample ID: P114A-R Lab Sample ID: 280-123866-5
Matrix: WaterDate Collected: 05/15/19 14:14

Date Received: 05/16/19 12:10

Analysis 8260B JLS05/20/19 19:141 TAL DEN458754

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 460176 06/04/19 07:36 MRJ TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 460494 06/04/19 23:01 CRR TAL DENDissolved

Prep 3005A 459125 05/23/19 08:00 CRR TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 459559 05/24/19 18:30 LMT TAL DENDissolved

Prep 7470A 459624 05/30/19 12:45 CML TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 460017 05/30/19 19:12 CML TAL DENDissolved

Analysis SM 2540D 1 458943 05/21/19 12:45 MJS TAL DENTotal/NA 250 mL 250 mL

Analysis Field Sampling 1 458862 05/15/19 14:14 A1S TAL DENTotal/NA

Client Sample ID: P113 Lab Sample ID: 280-123866-6
Matrix: WaterDate Collected: 05/15/19 15:06

Date Received: 05/16/19 12:10

Analysis 8260B JLS05/20/19 19:361 TAL DEN458754

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 460176 06/04/19 07:36 MRJ TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 460494 06/04/19 23:03 CRR TAL DENDissolved

Prep 3005A 459125 05/23/19 08:00 CRR TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 459559 05/24/19 18:42 LMT TAL DENDissolved

Prep 7470A 459624 05/30/19 12:45 CML TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 460017 05/30/19 19:14 CML TAL DENDissolved

Analysis SM 2540D 1 458943 05/21/19 12:45 MJS TAL DENTotal/NA 250 mL 250 mL

Analysis Field Sampling 1 458862 05/15/19 15:06 A1S TAL DENTotal/NA

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Accreditation/Certification Summary
Client: Waste Management Job ID: 280-123866-1
Project/Site: 555|Denver/Arapahoe Chem-GW

Laboratory: Eurofins TestAmerica, Denver
All accreditations/certifications held by this laboratory are listed.  Not all accreditations/certifications are applicable to this report.

Authority Program EPA Region Identification Number Expiration Date

A2LA 2907.01DoD 10-31-19

Alabama State Program 4 40730 09-30-12 *

Alaska (UST) State Program 10 UST-30 01-08-20

Arizona State Program 9 AZ0713 12-20-19

Arkansas DEQ State Program 6 88-0687 06-01-19 *

California State Program 9 2513 01-08-20

Connecticut State Program 1 PH-0686 09-30-20

Florida NELAP 4 E87667 06-30-19

Georgia State Program 4 N/A 01-08-20

Illinois NELAP 5 200017 04-30-19 *

Iowa State Program 7 370 12-01-20

Kansas NELAP 7 E-10166 04-30-20

Louisiana NELAP 6 02096 06-30-19

Maine State Program 1 CO0002 03-03-21

Minnesota NELAP 5 8-999-405 12-31-19

Nevada State Program 9 CO0026 07-31-19

New Hampshire NELAP 1 205310 04-28-19 *

New Jersey NELAP 2 CO004 06-30-19

New York NELAP 2 11964 04-01-20

North Carolina (WW/SW) State Program 4 358 12-31-19

North Dakota State Program 8 R-034 01-08-20

Oregon NELAP 10 4025 01-08-20

Pennsylvania NELAP 3 68-00664 07-31-19

South Carolina State Program 4 72002001 01-08-20

Texas NELAP 6 T104704183-18-15 09-30-19

US Fish & Wildlife Federal 07-31-19

USDA Federal 03-26-21

Utah NELAP 8 CO00026 07-31-19

Virginia NELAP 3 460232 06-14-19

Washington State Program 10 C583 08-03-19

West Virginia DEP State Program 3 354 11-30-19

Wisconsin State Program 5 999615430 08-31-19 *

Wyoming (UST) A2LA 8 2907.01 10-31-19

Eurofins TestAmerica, Denver

* Accreditation/Certification renewal pending - accreditation/certification considered valid.
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Login Sample Receipt Checklist

Client: Waste Management Job Number: 280-123866-1

Login Number: 123866

Question Answer Comment

Creator: Collins, Janice S

List Source: Eurofins TestAmerica, Denver

List Number: 1

N/ARadioactivity either was not measured or, if measured, is at or below 
background

TrueThe cooler's custody seal, if present, is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the sample IDs on the containers and 
the COC.

TrueSamples are received within Holding Time (Excluding tests with immediate 
HTs)..

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueVOA sample vials do not have headspace or bubble is <6mm (1/4") in 
diameter.

TrueIf necessary, staff have been informed of any short hold time or quick TAT 
needs

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

TrueSampling Company provided.

TrueSamples received within 48 hours of sampling.

TrueSamples requiring field filtration have been filtered in the field.

N/AChlorine Residual checked.

Eurofins TestAmerica, Denver
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ANALYTICAL REPORT
Eurofins TestAmerica, Denver
4955 Yarrow Street
Arvada, CO 80002
Tel: (303)736-0100

Laboratory Job ID: 280-130971-1
Client Project/Site: 555|Denver/Arapahoe Chem.-Groundwater
Sampling Event: Semi-Annual Wells - May Nov

For:
Waste Management
2400 West Union Avenue
Englewood, Colorado 80110

Attn: Mr. Tom Schweitzer

Authorized for release by:
12/19/2019 3:24:13 PM

Betsy Sara, Project Manager II
(303)736-0189
betsy.sara@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Definitions/Glossary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Glossary
These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

Eurofins TestAmerica, Denver
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Case Narrative
Client: Waste Management Job ID: 280-130971-1
Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Job ID: 280-130971-1

Laboratory: Eurofins TestAmerica, Denver

Narrative

CASE NARRATIVE

Client: Waste Management

Project: 555|Denver/Arapahoe Chem.-Groundwater

Report Number: 280-130971-1

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no 
problems were encountered or anomalies observed.  In addition all laboratory quality control samples were within established control 

limits, with any exceptions noted below.  Each sample was analyzed to achieve the lowest possible reporting limit within the constraints of 
the method.  In some cases, due to interference or analytes present at high concentrations, samples were diluted.  For diluted samples, 

the reporting limits are adjusted relative to the dilution required.

This report may include reporting limits (RLs) less than Eurofins TestAmerica’s standard reporting limit.  The reported sample results and 
associated reporting limits are being used specifically to meet the needs of this project.  Note that data are not normally reported to these 
levels without qualification because they are inherently less reliable and potentially less defensible than required by the latest industry 
standards.

Sample Receiving

The samples were received on 11/15/2019; the samples arrived in good condition, properly preserved and on ice.  The temperature of the 
cooler at receipt was 1.3 C.

Holding Times

All holding times were within established control limits.

Method Blanks

All Method Blanks were within established control limits.

Laboratory Control Samples (LCS)

All Laboratory Control Samples were within established control limits.

Matrix Spike and Matrix Spike Duplicate (MS/MSD)

Insufficient sample volume was available to perform a matrix spike/matrix spike duplicate (MS/MSD) for Method 8260B, however, an 

LCS/LCSD pair was analyzed to demonstrate method precision and accuracy.

All other MS/MSD recoveries were within established control limits.

General Comments

In accordance with the State RCRA Permit, issued September 30, 2009, (Attachment 7, Section 2.4, Step 5, Sample Handling), samples 
collected for metals analysis will be field filtered and preserved prior to shipment to, and analysis by, the laboratory. The reporting of 

chromium on the laboratory report shows as dissolved chromium, at the client’s request; however, the results should be considered total 

chromium (not speciated).

Eurofins TestAmerica, Denver
Page 4 of 34 12/19/2019
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Detection Summary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Client Sample ID: TRIP BLANK Lab Sample ID: 280-130971-1

 No Detections.

Client Sample ID: DUP Lab Sample ID: 280-130971-2

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved114 6010B

Client Sample ID: P112 Lab Sample ID: 280-130971-3

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved122 6010B

Total Suspended Solids 4.0 mg/L Total/NA16.8 SM 2540D

Well Elevation ft/msl Total/NA15765.22 Field Sampling

Depth to water ft Total/NA161.57 Field Sampling

Groundwater Elevation ft/msl Total/NA15703.65 Field Sampling

Field pH SU Total/NA17.36 Field Sampling

Field Conductivity umhos/cm Total/NA11347 Field Sampling

Field Temperature Degrees C Total/NA112.6 Field Sampling

Field Turbidity NTU Total/NA132.8 Field Sampling

Field Dissolved Oxygen mg/L Total/NA11.02 Field Sampling

Field EH/ORP millivolts Total/NA1-106.9 Field Sampling

Client Sample ID: P115 Lab Sample ID: 280-130971-4

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved116 6010B

Well Elevation ft/msl Total/NA15779.69 Field Sampling

Depth to water ft Total/NA175.74 Field Sampling

Groundwater Elevation ft/msl Total/NA15703.95 Field Sampling

Field pH SU Total/NA17.56 Field Sampling

Field Conductivity umhos/cm Total/NA11760 Field Sampling

Field Temperature Degrees C Total/NA112.6 Field Sampling

Field Turbidity NTU Total/NA10.36 Field Sampling

Field Dissolved Oxygen mg/L Total/NA11.03 Field Sampling

Field EH/ORP millivolts Total/NA1-106.9 Field Sampling

Client Sample ID: P114A-R Lab Sample ID: 280-130971-5

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved139 6010B

Well Elevation ft/msl Total/NA15780.63 Field Sampling

Depth to water ft Total/NA176.41 Field Sampling

Groundwater Elevation ft/msl Total/NA15704.22 Field Sampling

Field pH SU Total/NA17.95 Field Sampling

Field Conductivity umhos/cm Total/NA12417 Field Sampling

Field Temperature Degrees C Total/NA113.0 Field Sampling

Field Turbidity NTU Total/NA10.85 Field Sampling

Field Dissolved Oxygen mg/L Total/NA113.3 Field Sampling

Field EH/ORP millivolts Total/NA1-97.2 Field Sampling

Client Sample ID: P113 Lab Sample ID: 280-130971-6

Barium

RL

10 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Dissolved113 6010B

Total Suspended Solids 4.0 mg/L Total/NA118 SM 2540D

Eurofins TestAmerica, Denver

This Detection Summary does not include radiochemical test results.
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Detection Summary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Client Sample ID: P113 (Continued) Lab Sample ID: 280-130971-6

Well Elevation

NONE

ft/msl

NONEAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA15779.79 Field Sampling

Depth to water ft Total/NA175.73 Field Sampling

Groundwater Elevation ft/msl Total/NA15704.06 Field Sampling

Field pH SU Total/NA18.88 Field Sampling

Field Conductivity umhos/cm Total/NA11918 Field Sampling

Field Temperature Degrees C Total/NA114.0 Field Sampling

Field Turbidity NTU Total/NA128.2 Field Sampling

Field Dissolved Oxygen mg/L Total/NA11.96 Field Sampling

Field EH/ORP millivolts Total/NA1-11.8 Field Sampling

Eurofins TestAmerica, Denver

This Detection Summary does not include radiochemical test results.
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Method Summary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method Method Description LaboratoryProtocol

SW8468260B Volatile Organic Compounds (GC/MS) TAL DEN

SW8466010B Metals (ICP) TAL DEN

SW8466020 Metals (ICP/MS) TAL DEN

SW8467470A Mercury (CVAA) TAL DEN

SMSM 2540D Solids, Total Suspended (TSS) TAL DEN

EPAField Sampling Field Sampling TAL DEN

SW8463005A Preparation, Total Recoverable or Dissolved Metals TAL DEN

SW8465030B Purge and Trap TAL DEN

SW8467470A Preparation, Mercury TAL DEN

Protocol References:

EPA = US Environmental Protection Agency

SM = "Standard Methods For The Examination Of Water And Wastewater"

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Sample Summary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Lab Sample ID Client Sample ID ReceivedCollectedMatrix Asset ID

280-130971-1 TRIP BLANK Water 11/14/19 12:49 11/15/19 10:00

280-130971-2 DUP Water 11/14/19 00:00 11/15/19 10:00

280-130971-3 P112 Water 11/14/19 09:30 11/15/19 10:00

280-130971-4 P115 Water 11/14/19 10:37 11/15/19 10:00

280-130971-5 P114A-R Water 11/14/19 11:54 11/15/19 10:00

280-130971-6 P113 Water 11/14/19 12:49 11/15/19 10:00

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 8260B - Volatile Organic Compounds (GC/MS)

Lab Sample ID: 280-130971-1Client Sample ID: TRIP BLANK
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 11/20/19 22:53 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 11/20/19 22:53 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 11/20/19 22:53 11,1,2-Trichloroethane ND

5.0 ug/L 11/20/19 22:53 11,1-Dichloroethane ND

5.0 ug/L 11/20/19 22:53 11,1-Dichloroethene ND

1.0 ug/L 11/20/19 22:53 11,2-Dichloroethane ND

1.0 ug/L 11/20/19 22:53 11,2-Dichloropropane ND

5.0 ug/L 11/20/19 22:53 1Benzene ND

1.0 ug/L 11/20/19 22:53 1Bromodichloromethane ND

4.0 ug/L 11/20/19 22:53 1Bromoform ND

10 ug/L 11/20/19 22:53 1Bromomethane ND

1.0 ug/L 11/20/19 22:53 1Carbon tetrachloride ND

5.0 ug/L 11/20/19 22:53 1Chlorobenzene ND

10 ug/L 11/20/19 22:53 1Chloroethane ND

5.0 ug/L 11/20/19 22:53 1Chloroform ND

10 ug/L 11/20/19 22:53 1Chloromethane ND

5.0 ug/L 11/20/19 22:53 1cis-1,3-Dichloropropene ND

5.0 ug/L 11/20/19 22:53 1Dibromochloromethane ND

5.0 ug/L 11/20/19 22:53 1Ethylbenzene ND

5.0 ug/L 11/20/19 22:53 1Tetrachloroethene ND

5.0 ug/L 11/20/19 22:53 1Toluene ND

10 ug/L 11/20/19 22:53 1trans-1,2-Dichloroethene ND

5.0 ug/L 11/20/19 22:53 1Trichloroethene ND

2.0 ug/L 11/20/19 22:53 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 121 70 - 127 11/20/19 22:53 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 102 11/20/19 22:53 178 - 120

Dibromofluoromethane (Surr) 112 11/20/19 22:53 177 - 120

Toluene-d8 (Surr) 91 11/20/19 22:53 180 - 125

Lab Sample ID: 280-130971-2Client Sample ID: DUP
Matrix: WaterDate Collected: 11/14/19 00:00

Date Received: 11/15/19 10:00
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 11/20/19 23:14 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 11/20/19 23:14 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 11/20/19 23:14 11,1,2-Trichloroethane ND

5.0 ug/L 11/20/19 23:14 11,1-Dichloroethane ND

5.0 ug/L 11/20/19 23:14 11,1-Dichloroethene ND

1.0 ug/L 11/20/19 23:14 11,2-Dichloroethane ND

1.0 ug/L 11/20/19 23:14 11,2-Dichloropropane ND

5.0 ug/L 11/20/19 23:14 1Benzene ND

1.0 ug/L 11/20/19 23:14 1Bromodichloromethane ND

4.0 ug/L 11/20/19 23:14 1Bromoform ND

10 ug/L 11/20/19 23:14 1Bromomethane ND

1.0 ug/L 11/20/19 23:14 1Carbon tetrachloride ND

5.0 ug/L 11/20/19 23:14 1Chlorobenzene ND

10 ug/L 11/20/19 23:14 1Chloroethane ND

5.0 ug/L 11/20/19 23:14 1Chloroform ND
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Client Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Lab Sample ID: 280-130971-2Client Sample ID: DUP
Matrix: WaterDate Collected: 11/14/19 00:00

Date Received: 11/15/19 10:00
RL MDL

Chloromethane ND 10 ug/L 11/20/19 23:14 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 11/20/19 23:14 1cis-1,3-Dichloropropene ND

5.0 ug/L 11/20/19 23:14 1Dibromochloromethane ND

5.0 ug/L 11/20/19 23:14 1Ethylbenzene ND

5.0 ug/L 11/20/19 23:14 1Tetrachloroethene ND

5.0 ug/L 11/20/19 23:14 1Toluene ND

10 ug/L 11/20/19 23:14 1trans-1,2-Dichloroethene ND

5.0 ug/L 11/20/19 23:14 1Trichloroethene ND

2.0 ug/L 11/20/19 23:14 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 122 70 - 127 11/20/19 23:14 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 105 11/20/19 23:14 178 - 120

Dibromofluoromethane (Surr) 111 11/20/19 23:14 177 - 120

Toluene-d8 (Surr) 91 11/20/19 23:14 180 - 125

Lab Sample ID: 280-130971-3Client Sample ID: P112
Matrix: WaterDate Collected: 11/14/19 09:30

Date Received: 11/15/19 10:00
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 11/20/19 23:36 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 11/20/19 23:36 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 11/20/19 23:36 11,1,2-Trichloroethane ND

5.0 ug/L 11/20/19 23:36 11,1-Dichloroethane ND

5.0 ug/L 11/20/19 23:36 11,1-Dichloroethene ND

1.0 ug/L 11/20/19 23:36 11,2-Dichloroethane ND

1.0 ug/L 11/20/19 23:36 11,2-Dichloropropane ND

5.0 ug/L 11/20/19 23:36 1Benzene ND

1.0 ug/L 11/20/19 23:36 1Bromodichloromethane ND

4.0 ug/L 11/20/19 23:36 1Bromoform ND

10 ug/L 11/20/19 23:36 1Bromomethane ND

1.0 ug/L 11/20/19 23:36 1Carbon tetrachloride ND

5.0 ug/L 11/20/19 23:36 1Chlorobenzene ND

10 ug/L 11/20/19 23:36 1Chloroethane ND

5.0 ug/L 11/20/19 23:36 1Chloroform ND

10 ug/L 11/20/19 23:36 1Chloromethane ND

5.0 ug/L 11/20/19 23:36 1cis-1,3-Dichloropropene ND

5.0 ug/L 11/20/19 23:36 1Dibromochloromethane ND

5.0 ug/L 11/20/19 23:36 1Ethylbenzene ND

5.0 ug/L 11/20/19 23:36 1Tetrachloroethene ND

5.0 ug/L 11/20/19 23:36 1Toluene ND

10 ug/L 11/20/19 23:36 1trans-1,2-Dichloroethene ND

5.0 ug/L 11/20/19 23:36 1Trichloroethene ND

2.0 ug/L 11/20/19 23:36 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 123 70 - 127 11/20/19 23:36 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 103 11/20/19 23:36 178 - 120

Dibromofluoromethane (Surr) 112 11/20/19 23:36 177 - 120

Toluene-d8 (Surr) 91 11/20/19 23:36 180 - 125
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Client Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 8260B - Volatile Organic Compounds (GC/MS)

Lab Sample ID: 280-130971-4Client Sample ID: P115
Matrix: WaterDate Collected: 11/14/19 10:37

Date Received: 11/15/19 10:00
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 11/20/19 23:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 11/20/19 23:57 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 11/20/19 23:57 11,1,2-Trichloroethane ND

5.0 ug/L 11/20/19 23:57 11,1-Dichloroethane ND

5.0 ug/L 11/20/19 23:57 11,1-Dichloroethene ND

1.0 ug/L 11/20/19 23:57 11,2-Dichloroethane ND

1.0 ug/L 11/20/19 23:57 11,2-Dichloropropane ND

5.0 ug/L 11/20/19 23:57 1Benzene ND

1.0 ug/L 11/20/19 23:57 1Bromodichloromethane ND

4.0 ug/L 11/20/19 23:57 1Bromoform ND

10 ug/L 11/20/19 23:57 1Bromomethane ND

1.0 ug/L 11/20/19 23:57 1Carbon tetrachloride ND

5.0 ug/L 11/20/19 23:57 1Chlorobenzene ND

10 ug/L 11/20/19 23:57 1Chloroethane ND

5.0 ug/L 11/20/19 23:57 1Chloroform ND

10 ug/L 11/20/19 23:57 1Chloromethane ND

5.0 ug/L 11/20/19 23:57 1cis-1,3-Dichloropropene ND

5.0 ug/L 11/20/19 23:57 1Dibromochloromethane ND

5.0 ug/L 11/20/19 23:57 1Ethylbenzene ND

5.0 ug/L 11/20/19 23:57 1Tetrachloroethene ND

5.0 ug/L 11/20/19 23:57 1Toluene ND

10 ug/L 11/20/19 23:57 1trans-1,2-Dichloroethene ND

5.0 ug/L 11/20/19 23:57 1Trichloroethene ND

2.0 ug/L 11/20/19 23:57 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 119 70 - 127 11/20/19 23:57 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 101 11/20/19 23:57 178 - 120

Dibromofluoromethane (Surr) 111 11/20/19 23:57 177 - 120

Toluene-d8 (Surr) 91 11/20/19 23:57 180 - 125

Lab Sample ID: 280-130971-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 11/14/19 11:54

Date Received: 11/15/19 10:00
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 11/21/19 00:18 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 11/21/19 00:18 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 11/21/19 00:18 11,1,2-Trichloroethane ND

5.0 ug/L 11/21/19 00:18 11,1-Dichloroethane ND

5.0 ug/L 11/21/19 00:18 11,1-Dichloroethene ND

1.0 ug/L 11/21/19 00:18 11,2-Dichloroethane ND

1.0 ug/L 11/21/19 00:18 11,2-Dichloropropane ND

5.0 ug/L 11/21/19 00:18 1Benzene ND

1.0 ug/L 11/21/19 00:18 1Bromodichloromethane ND

4.0 ug/L 11/21/19 00:18 1Bromoform ND

10 ug/L 11/21/19 00:18 1Bromomethane ND

1.0 ug/L 11/21/19 00:18 1Carbon tetrachloride ND

5.0 ug/L 11/21/19 00:18 1Chlorobenzene ND

10 ug/L 11/21/19 00:18 1Chloroethane ND

5.0 ug/L 11/21/19 00:18 1Chloroform ND
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Client Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Lab Sample ID: 280-130971-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 11/14/19 11:54

Date Received: 11/15/19 10:00
RL MDL

Chloromethane ND 10 ug/L 11/21/19 00:18 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 11/21/19 00:18 1cis-1,3-Dichloropropene ND

5.0 ug/L 11/21/19 00:18 1Dibromochloromethane ND

5.0 ug/L 11/21/19 00:18 1Ethylbenzene ND

5.0 ug/L 11/21/19 00:18 1Tetrachloroethene ND

5.0 ug/L 11/21/19 00:18 1Toluene ND

10 ug/L 11/21/19 00:18 1trans-1,2-Dichloroethene ND

5.0 ug/L 11/21/19 00:18 1Trichloroethene ND

2.0 ug/L 11/21/19 00:18 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 123 70 - 127 11/21/19 00:18 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 103 11/21/19 00:18 178 - 120

Dibromofluoromethane (Surr) 112 11/21/19 00:18 177 - 120

Toluene-d8 (Surr) 91 11/21/19 00:18 180 - 125

Lab Sample ID: 280-130971-6Client Sample ID: P113
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00
RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 11/21/19 00:40 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

5.0 ug/L 11/21/19 00:40 11,1,2,2-Tetrachloroethane ND

3.0 ug/L 11/21/19 00:40 11,1,2-Trichloroethane ND

5.0 ug/L 11/21/19 00:40 11,1-Dichloroethane ND

5.0 ug/L 11/21/19 00:40 11,1-Dichloroethene ND

1.0 ug/L 11/21/19 00:40 11,2-Dichloroethane ND

1.0 ug/L 11/21/19 00:40 11,2-Dichloropropane ND

5.0 ug/L 11/21/19 00:40 1Benzene ND

1.0 ug/L 11/21/19 00:40 1Bromodichloromethane ND

4.0 ug/L 11/21/19 00:40 1Bromoform ND

10 ug/L 11/21/19 00:40 1Bromomethane ND

1.0 ug/L 11/21/19 00:40 1Carbon tetrachloride ND

5.0 ug/L 11/21/19 00:40 1Chlorobenzene ND

10 ug/L 11/21/19 00:40 1Chloroethane ND

5.0 ug/L 11/21/19 00:40 1Chloroform ND

10 ug/L 11/21/19 00:40 1Chloromethane ND

5.0 ug/L 11/21/19 00:40 1cis-1,3-Dichloropropene ND

5.0 ug/L 11/21/19 00:40 1Dibromochloromethane ND

5.0 ug/L 11/21/19 00:40 1Ethylbenzene ND

5.0 ug/L 11/21/19 00:40 1Tetrachloroethene ND

5.0 ug/L 11/21/19 00:40 1Toluene ND

10 ug/L 11/21/19 00:40 1trans-1,2-Dichloroethene ND

5.0 ug/L 11/21/19 00:40 1Trichloroethene ND

2.0 ug/L 11/21/19 00:40 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 121 70 - 127 11/21/19 00:40 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 101 11/21/19 00:40 178 - 120

Dibromofluoromethane (Surr) 111 11/21/19 00:40 177 - 120

Toluene-d8 (Surr) 90 11/21/19 00:40 180 - 125

Eurofins TestAmerica, Denver

Page 12 of 34 12/19/2019

1

2

3

4

5

6

7

8

9

10

11

12

13

14



Client Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 6010B - Metals (ICP) - Dissolved

Lab Sample ID: 280-130971-2Client Sample ID: DUP
Matrix: WaterDate Collected: 11/14/19 00:00

Date Received: 11/15/19 10:00
RL MDL

Arsenic ND 10 ug/L 12/12/19 16:10 12/14/19 10:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 12/12/19 16:10 12/14/19 10:45 1Barium 14

5.0 ug/L 12/12/19 16:10 12/14/19 10:45 1Cadmium ND

10 ug/L 12/12/19 16:10 12/14/19 10:45 1Chromium ND

5.0 ug/L 12/12/19 16:10 12/14/19 10:45 1Lead ND

25 ug/L 12/12/19 16:10 12/14/19 10:45 1Silver ND

Lab Sample ID: 280-130971-3Client Sample ID: P112
Matrix: WaterDate Collected: 11/14/19 09:30

Date Received: 11/15/19 10:00
RL MDL

Arsenic ND 10 ug/L 12/12/19 16:10 12/14/19 10:49 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 12/12/19 16:10 12/14/19 10:49 1Barium 22

5.0 ug/L 12/12/19 16:10 12/14/19 10:49 1Cadmium ND

10 ug/L 12/12/19 16:10 12/14/19 10:49 1Chromium ND

5.0 ug/L 12/12/19 16:10 12/14/19 10:49 1Lead ND

25 ug/L 12/12/19 16:10 12/14/19 10:49 1Silver ND

Lab Sample ID: 280-130971-4Client Sample ID: P115
Matrix: WaterDate Collected: 11/14/19 10:37

Date Received: 11/15/19 10:00
RL MDL

Arsenic ND 10 ug/L 12/12/19 16:10 12/14/19 10:52 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 12/12/19 16:10 12/14/19 10:52 1Barium 16

5.0 ug/L 12/12/19 16:10 12/14/19 10:52 1Cadmium ND

10 ug/L 12/12/19 16:10 12/14/19 10:52 1Chromium ND

5.0 ug/L 12/12/19 16:10 12/14/19 10:52 1Lead ND

25 ug/L 12/12/19 16:10 12/14/19 10:52 1Silver ND

Lab Sample ID: 280-130971-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 11/14/19 11:54

Date Received: 11/15/19 10:00
RL MDL

Arsenic ND 10 ug/L 12/12/19 16:10 12/14/19 10:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 12/12/19 16:10 12/14/19 10:55 1Barium 39

5.0 ug/L 12/12/19 16:10 12/14/19 10:55 1Cadmium ND

10 ug/L 12/12/19 16:10 12/14/19 10:55 1Chromium ND

5.0 ug/L 12/12/19 16:10 12/14/19 10:55 1Lead ND

25 ug/L 12/12/19 16:10 12/14/19 10:55 1Silver ND

Lab Sample ID: 280-130971-6Client Sample ID: P113
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00
RL MDL

Arsenic ND 10 ug/L 12/12/19 16:10 12/14/19 10:59 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

10 ug/L 12/12/19 16:10 12/14/19 10:59 1Barium 13

5.0 ug/L 12/12/19 16:10 12/14/19 10:59 1Cadmium ND

10 ug/L 12/12/19 16:10 12/14/19 10:59 1Chromium ND

5.0 ug/L 12/12/19 16:10 12/14/19 10:59 1Lead ND

25 ug/L 12/12/19 16:10 12/14/19 10:59 1Silver ND
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Client Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 6020 - Metals (ICP/MS) - Dissolved

Lab Sample ID: 280-130971-2Client Sample ID: DUP
Matrix: WaterDate Collected: 11/14/19 00:00

Date Received: 11/15/19 10:00
RL MDL

Selenium ND 5.0 ug/L 12/11/19 07:50 12/11/19 22:02 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-3Client Sample ID: P112
Matrix: WaterDate Collected: 11/14/19 09:30

Date Received: 11/15/19 10:00
RL MDL

Selenium ND 5.0 ug/L 12/11/19 07:50 12/11/19 22:06 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-4Client Sample ID: P115
Matrix: WaterDate Collected: 11/14/19 10:37

Date Received: 11/15/19 10:00
RL MDL

Selenium ND 5.0 ug/L 12/11/19 07:50 12/11/19 22:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 11/14/19 11:54

Date Received: 11/15/19 10:00
RL MDL

Selenium ND 5.0 ug/L 12/11/19 07:50 12/11/19 22:14 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-6Client Sample ID: P113
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00
RL MDL

Selenium ND 5.0 ug/L 12/11/19 07:50 12/11/19 22:18 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Method: 7470A - Mercury (CVAA) - Dissolved

Lab Sample ID: 280-130971-2Client Sample ID: DUP
Matrix: WaterDate Collected: 11/14/19 00:00

Date Received: 11/15/19 10:00
RL MDL

Mercury ND 0.20 ug/L 12/03/19 16:32 12/03/19 20:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-3Client Sample ID: P112
Matrix: WaterDate Collected: 11/14/19 09:30

Date Received: 11/15/19 10:00
RL MDL

Mercury ND 0.20 ug/L 12/03/19 16:32 12/03/19 21:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-4Client Sample ID: P115
Matrix: WaterDate Collected: 11/14/19 10:37

Date Received: 11/15/19 10:00
RL MDL

Mercury ND 0.20 ug/L 12/03/19 16:32 12/03/19 21:06 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 11/14/19 11:54

Date Received: 11/15/19 10:00
RL MDL

Mercury ND 0.20 ug/L 12/03/19 16:32 12/03/19 21:09 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier
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Client Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 7470A - Mercury (CVAA) - Dissolved

Lab Sample ID: 280-130971-6Client Sample ID: P113
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00
RL MDL

Mercury ND 0.20 ug/L 12/03/19 16:32 12/03/19 21:11 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

General Chemistry

Lab Sample ID: 280-130971-2Client Sample ID: DUP
Matrix: WaterDate Collected: 11/14/19 00:00

Date Received: 11/15/19 10:00
RL MDL

Total Suspended Solids ND 4.0 mg/L 11/20/19 08:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-3Client Sample ID: P112
Matrix: WaterDate Collected: 11/14/19 09:30

Date Received: 11/15/19 10:00
RL MDL

Total Suspended Solids 6.8 4.0 mg/L 11/20/19 08:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-4Client Sample ID: P115
Matrix: WaterDate Collected: 11/14/19 10:37

Date Received: 11/15/19 10:00
RL MDL

Total Suspended Solids ND 4.0 mg/L 11/20/19 08:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 11/14/19 11:54

Date Received: 11/15/19 10:00
RL MDL

Total Suspended Solids ND 4.0 mg/L 11/20/19 08:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-130971-6Client Sample ID: P113
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00
RL MDL

Total Suspended Solids 18 4.0 mg/L 11/20/19 08:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Method: Field Sampling - Field Sampling

Lab Sample ID: 280-130971-3Client Sample ID: P112
Matrix: WaterDate Collected: 11/14/19 09:30

Date Received: 11/15/19 10:00
NONE NONE

Well Elevation 5765.22 ft/msl 11/14/19 09:30 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

ft 11/14/19 09:30 1Depth to water 61.57

ft/msl 11/14/19 09:30 1Groundwater Elevation 5703.65

SU 11/14/19 09:30 1Field pH 7.36

umhos/cm 11/14/19 09:30 1Field Conductivity 1347

Degrees C 11/14/19 09:30 1Field Temperature 12.6

NTU 11/14/19 09:30 1Field Turbidity 32.8

mg/L 11/14/19 09:30 1Field Dissolved Oxygen 1.02

millivolts 11/14/19 09:30 1Field EH/ORP -106.9
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Client Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: Field Sampling - Field Sampling

Lab Sample ID: 280-130971-4Client Sample ID: P115
Matrix: WaterDate Collected: 11/14/19 10:37

Date Received: 11/15/19 10:00
NONE NONE

Well Elevation 5779.69 ft/msl 11/14/19 10:37 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

ft 11/14/19 10:37 1Depth to water 75.74

ft/msl 11/14/19 10:37 1Groundwater Elevation 5703.95

SU 11/14/19 10:37 1Field pH 7.56

umhos/cm 11/14/19 10:37 1Field Conductivity 1760

Degrees C 11/14/19 10:37 1Field Temperature 12.6

NTU 11/14/19 10:37 1Field Turbidity 0.36

mg/L 11/14/19 10:37 1Field Dissolved Oxygen 1.03

millivolts 11/14/19 10:37 1Field EH/ORP -106.9

Lab Sample ID: 280-130971-5Client Sample ID: P114A-R
Matrix: WaterDate Collected: 11/14/19 11:54

Date Received: 11/15/19 10:00
NONE NONE

Well Elevation 5780.63 ft/msl 11/14/19 11:54 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

ft 11/14/19 11:54 1Depth to water 76.41

ft/msl 11/14/19 11:54 1Groundwater Elevation 5704.22

SU 11/14/19 11:54 1Field pH 7.95

umhos/cm 11/14/19 11:54 1Field Conductivity 2417

Degrees C 11/14/19 11:54 1Field Temperature 13.0

NTU 11/14/19 11:54 1Field Turbidity 0.85

mg/L 11/14/19 11:54 1Field Dissolved Oxygen 13.3

millivolts 11/14/19 11:54 1Field EH/ORP -97.2

Lab Sample ID: 280-130971-6Client Sample ID: P113
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00
NONE NONE

Well Elevation 5779.79 ft/msl 11/14/19 12:49 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

ft 11/14/19 12:49 1Depth to water 75.73

ft/msl 11/14/19 12:49 1Groundwater Elevation 5704.06

SU 11/14/19 12:49 1Field pH 8.88

umhos/cm 11/14/19 12:49 1Field Conductivity 1918

Degrees C 11/14/19 12:49 1Field Temperature 14.0

NTU 11/14/19 12:49 1Field Turbidity 28.2

mg/L 11/14/19 12:49 1Field Dissolved Oxygen 1.96

millivolts 11/14/19 12:49 1Field EH/ORP -11.8
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Surrogate Summary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 8260B - Volatile Organic Compounds (GC/MS)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (70-127) (78-120) (77-120) (80-125)

DCA BFB DBFM TOL

121 102 112 91280-130971-1

Percent Surrogate Recovery (Acceptance Limits)

TRIP BLANK

122 105 111 91280-130971-2 DUP

123 103 112 91280-130971-3 P112

119 101 111 91280-130971-4 P115

123 103 112 91280-130971-5 P114A-R

121 101 111 90280-130971-6 P113

121 100 113 90LCS 280-478373/4 Lab Control Sample

119 100 113 90LCSD 280-478373/5 Lab Control Sample Dup

119 99 112 91MB 280-478373/6 Method Blank

Surrogate Legend

DCA = 1,2-Dichloroethane-d4 (Surr)

BFB = 4-Bromofluorobenzene (Surr)

DBFM = Dibromofluoromethane (Surr)

TOL = Toluene-d8 (Surr)
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QC Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 8260B - Volatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 280-478373/6
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478373

RL MDL

1,1,1-Trichloroethane ND 5.0 ug/L 11/20/19 21:05 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 5.0 ug/L 11/20/19 21:05 11,1,2,2-Tetrachloroethane

ND 3.0 ug/L 11/20/19 21:05 11,1,2-Trichloroethane

ND 5.0 ug/L 11/20/19 21:05 11,1-Dichloroethane

ND 5.0 ug/L 11/20/19 21:05 11,1-Dichloroethene

ND 1.0 ug/L 11/20/19 21:05 11,2-Dichloroethane

ND 1.0 ug/L 11/20/19 21:05 11,2-Dichloropropane

ND 5.0 ug/L 11/20/19 21:05 1Benzene

ND 1.0 ug/L 11/20/19 21:05 1Bromodichloromethane

ND 4.0 ug/L 11/20/19 21:05 1Bromoform

ND 10 ug/L 11/20/19 21:05 1Bromomethane

ND 1.0 ug/L 11/20/19 21:05 1Carbon tetrachloride

ND 5.0 ug/L 11/20/19 21:05 1Chlorobenzene

ND 10 ug/L 11/20/19 21:05 1Chloroethane

ND 5.0 ug/L 11/20/19 21:05 1Chloroform

ND 10 ug/L 11/20/19 21:05 1Chloromethane

ND 5.0 ug/L 11/20/19 21:05 1cis-1,3-Dichloropropene

ND 5.0 ug/L 11/20/19 21:05 1Dibromochloromethane

ND 5.0 ug/L 11/20/19 21:05 1Ethylbenzene

ND 5.0 ug/L 11/20/19 21:05 1Tetrachloroethene

ND 5.0 ug/L 11/20/19 21:05 1Toluene

ND 10 ug/L 11/20/19 21:05 1trans-1,2-Dichloroethene

ND 5.0 ug/L 11/20/19 21:05 1Trichloroethene

ND 2.0 ug/L 11/20/19 21:05 1Vinyl chloride

1,2-Dichloroethane-d4 (Surr) 119 70 - 127 11/20/19 21:05 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

99 11/20/19 21:05 14-Bromofluorobenzene (Surr) 78 - 120

112 11/20/19 21:05 1Dibromofluoromethane (Surr) 77 - 120

91 11/20/19 21:05 1Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-478373/4
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478373

1,1,1-Trichloroethane 25.0 29.6 ug/L 118 65 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 25.0 24.9 ug/L 100 58 - 135

1,1,2-Trichloroethane 25.0 28.6 ug/L 114 64 - 135

1,1-Dichloroethane 25.0 29.1 ug/L 116 65 - 135

1,1-Dichloroethene 25.0 31.2 ug/L 125 65 - 136

1,2-Dichloroethane 25.0 32.9 ug/L 132 65 - 135

1,2-Dichloropropane 25.0 32.0 ug/L 128 64 - 135

1,3-Dichlorobenzene 25.0 24.6 ug/L 98 65 - 135

Benzene 25.0 26.2 ug/L 105 65 - 135

Bromodichloromethane 25.0 28.7 ug/L 115 65 - 135

Bromoform 25.0 22.5 ug/L 90 62 - 135

Bromomethane 25.0 12.7 ug/L 51 45 - 135
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QC Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-478373/4
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478373

Carbon tetrachloride 25.0 28.6 ug/L 114 65 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Chlorobenzene 25.0 23.8 ug/L 95 65 - 135

Chloroethane 25.0 25.9 ug/L 104 46 - 136

Chloroform 25.0 29.1 ug/L 116 65 - 135

Chloromethane 25.0 23.3 ug/L 93 34 - 145

cis-1,3-Dichloropropene 25.0 24.2 ug/L 97 65 - 135

Dibromochloromethane 25.0 24.1 ug/L 97 65 - 135

Ethylbenzene 25.0 24.7 ug/L 99 65 - 135

Methylene Chloride 25.0 31.3 ug/L 125 54 - 141

Tetrachloroethene 25.0 25.1 ug/L 100 65 - 135

Toluene 25.0 25.3 ug/L 101 65 - 135

trans-1,2-Dichloroethene 25.0 29.6 ug/L 118 65 - 135

Trichloroethene 25.0 28.3 ug/L 113 65 - 135

Vinyl chloride 25.0 21.9 ug/L 87 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

121

LCS LCS

Qualifier Limits%Recovery

1004-Bromofluorobenzene (Surr) 78 - 120

113Dibromofluoromethane (Surr) 77 - 120

90Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-478373/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478373

1,1,1-Trichloroethane 25.0 27.1 ug/L 109 65 - 135 9 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

1,1,2,2-Tetrachloroethane 25.0 23.2 ug/L 93 58 - 135 7 20

1,1,2-Trichloroethane 25.0 26.6 ug/L 106 64 - 135 7 27

1,1-Dichloroethane 25.0 26.9 ug/L 108 65 - 135 8 21

1,1-Dichloroethene 25.0 28.1 ug/L 112 65 - 136 11 20

1,2-Dichloroethane 25.0 30.4 ug/L 121 65 - 135 8 20

1,2-Dichloropropane 25.0 29.9 ug/L 120 64 - 135 7 20

1,3-Dichlorobenzene 25.0 23.3 ug/L 93 65 - 135 6 20

Benzene 25.0 24.2 ug/L 97 65 - 135 8 20

Bromodichloromethane 25.0 27.0 ug/L 108 65 - 135 6 20

Bromoform 25.0 21.2 ug/L 85 62 - 135 6 27

Bromomethane 25.0 11.8 ug/L 47 45 - 135 7 33

Carbon tetrachloride 25.0 25.7 ug/L 103 65 - 135 11 21

Chlorobenzene 25.0 22.3 ug/L 89 65 - 135 7 20

Chloroethane 25.0 23.4 ug/L 94 46 - 136 10 25

Chloroform 25.0 27.4 ug/L 110 65 - 135 6 20

Chloromethane 25.0 21.2 ug/L 85 34 - 145 9 24

cis-1,3-Dichloropropene 25.0 22.6 ug/L 90 65 - 135 7 26

Dibromochloromethane 25.0 22.4 ug/L 90 65 - 135 7 20

Ethylbenzene 25.0 23.1 ug/L 93 65 - 135 6 20

Methylene Chloride 25.0 29.5 ug/L 118 54 - 141 6 26

Tetrachloroethene 25.0 23.3 ug/L 93 65 - 135 7 20
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QC Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-478373/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478373

Toluene 25.0 23.8 ug/L 95 65 - 135 6 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

trans-1,2-Dichloroethene 25.0 26.9 ug/L 108 65 - 135 9 24

Trichloroethene 25.0 26.3 ug/L 105 65 - 135 7 20

Vinyl chloride 25.0 19.0 ug/L 76 40 - 137 14 24

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

119

LCSD LCSD

Qualifier Limits%Recovery

1004-Bromofluorobenzene (Surr) 78 - 120

113Dibromofluoromethane (Surr) 77 - 120

90Toluene-d8 (Surr) 80 - 125

Method: 6010B - Metals (ICP)

Client Sample ID: Method BlankLab Sample ID: MB 280-479902/1-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 480603 Prep Batch: 479902

RL MDL

Arsenic ND 10 ug/L 12/12/19 16:10 12/14/19 09:51 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 10 ug/L 12/12/19 16:10 12/14/19 09:51 1Barium

ND 5.0 ug/L 12/12/19 16:10 12/14/19 09:51 1Cadmium

ND 10 ug/L 12/12/19 16:10 12/14/19 09:51 1Chromium

ND 5.0 ug/L 12/12/19 16:10 12/14/19 09:51 1Lead

ND 25 ug/L 12/12/19 16:10 12/14/19 09:51 1Silver

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-479902/2-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 480603 Prep Batch: 479902

Arsenic 2000 2140 ug/L 107 88 - 110

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Barium 2000 2110 ug/L 105 90 - 112

Cadmium 1000 1020 ug/L 102 88 - 111

Chromium 1000 1020 ug/L 102 90 - 113

Lead 1000 1010 ug/L 101 89 - 110

Silver 50.0 48.0 ug/L 96 86 - 115

Client Sample ID: Matrix SpikeLab Sample ID: 280-130946-D-1-B MS
Matrix: Water Prep Type: Dissolved
Analysis Batch: 480603 Prep Batch: 479902

Arsenic ND 2000 2120 ug/L 106 84 - 124

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Barium 29 2000 2050 ug/L 101 85 - 120

Cadmium ND 1000 943 ug/L 94 82 - 119

Chromium ND 1000 983 ug/L 98 73 - 135

Lead ND 1000 953 ug/L 95 89 - 121

Silver ND 50.0 48.6 ug/L 97 75 - 141
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QC Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 6010B - Metals (ICP) (Continued)

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-130946-D-1-C MSD
Matrix: Water Prep Type: Dissolved
Analysis Batch: 480603 Prep Batch: 479902

Arsenic ND 2000 2240 ug/L 112 84 - 124 6 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Barium 29 2000 2200 ug/L 109 85 - 120 7 20

Cadmium ND 1000 981 ug/L 98 82 - 119 4 20

Chromium ND 1000 1020 ug/L 102 73 - 135 3 20

Lead ND 1000 1000 ug/L 100 89 - 121 5 20

Silver ND 50.0 52.1 ug/L 104 75 - 141 7 20

Method: 6020 - Metals (ICP/MS)

Client Sample ID: Method BlankLab Sample ID: MB 280-479900/1-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 480312 Prep Batch: 479900

RL MDL

Selenium ND 5.0 ug/L 12/11/19 07:50 12/11/19 20:26 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-479900/2-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 480312 Prep Batch: 479900

Selenium 40.0 38.9 ug/L 97 77 - 122

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Matrix SpikeLab Sample ID: 280-130057-F-1-C MS
Matrix: Water Prep Type: Dissolved
Analysis Batch: 480312 Prep Batch: 479900

Selenium ND 40.0 39.0 ug/L 97 77 - 122

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-130057-F-1-D MSD
Matrix: Water Prep Type: Dissolved
Analysis Batch: 480312 Prep Batch: 479900

Selenium ND 40.0 38.3 ug/L 96 77 - 122 2 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Method: 7470A - Mercury (CVAA)

Client Sample ID: Method BlankLab Sample ID: MB 280-479436/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 479525 Prep Batch: 479436

RL MDL

Mercury ND 0.20 ug/L 12/03/19 16:32 12/03/19 20:44 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier
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QC Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: 7470A - Mercury (CVAA) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-479436/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 479525 Prep Batch: 479436

Mercury 5.00 5.10 ug/L 102 84 - 120

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-479436/3-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 479525 Prep Batch: 479436

Mercury 5.00 5.08 ug/L 102 84 - 120 0 15

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

Client Sample ID: Matrix SpikeLab Sample ID: 280-131422-D-5-B MS
Matrix: Water Prep Type: Dissolved
Analysis Batch: 479525 Prep Batch: 479436

Mercury ND 5.00 4.99 ug/L 100 75 - 125

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-131422-D-5-C MSD
Matrix: Water Prep Type: Dissolved
Analysis Batch: 479525 Prep Batch: 479436

Mercury ND 5.00 4.92 ug/L 98 75 - 125 2 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Method: SM 2540D - Solids, Total Suspended (TSS)

Client Sample ID: Method BlankLab Sample ID: MB 280-478271/1
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478271

RL MDL

Total Suspended Solids ND 4.0 mg/L 11/20/19 08:57 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-478271/2
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478271

Total Suspended Solids 100 81.6 mg/L 82 79 - 114

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-478271/3
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478271

Total Suspended Solids 100 86.0 mg/L 86 79 - 114 5 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD
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QC Sample Results
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Method: SM 2540D - Solids, Total Suspended (TSS) (Continued)

Client Sample ID: DuplicateLab Sample ID: 280-131059-A-1 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 478271

Total Suspended Solids 20 21.6 mg/L 8 10

Analyte

DU DU

DUnitResult Qualifier

Sample

Result

Sample

Qualifier LimitRPD

RPD
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QC Association Summary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

GC/MS VOA

Analysis Batch: 478373

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B280-130971-1 TRIP BLANK Total/NA

Water 8260B280-130971-2 DUP Total/NA

Water 8260B280-130971-3 P112 Total/NA

Water 8260B280-130971-4 P115 Total/NA

Water 8260B280-130971-5 P114A-R Total/NA

Water 8260B280-130971-6 P113 Total/NA

Water 8260BMB 280-478373/6 Method Blank Total/NA

Water 8260BLCS 280-478373/4 Lab Control Sample Total/NA

Water 8260BLCSD 280-478373/5 Lab Control Sample Dup Total/NA

Metals

Prep Batch: 479436

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 7470A280-130971-2 DUP Dissolved

Water 7470A280-130971-3 P112 Dissolved

Water 7470A280-130971-4 P115 Dissolved

Water 7470A280-130971-5 P114A-R Dissolved

Water 7470A280-130971-6 P113 Dissolved

Water 7470AMB 280-479436/1-A Method Blank Total/NA

Water 7470ALCS 280-479436/2-A Lab Control Sample Total/NA

Water 7470ALCSD 280-479436/3-A Lab Control Sample Dup Total/NA

Water 7470A280-131422-D-5-B MS Matrix Spike Dissolved

Water 7470A280-131422-D-5-C MSD Matrix Spike Duplicate Dissolved

Analysis Batch: 479525

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 7470A 479436280-130971-2 DUP Dissolved

Water 7470A 479436280-130971-3 P112 Dissolved

Water 7470A 479436280-130971-4 P115 Dissolved

Water 7470A 479436280-130971-5 P114A-R Dissolved

Water 7470A 479436280-130971-6 P113 Dissolved

Water 7470A 479436MB 280-479436/1-A Method Blank Total/NA

Water 7470A 479436LCS 280-479436/2-A Lab Control Sample Total/NA

Water 7470A 479436LCSD 280-479436/3-A Lab Control Sample Dup Total/NA

Water 7470A 479436280-131422-D-5-B MS Matrix Spike Dissolved

Water 7470A 479436280-131422-D-5-C MSD Matrix Spike Duplicate Dissolved

Prep Batch: 479900

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3005A280-130971-2 DUP Dissolved

Water 3005A280-130971-3 P112 Dissolved

Water 3005A280-130971-4 P115 Dissolved

Water 3005A280-130971-5 P114A-R Dissolved

Water 3005A280-130971-6 P113 Dissolved

Water 3005AMB 280-479900/1-A Method Blank Total Recoverable

Water 3005ALCS 280-479900/2-A Lab Control Sample Total Recoverable

Water 3005A280-130057-F-1-C MS Matrix Spike Dissolved

Water 3005A280-130057-F-1-D MSD Matrix Spike Duplicate Dissolved
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QC Association Summary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Metals

Prep Batch: 479902

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3005A280-130971-2 DUP Dissolved

Water 3005A280-130971-3 P112 Dissolved

Water 3005A280-130971-4 P115 Dissolved

Water 3005A280-130971-5 P114A-R Dissolved

Water 3005A280-130971-6 P113 Dissolved

Water 3005AMB 280-479902/1-A Method Blank Total Recoverable

Water 3005ALCS 280-479902/2-A Lab Control Sample Total Recoverable

Water 3005A280-130946-D-1-B MS Matrix Spike Dissolved

Water 3005A280-130946-D-1-C MSD Matrix Spike Duplicate Dissolved

Analysis Batch: 480312

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 6020 479900280-130971-2 DUP Dissolved

Water 6020 479900280-130971-3 P112 Dissolved

Water 6020 479900280-130971-4 P115 Dissolved

Water 6020 479900280-130971-5 P114A-R Dissolved

Water 6020 479900280-130971-6 P113 Dissolved

Water 6020 479900MB 280-479900/1-A Method Blank Total Recoverable

Water 6020 479900LCS 280-479900/2-A Lab Control Sample Total Recoverable

Water 6020 479900280-130057-F-1-C MS Matrix Spike Dissolved

Water 6020 479900280-130057-F-1-D MSD Matrix Spike Duplicate Dissolved

Analysis Batch: 480603

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 6010B 479902280-130971-2 DUP Dissolved

Water 6010B 479902280-130971-3 P112 Dissolved

Water 6010B 479902280-130971-4 P115 Dissolved

Water 6010B 479902280-130971-5 P114A-R Dissolved

Water 6010B 479902280-130971-6 P113 Dissolved

Water 6010B 479902MB 280-479902/1-A Method Blank Total Recoverable

Water 6010B 479902LCS 280-479902/2-A Lab Control Sample Total Recoverable

Water 6010B 479902280-130946-D-1-B MS Matrix Spike Dissolved

Water 6010B 479902280-130946-D-1-C MSD Matrix Spike Duplicate Dissolved

General Chemistry

Analysis Batch: 478271

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water SM 2540D280-130971-2 DUP Total/NA

Water SM 2540D280-130971-3 P112 Total/NA

Water SM 2540D280-130971-4 P115 Total/NA

Water SM 2540D280-130971-5 P114A-R Total/NA

Water SM 2540D280-130971-6 P113 Total/NA

Water SM 2540DMB 280-478271/1 Method Blank Total/NA

Water SM 2540DLCS 280-478271/2 Lab Control Sample Total/NA

Water SM 2540DLCSD 280-478271/3 Lab Control Sample Dup Total/NA

Water SM 2540D280-131059-A-1 DU Duplicate Total/NA

Eurofins TestAmerica, Denver
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QC Association Summary
Job ID: 280-130971-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Field Service / Mobile Lab

Analysis Batch: 478100

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Field Sampling280-130971-3 P112 Total/NA

Water Field Sampling280-130971-4 P115 Total/NA

Water Field Sampling280-130971-5 P114A-R Total/NA

Water Field Sampling280-130971-6 P113 Total/NA

Eurofins TestAmerica, Denver
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Lab Chronicle
Client: Waste Management Job ID: 280-130971-1
Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Client Sample ID: TRIP BLANK Lab Sample ID: 280-130971-1
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00

Analysis 8260B JZ11/20/19 22:531 TAL DEN478373

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Client Sample ID: DUP Lab Sample ID: 280-130971-2
Matrix: WaterDate Collected: 11/14/19 00:00

Date Received: 11/15/19 10:00

Analysis 8260B JZ11/20/19 23:141 TAL DEN478373

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 479902 12/12/19 16:10 EC TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 480603 12/14/19 10:45 LMT TAL DENDissolved

Prep 3005A 479900 12/11/19 07:50 AL TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 480312 12/11/19 22:02 LMT TAL DENDissolved

Prep 7470A 479436 12/03/19 16:32 MRJ TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 479525 12/03/19 20:57 MRJ TAL DENDissolved

Analysis SM 2540D 1 478271 11/20/19 08:57 FRG TAL DENTotal/NA 250 mL 250 mL

Client Sample ID: P112 Lab Sample ID: 280-130971-3
Matrix: WaterDate Collected: 11/14/19 09:30

Date Received: 11/15/19 10:00

Analysis 8260B JZ11/20/19 23:361 TAL DEN478373

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 479902 12/12/19 16:10 EC TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 480603 12/14/19 10:49 LMT TAL DENDissolved

Prep 3005A 479900 12/11/19 07:50 AL TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 480312 12/11/19 22:06 LMT TAL DENDissolved

Prep 7470A 479436 12/03/19 16:32 MRJ TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 479525 12/03/19 21:00 MRJ TAL DENDissolved

Analysis SM 2540D 1 478271 11/20/19 08:57 FRG TAL DENTotal/NA 250 mL 250 mL

Analysis Field Sampling 1 478100 11/14/19 09:30 K1I TAL DENTotal/NA

Client Sample ID: P115 Lab Sample ID: 280-130971-4
Matrix: WaterDate Collected: 11/14/19 10:37

Date Received: 11/15/19 10:00

Analysis 8260B JZ11/20/19 23:571 TAL DEN478373

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 479902 12/12/19 16:10 EC TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 480603 12/14/19 10:52 LMT TAL DENDissolved

Prep 3005A 479900 12/11/19 07:50 AL TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 480312 12/11/19 22:10 LMT TAL DENDissolved

Prep 7470A 479436 12/03/19 16:32 MRJ TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 479525 12/03/19 21:06 MRJ TAL DENDissolved

Analysis SM 2540D 1 478271 11/20/19 08:57 FRG TAL DENTotal/NA 250 mL 250 mL

Eurofins TestAmerica, Denver
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Lab Chronicle
Client: Waste Management Job ID: 280-130971-1
Project/Site: 555|Denver/Arapahoe Chem.-Groundwater

Client Sample ID: P115 Lab Sample ID: 280-130971-4
Matrix: WaterDate Collected: 11/14/19 10:37

Date Received: 11/15/19 10:00

Analysis Field Sampling K1I11/14/19 10:371 TAL DEN478100

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA

Client Sample ID: P114A-R Lab Sample ID: 280-130971-5
Matrix: WaterDate Collected: 11/14/19 11:54

Date Received: 11/15/19 10:00

Analysis 8260B JZ11/21/19 00:181 TAL DEN478373

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 479902 12/12/19 16:10 EC TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 480603 12/14/19 10:55 LMT TAL DENDissolved

Prep 3005A 479900 12/11/19 07:50 AL TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 480312 12/11/19 22:14 LMT TAL DENDissolved

Prep 7470A 479436 12/03/19 16:32 MRJ TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 479525 12/03/19 21:09 MRJ TAL DENDissolved

Analysis SM 2540D 1 478271 11/20/19 08:57 FRG TAL DENTotal/NA 250 mL 250 mL

Analysis Field Sampling 1 478100 11/14/19 11:54 K1I TAL DENTotal/NA

Client Sample ID: P113 Lab Sample ID: 280-130971-6
Matrix: WaterDate Collected: 11/14/19 12:49

Date Received: 11/15/19 10:00

Analysis 8260B JZ11/21/19 00:401 TAL DEN478373

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 479902 12/12/19 16:10 EC TAL DENDissolved 50 mL 50 mL

Analysis 6010B 1 480603 12/14/19 10:59 LMT TAL DENDissolved

Prep 3005A 479900 12/11/19 07:50 AL TAL DENDissolved 50 mL 50 mL

Analysis 6020 1 480312 12/11/19 22:18 LMT TAL DENDissolved

Prep 7470A 479436 12/03/19 16:32 MRJ TAL DENDissolved 30 mL 50 mL

Analysis 7470A 1 479525 12/03/19 21:11 MRJ TAL DENDissolved

Analysis SM 2540D 1 478271 11/20/19 08:57 FRG TAL DENTotal/NA 250 mL 250 mL

Analysis Field Sampling 1 478100 11/14/19 12:49 K1I TAL DENTotal/NA

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Login Sample Receipt Checklist

Client: Waste Management Job Number: 280-130971-1

Login Number: 130971

Question Answer Comment

Creator: Awolaja, Oluwademilade A

List Source: Eurofins TestAmerica, Denver

List Number: 1

N/ARadioactivity either was not measured or, if measured, is at or below 
background

TrueThe cooler's custody seal, if present, is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the sample IDs on the containers and 
the COC.

TrueSamples are received within Holding Time (Excluding tests with immediate 
HTs)..

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueVOA sample vials do not have headspace or bubble is <6mm (1/4") in 
diameter.

TrueIf necessary, staff have been informed of any short hold time or quick TAT 
needs

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

TrueSampling Company provided.

TrueSamples received within 48 hours of sampling.

TrueSamples requiring field filtration have been filtered in the field.

N/AChlorine Residual checked.

Eurofins TestAmerica, Denver
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ANALYTICAL REPORT
Eurofins TestAmerica, Denver
4955 Yarrow Street
Arvada, CO 80002
Tel: (303)736-0100

Laboratory Job ID: 280-123968-1
Client Project/Site: 555|Denver/Arapahoe Chem-Leachates
Sampling Event: Semi-Annual Leachate Sump - May Nov

For:
Waste Management
2400 West Union Avenue
Englewood, Colorado 80110

Attn: Mr. Tom Schweitzer

Authorized for release by:
6/7/2019 4:33:26 PM

Betsy Sara, Project Manager II
(303)736-0189
betsy.sara@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Definitions/Glossary
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Qualifiers

GC/MS VOA
Qualifier Description

F1 MS and/or MSD Recovery is outside acceptance limits.

Qualifier

F2 MS/MSD RPD exceeds control limits

Glossary
These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

Eurofins TestAmerica, Denver
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Case Narrative
Client: Waste Management Job ID: 280-123968-1
Project/Site: 555|Denver/Arapahoe Chem-Leachates

Job ID: 280-123968-1

Laboratory: Eurofins TestAmerica, Denver

Narrative

CASE NARRATIVE

Client: Waste Management

Project: 555|Denver/Arapahoe Chem-Leachates

Report Number: 280-123968-1

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no 
problems were encountered or anomalies observed.  In addition all laboratory quality control samples were within established control 

limits, with any exceptions noted below.  Each sample was analyzed to achieve the lowest possible reporting limit within the constraints of 
the method.  In some cases, due to interference or analytes present at high concentrations, samples were diluted.  For diluted samples, 

the reporting limits are adjusted relative to the dilution required.

This report may include reporting limits (RLs) less than Eurofins TestAmerica’s standard reporting limit.  The reported sample results and 
associated reporting limits are being used specifically to meet the needs of this project.  Note that data are not normally reported to these 
levels without qualification because they are inherently less reliable and potentially less defensible than required by the latest industry 
standards.

Sample Receiving

The samples were received on 05/16/2019; the samples arrived in good condition, properly preserved and on ice.  The temperature of the 
cooler at receipt was 0.8 C.

Holding Times

All holding times were within established control limits.

Method Blanks

All Method Blanks were within established control limits.

Laboratory Control Samples (LCS)

All Laboratory Control Samples were within established control limits.

Matrix Spike and Matrix Spike Duplicate (MS/MSD)

Sample 2NDSUMP was selected to fulfill the laboratory batch quality control requirements for Method 8260B. Analysis of the laboratory 

generated MSD for this sample exhibited recoveries of multiple spike compounds below the lower control limits. In addition, the RPD 

results were outside the RPD limits for multiple Method 8260B spike compounds. Because the corresponding Laboratory Control Sample 

and the Method Blank sample were within control limits, this anomaly may be due to matrix interference and no corrective action was 

taken.

All other MS/MSD samples were within established control limits.

Eurofins TestAmerica, Denver
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Detection Summary
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Client Sample ID: TRIP BLANK Lab Sample ID: 280-123968-1

 No Detections.

Client Sample ID: 2NDSUMP Lab Sample ID: 280-123968-2

Field pH

NONE

SU

NONEAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA16.25 Field Sampling

Field Conductivity umhos/cm Total/NA14681 Field Sampling

Field Temperature Degrees C Total/NA113.4 Field Sampling

Field Turbidity NTU Total/NA131.4 Field Sampling

Field Dissolved Oxygen mg/L Total/NA11.52 Field Sampling

Field EH/ORP millivolts Total/NA190.8 Field Sampling

Eurofins TestAmerica, Denver

This Detection Summary does not include radiochemical test results.
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Method Summary
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Method Method Description LaboratoryProtocol

SW8468260B Volatile Organic Compounds (GC/MS) TAL DEN

SW8466010B Metals (ICP) TAL DEN

EPAField Sampling Field Sampling TAL DEN

SW8463005A Preparation, Total Recoverable or Dissolved Metals TAL DEN

SW8465030B Purge and Trap TAL DEN

Protocol References:

EPA = US Environmental Protection Agency

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Sample Summary
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Lab Sample ID Client Sample ID ReceivedCollectedMatrix Asset ID

280-123968-1 TRIP BLANK Water 05/15/19 09:55 05/16/19 12:10

280-123968-2 2NDSUMP Water 05/15/19 09:55 05/16/19 12:10

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Method: 8260B - Volatile Organic Compounds (GC/MS)

Lab Sample ID: 280-123968-1Client Sample ID: TRIP BLANK
Matrix: WaterDate Collected: 05/15/19 09:55

Date Received: 05/16/19 12:10
RL MDL

1,1-Dichloroethene ND 5.0 ug/L 05/21/19 02:46 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 05/21/19 02:46 11,2-Dichloroethane ND

100 ug/L 05/21/19 02:46 12-Butanone (MEK) ND

5.0 ug/L 05/21/19 02:46 1Benzene ND

1.0 ug/L 05/21/19 02:46 1Carbon tetrachloride ND

5.0 ug/L 05/21/19 02:46 1Chlorobenzene ND

5.0 ug/L 05/21/19 02:46 1Chloroform ND

5.0 ug/L 05/21/19 02:46 1Tetrachloroethene ND

5.0 ug/L 05/21/19 02:46 1Trichloroethene ND

2.0 ug/L 05/21/19 02:46 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 110 70 - 127 05/21/19 02:46 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 105 05/21/19 02:46 178 - 120

Dibromofluoromethane (Surr) 105 05/21/19 02:46 177 - 120

Toluene-d8 (Surr) 99 05/21/19 02:46 180 - 125

Lab Sample ID: 280-123968-2Client Sample ID: 2NDSUMP
Matrix: WaterDate Collected: 05/15/19 09:55

Date Received: 05/16/19 12:10
RL MDL

1,1-Dichloroethene ND F1 F2 5.0 ug/L 05/21/19 03:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 05/21/19 03:10 11,2-Dichloroethane ND F1 F2

100 ug/L 05/21/19 03:10 12-Butanone (MEK) ND

5.0 ug/L 05/21/19 03:10 1Benzene ND F1 F2

1.0 ug/L 05/21/19 03:10 1Carbon tetrachloride ND F1 F2

5.0 ug/L 05/21/19 03:10 1Chlorobenzene ND F1 F2

5.0 ug/L 05/21/19 03:10 1Chloroform ND F1 F2

5.0 ug/L 05/21/19 03:10 1Tetrachloroethene ND F1 F2

5.0 ug/L 05/21/19 03:10 1Trichloroethene ND F1 F2

2.0 ug/L 05/21/19 03:10 1Vinyl chloride ND F2

1,2-Dichloroethane-d4 (Surr) 110 70 - 127 05/21/19 03:10 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 109 05/21/19 03:10 178 - 120

Dibromofluoromethane (Surr) 106 05/21/19 03:10 177 - 120

Toluene-d8 (Surr) 103 05/21/19 03:10 180 - 125

Method: 6010B - Metals (ICP) - Total Recoverable

Lab Sample ID: 280-123968-2Client Sample ID: 2NDSUMP
Matrix: WaterDate Collected: 05/15/19 09:55

Date Received: 05/16/19 12:10
RL MDL

Arsenic ND 10 ug/L 06/05/19 08:00 06/06/19 00:48 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Method: Field Sampling - Field Sampling

Lab Sample ID: 280-123968-2Client Sample ID: 2NDSUMP
Matrix: WaterDate Collected: 05/15/19 09:55

Date Received: 05/16/19 12:10
NONE NONE

Field pH 6.25 SU 05/15/19 09:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

umhos/cm 05/15/19 09:55 1Field Conductivity 4681

Degrees C 05/15/19 09:55 1Field Temperature 13.4

NTU 05/15/19 09:55 1Field Turbidity 31.4

mg/L 05/15/19 09:55 1Field Dissolved Oxygen 1.52

millivolts 05/15/19 09:55 1Field EH/ORP 90.8

Eurofins TestAmerica, Denver
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Surrogate Summary
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Method: 8260B - Volatile Organic Compounds (GC/MS)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (70-127) (78-120) (77-120) (80-125)

DCA BFB DBFM TOL

110 105 105 99280-123968-1

Percent Surrogate Recovery (Acceptance Limits)

TRIP BLANK

110 109 106 103280-123968-2 2NDSUMP

107 109 106 103280-123968-2 MS 2NDSUMP

99 112 104 99280-123968-2 MSD 2NDSUMP

107 107 106 101LCS 280-458848/3 Lab Control Sample

110 107 105 99MB 280-458848/5 Method Blank

Surrogate Legend

DCA = 1,2-Dichloroethane-d4 (Surr)

BFB = 4-Bromofluorobenzene (Surr)

DBFM = Dibromofluoromethane (Surr)

TOL = Toluene-d8 (Surr)
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QC Sample Results
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Method: 8260B - Volatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 280-458848/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458848

RL MDL

1,1-Dichloroethene ND 5.0 ug/L 05/21/19 00:22 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 1.0 ug/L 05/21/19 00:22 11,2-Dichloroethane

ND 100 ug/L 05/21/19 00:22 12-Butanone (MEK)

ND 5.0 ug/L 05/21/19 00:22 1Benzene

ND 1.0 ug/L 05/21/19 00:22 1Carbon tetrachloride

ND 5.0 ug/L 05/21/19 00:22 1Chlorobenzene

ND 5.0 ug/L 05/21/19 00:22 1Chloroform

ND 5.0 ug/L 05/21/19 00:22 1Tetrachloroethene

ND 5.0 ug/L 05/21/19 00:22 1Trichloroethene

ND 2.0 ug/L 05/21/19 00:22 1Vinyl chloride

1,2-Dichloroethane-d4 (Surr) 110 70 - 127 05/21/19 00:22 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

107 05/21/19 00:22 14-Bromofluorobenzene (Surr) 78 - 120

105 05/21/19 00:22 1Dibromofluoromethane (Surr) 77 - 120

99 05/21/19 00:22 1Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458848/3
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458848

1,1,1-Trichloroethane 25.0 27.8 ug/L 111 65 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1-Dichloroethane 25.0 29.2 ug/L 117 65 - 135

1,1-Dichloroethene 25.0 26.9 ug/L 108 65 - 136

1,2-Dichloroethane 25.0 29.9 ug/L 120 65 - 135

1,2-Dichloropropane 25.0 27.7 ug/L 111 64 - 135

1,3-Dichlorobenzene 25.0 26.9 ug/L 108 65 - 135

2-Butanone (MEK) 100 117 ug/L 117 44 - 177

Benzene 25.0 27.6 ug/L 110 65 - 135

Bromodichloromethane 25.0 27.2 ug/L 109 65 - 135

Carbon tetrachloride 25.0 28.4 ug/L 114 65 - 135

Chlorobenzene 25.0 26.8 ug/L 107 65 - 135

Chloroform 25.0 27.3 ug/L 109 65 - 135

Ethylbenzene 25.0 26.9 ug/L 108 65 - 135

Methylene Chloride 25.0 23.6 ug/L 95 54 - 141

Tetrachloroethene 25.0 28.3 ug/L 113 65 - 135

Toluene 25.0 26.9 ug/L 107 65 - 135

trans-1,2-Dichloroethene 25.0 28.4 ug/L 113 65 - 135

Trichloroethene 25.0 28.3 ug/L 113 65 - 135

Vinyl chloride 25.0 27.6 ug/L 110 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

107

LCS LCS

Qualifier Limits%Recovery

1074-Bromofluorobenzene (Surr) 78 - 120

106Dibromofluoromethane (Surr) 77 - 120

101Toluene-d8 (Surr) 80 - 125

Eurofins TestAmerica, Denver
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QC Sample Results
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: 2NDSUMPLab Sample ID: 280-123968-2 MS
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458848

1,1,1-Trichloroethane 5.3 F1 F2 25.0 28.1 ug/L 91 65 - 135

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

1,1-Dichloroethane 19 F1 F2 25.0 43.4 ug/L 99 65 - 135

1,1-Dichloroethene ND F1 F2 25.0 23.1 ug/L 90 65 - 136

1,2-Dichloroethane ND F1 F2 25.0 29.4 ug/L 117 65 - 135

1,2-Dichloropropane ND F1 F2 25.0 26.9 ug/L 108 64 - 135

1,3-Dichlorobenzene ND F1 F2 25.0 25.8 ug/L 103 65 - 135

2-Butanone (MEK) ND 100 127 ug/L 127 44 - 177

Benzene ND F1 F2 25.0 25.6 ug/L 102 65 - 135

Bromodichloromethane ND F1 F2 25.0 26.4 ug/L 106 65 - 135

Carbon tetrachloride ND F1 F2 25.0 24.9 ug/L 100 65 - 135

Chlorobenzene ND F1 F2 25.0 25.7 ug/L 103 65 - 135

Chloroform ND F1 F2 25.0 27.3 ug/L 103 65 - 135

Ethylbenzene ND F1 F2 25.0 25.0 ug/L 100 65 - 135

Methylene Chloride ND F1 F2 25.0 21.6 ug/L 86 54 - 141

Tetrachloroethene ND F1 F2 25.0 29.4 ug/L 100 65 - 135

Toluene ND F1 F2 25.0 24.9 ug/L 99 65 - 135

trans-1,2-Dichloroethene ND F1 F2 25.0 24.6 ug/L 98 65 - 135

Trichloroethene ND F1 F2 25.0 28.0 ug/L 103 65 - 135

Vinyl chloride ND F2 25.0 21.6 ug/L 87 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

107

MS MS

Qualifier Limits%Recovery

1094-Bromofluorobenzene (Surr) 78 - 120

106Dibromofluoromethane (Surr) 77 - 120

103Toluene-d8 (Surr) 80 - 125

Client Sample ID: 2NDSUMPLab Sample ID: 280-123968-2 MSD
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458848

1,1,1-Trichloroethane 5.3 F1 F2 25.0 15.3 F1 F2 ug/L 40 65 - 135 59 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

1,1-Dichloroethane 19 F1 F2 25.0 21.0 F1 F2 ug/L 10 65 - 135 69 21

1,1-Dichloroethene ND F1 F2 25.0 13.8 F1 F2 ug/L 52 65 - 136 50 20

1,2-Dichloroethane ND F1 F2 25.0 13.2 F1 F2 ug/L 53 65 - 135 76 20

1,2-Dichloropropane ND F1 F2 25.0 12.4 F1 F2 ug/L 50 64 - 135 74 20

1,3-Dichlorobenzene ND F1 F2 25.0 13.6 F1 F2 ug/L 54 65 - 135 62 20

2-Butanone (MEK) ND 100 ND ug/L 95 44 - 177 28 32

Benzene ND F1 F2 25.0 12.6 F1 F2 ug/L 50 65 - 135 68 20

Bromodichloromethane ND F1 F2 25.0 12.2 F1 F2 ug/L 49 65 - 135 74 20

Carbon tetrachloride ND F1 F2 25.0 13.0 F1 F2 ug/L 52 65 - 135 63 21

Chlorobenzene ND F1 F2 25.0 12.5 F1 F2 ug/L 50 65 - 135 69 20

Chloroform ND F1 F2 25.0 12.9 F1 F2 ug/L 46 65 - 135 72 20

Ethylbenzene ND F1 F2 25.0 12.5 F1 F2 ug/L 50 65 - 135 67 20

Methylene Chloride ND F1 F2 25.0 12.3 F1 F2 ug/L 49 54 - 141 55 26

Tetrachloroethene ND F1 F2 25.0 14.6 F1 F2 ug/L 41 65 - 135 67 20

Toluene ND F1 F2 25.0 12.7 F1 F2 ug/L 51 65 - 135 65 20

trans-1,2-Dichloroethene ND F1 F2 25.0 13.7 F1 F2 ug/L 55 65 - 135 57 24
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QC Sample Results
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: 2NDSUMPLab Sample ID: 280-123968-2 MSD
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458848

Trichloroethene ND F1 F2 25.0 13.8 F1 F2 ug/L 46 65 - 135 68 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Vinyl chloride ND F2 25.0 13.7 F2 ug/L 55 40 - 137 45 24

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

99

MSD MSD

Qualifier Limits%Recovery

1124-Bromofluorobenzene (Surr) 78 - 120

104Dibromofluoromethane (Surr) 77 - 120

99Toluene-d8 (Surr) 80 - 125

Method: 6010B - Metals (ICP)

Client Sample ID: Method BlankLab Sample ID: MB 280-460258/1-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 460639 Prep Batch: 460258

RL MDL

Arsenic ND 10 ug/L 06/05/19 08:00 06/06/19 00:28 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-460258/2-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 460639 Prep Batch: 460258

Arsenic 2000 1900 ug/L 95 88 - 110

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Matrix SpikeLab Sample ID: 280-124227-B-1-C MS
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 460639 Prep Batch: 460258

Arsenic ND 2000 1950 ug/L 98 84 - 124

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-124227-B-1-D MSD
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 460639 Prep Batch: 460258

Arsenic ND 2000 1940 ug/L 97 84 - 124 0 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Eurofins TestAmerica, Denver

Page 13 of 19 6/7/2019

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15



QC Association Summary
Job ID: 280-123968-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem-Leachates

GC/MS VOA

Analysis Batch: 458848

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B280-123968-1 TRIP BLANK Total/NA

Water 8260B280-123968-2 2NDSUMP Total/NA

Water 8260BMB 280-458848/5 Method Blank Total/NA

Water 8260BLCS 280-458848/3 Lab Control Sample Total/NA

Water 8260B280-123968-2 MS 2NDSUMP Total/NA

Water 8260B280-123968-2 MSD 2NDSUMP Total/NA

Metals

Prep Batch: 460258

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3005A280-123968-2 2NDSUMP Total Recoverable

Water 3005AMB 280-460258/1-A Method Blank Total Recoverable

Water 3005ALCS 280-460258/2-A Lab Control Sample Total Recoverable

Water 3005A280-124227-B-1-C MS Matrix Spike Total Recoverable

Water 3005A280-124227-B-1-D MSD Matrix Spike Duplicate Total Recoverable

Analysis Batch: 460639

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 6010B 460258280-123968-2 2NDSUMP Total Recoverable

Water 6010B 460258MB 280-460258/1-A Method Blank Total Recoverable

Water 6010B 460258LCS 280-460258/2-A Lab Control Sample Total Recoverable

Water 6010B 460258280-124227-B-1-C MS Matrix Spike Total Recoverable

Water 6010B 460258280-124227-B-1-D MSD Matrix Spike Duplicate Total Recoverable

Field Service / Mobile Lab

Analysis Batch: 458862

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Field Sampling280-123968-2 2NDSUMP Total/NA

Eurofins TestAmerica, Denver
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Lab Chronicle
Client: Waste Management Job ID: 280-123968-1
Project/Site: 555|Denver/Arapahoe Chem-Leachates

Client Sample ID: TRIP BLANK Lab Sample ID: 280-123968-1
Matrix: WaterDate Collected: 05/15/19 09:55

Date Received: 05/16/19 12:10

Analysis 8260B GO05/21/19 02:461 TAL DEN458848

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Client Sample ID: 2NDSUMP Lab Sample ID: 280-123968-2
Matrix: WaterDate Collected: 05/15/19 09:55

Date Received: 05/16/19 12:10

Analysis 8260B GO05/21/19 03:101 TAL DEN458848

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 460258 06/05/19 08:00 CRR TAL DENTotal Recoverable 50 mL 50 mL

Analysis 6010B 1 460639 06/06/19 00:48 CML TAL DENTotal Recoverable

Analysis Field Sampling 1 458862 05/15/19 09:55 A1S TAL DENTotal/NA

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Accreditation/Certification Summary
Client: Waste Management Job ID: 280-123968-1
Project/Site: 555|Denver/Arapahoe Chem-Leachates

Laboratory: Eurofins TestAmerica, Denver
All accreditations/certifications held by this laboratory are listed.  Not all accreditations/certifications are applicable to this report.

Authority Program EPA Region Identification Number Expiration Date

A2LA 2907.01DoD 10-31-19

Alabama State Program 4 40730 09-30-12 *

Alaska (UST) State Program 10 UST-30 01-08-20

Arizona State Program 9 AZ0713 12-20-19

Arkansas DEQ State Program 6 88-0687 06-01-19 *

California State Program 9 2513 01-08-20

Connecticut State Program 1 PH-0686 09-30-20

Florida NELAP 4 E87667 06-30-19

Georgia State Program 4 N/A 01-08-20

Illinois NELAP 5 200017 04-30-19 *

Iowa State Program 7 370 12-01-20

Kansas NELAP 7 E-10166 04-30-20

Louisiana NELAP 6 02096 06-30-19

Maine State Program 1 CO0002 03-03-21

Minnesota NELAP 5 8-999-405 12-31-19

Nevada State Program 9 CO0026 07-31-19

New Hampshire NELAP 1 205310 04-28-19 *

New Jersey NELAP 2 CO004 06-30-19

New York NELAP 2 11964 04-01-20

North Carolina (WW/SW) State Program 4 358 12-31-19

North Dakota State Program 8 R-034 01-08-20

Oregon NELAP 10 4025 01-08-20

Pennsylvania NELAP 3 68-00664 07-31-19

South Carolina State Program 4 72002001 01-08-20

Texas NELAP 6 T104704183-18-15 09-30-19

US Fish & Wildlife Federal 07-31-19

USDA Federal 03-26-21

Utah NELAP 8 CO00026 07-31-19

Virginia NELAP 3 460232 06-14-19

Washington State Program 10 C583 08-03-19

West Virginia DEP State Program 3 354 11-30-19

Wisconsin State Program 5 999615430 08-31-19 *

Wyoming (UST) A2LA 8 2907.01 10-31-19

Eurofins TestAmerica, Denver

* Accreditation/Certification renewal pending - accreditation/certification considered valid.
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Login Sample Receipt Checklist

Client: Waste Management Job Number: 280-123968-1

Login Number: 123968

Question Answer Comment

Creator: Dunlap, Krista M

List Source: Eurofins TestAmerica, Denver

List Number: 1

N/ARadioactivity either was not measured or, if measured, is at or below 
background

TrueThe cooler's custody seal, if present, is intact.

N/AThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the sample IDs on the containers and 
the COC.

TrueSamples are received within Holding Time (Excluding tests with immediate 
HTs)..

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueVOA sample vials do not have headspace or bubble is <6mm (1/4") in 
diameter.

TrueIf necessary, staff have been informed of any short hold time or quick TAT 
needs

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

TrueSampling Company provided.

TrueSamples received within 48 hours of sampling.

TrueSamples requiring field filtration have been filtered in the field.

N/AChlorine Residual checked.

Eurofins TestAmerica, Denver
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ANALYTICAL REPORT
Eurofins TestAmerica, Denver
4955 Yarrow Street
Arvada, CO 80002
Tel: (303)736-0100

Laboratory Job ID: 280-130697-1
Client Project/Site: 555|Denver/Arapahoe Chem.-Sump
Sampling Event: Semi-Annual Leachate Sump - May Nov

For:
Waste Management
2400 West Union Avenue
Englewood, Colorado 80110

Attn: Mr. Tom Schweitzer

Authorized for release by:
12/7/2019 8:00:50 AM

Betsy Sara, Project Manager II
(303)736-0189
betsy.sara@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Definitions/Glossary
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Qualifiers

GC/MS VOA
Qualifier Description

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Qualifier

Glossary
These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

Eurofins TestAmerica, Denver
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Case Narrative
Client: Waste Management Job ID: 280-130697-1
Project/Site: 555|Denver/Arapahoe Chem.-Sump

Job ID: 280-130697-1

Laboratory: Eurofins TestAmerica, Denver

Narrative

CASE NARRATIVE

Client: Waste Management

Project: 555|Denver/Arapahoe Chem.

Report Number: 280-130697-1

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no 
problems were encountered or anomalies observed.  In addition all laboratory quality control samples were within established control 

limits, with any exceptions noted below.  Each sample was analyzed to achieve the lowest possible reporting limit within the constraints of 
the method.  In some cases, due to interference or analytes present at high concentrations, samples were diluted.  For diluted samples, 

the reporting limits are adjusted relative to the dilution required.

This report may include reporting limits (RLs) less than Eurofins TestAmerica’s standard reporting limit.  The reported sample results and 
associated reporting limits are being used specifically to meet the needs of this project.  Note that data are not normally reported to these 
levels without qualification because they are inherently less reliable and potentially less defensible than required by the latest industry 
standards.

Sample Receiving

The samples were received on 11/8/2019; the samples arrived in good condition, properly preserved and, where required, on ice.  The 
temperature of the cooler at receipt was 0.8º C.

There was no custody seal on the cooler at time of receipt. 

Holding Times

All holding times were within established control limits.

Method Blanks

All Method Blanks were within established control limits.

Laboratory Control Samples (LCS)

All Laboratory Control Samples were within established control limits.

Matrix Spike and Matrix Spike Duplicate (MS/MSD)

The method required MS/MSD could not be performed for Method 8260B due to insufficient sample volume, however, a LCS/LCSD pair 
was analyzed to demonstrate method precision and accuracy.

All other MS/MSD samples were within established control limits.

Eurofins TestAmerica, Denver
Page 4 of 18 12/7/2019

1

2

3

4

5

6

7

8

9

10

11

12

13

14



Detection Summary
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Client Sample ID: 2NDSUMP Lab Sample ID: 280-130697-1

Tetrachloroethene

RL

5.0 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA111 8260B

Field pH SU Total/NA17.29 Field Sampling

Field Conductivity umhos/cm Total/NA14453 Field Sampling

Field Temperature Degrees C Total/NA112.2 Field Sampling

Field Turbidity NTU Total/NA12.74 Field Sampling

Field Dissolved Oxygen mg/L Total/NA16.79 Field Sampling

Field EH/ORP millivolts Total/NA1111.1 Field Sampling

Client Sample ID: TRIP BLANK Lab Sample ID: 280-130697-2

 No Detections.

Eurofins TestAmerica, Denver

This Detection Summary does not include radiochemical test results.
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Method Summary
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Method Method Description LaboratoryProtocol

SW8468260B Volatile Organic Compounds (GC/MS) TAL DEN

SW8466010B Metals (ICP) TAL DEN

EPAField Sampling Field Sampling TAL DEN

SW8463005A Preparation, Total Recoverable or Dissolved Metals TAL DEN

SW8465030B Purge and Trap TAL DEN

Protocol References:

EPA = US Environmental Protection Agency

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Sample Summary
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Lab Sample ID Client Sample ID ReceivedCollectedMatrix Asset ID

280-130697-1 2NDSUMP Water 11/08/19 09:00 11/08/19 15:50

280-130697-2 TRIP BLANK Water 11/08/19 09:00 11/08/19 15:50

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Method: 8260B - Volatile Organic Compounds (GC/MS)

Lab Sample ID: 280-130697-1Client Sample ID: 2NDSUMP
Matrix: WaterDate Collected: 11/08/19 09:00

Date Received: 11/08/19 15:50
RL MDL

1,1-Dichloroethene ND 5.0 ug/L 11/15/19 03:24 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 11/15/19 03:24 11,2-Dichloroethane ND

100 ug/L 11/15/19 03:24 12-Butanone (MEK) ND

5.0 ug/L 11/15/19 03:24 1Benzene ND

1.0 ug/L 11/15/19 03:24 1Carbon tetrachloride ND

5.0 ug/L 11/15/19 03:24 1Chlorobenzene ND

5.0 ug/L 11/15/19 03:24 1Chloroform ND

5.0 ug/L 11/15/19 03:24 1Tetrachloroethene 11

5.0 ug/L 11/15/19 03:24 1Trichloroethene ND

2.0 ug/L 11/15/19 03:24 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 124 70 - 127 11/15/19 03:24 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 99 11/15/19 03:24 178 - 120

Dibromofluoromethane (Surr) 110 11/15/19 03:24 177 - 120

Toluene-d8 (Surr) 98 11/15/19 03:24 180 - 125

Lab Sample ID: 280-130697-2Client Sample ID: TRIP BLANK
Matrix: WaterDate Collected: 11/08/19 09:00

Date Received: 11/08/19 15:50
RL MDL

1,1-Dichloroethene ND 5.0 ug/L 11/15/19 03:46 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 11/15/19 03:46 11,2-Dichloroethane ND

100 ug/L 11/15/19 03:46 12-Butanone (MEK) ND

5.0 ug/L 11/15/19 03:46 1Benzene ND

1.0 ug/L 11/15/19 03:46 1Carbon tetrachloride ND

5.0 ug/L 11/15/19 03:46 1Chlorobenzene ND

5.0 ug/L 11/15/19 03:46 1Chloroform ND

5.0 ug/L 11/15/19 03:46 1Tetrachloroethene ND

5.0 ug/L 11/15/19 03:46 1Trichloroethene ND

2.0 ug/L 11/15/19 03:46 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 125 70 - 127 11/15/19 03:46 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 99 11/15/19 03:46 178 - 120

Dibromofluoromethane (Surr) 110 11/15/19 03:46 177 - 120

Toluene-d8 (Surr) 96 11/15/19 03:46 180 - 125

Method: 6010B - Metals (ICP) - Total Recoverable

Lab Sample ID: 280-130697-1Client Sample ID: 2NDSUMP
Matrix: WaterDate Collected: 11/08/19 09:00

Date Received: 11/08/19 15:50
RL MDL

Arsenic ND 10 ug/L 12/03/19 08:05 12/03/19 18:17 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Method: Field Sampling - Field Sampling

Lab Sample ID: 280-130697-1Client Sample ID: 2NDSUMP
Matrix: WaterDate Collected: 11/08/19 09:00

Date Received: 11/08/19 15:50
NONE NONE

Field pH 7.29 SU 11/08/19 09:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

umhos/cm 11/08/19 09:00 1Field Conductivity 4453

Degrees C 11/08/19 09:00 1Field Temperature 12.2

NTU 11/08/19 09:00 1Field Turbidity 2.74

mg/L 11/08/19 09:00 1Field Dissolved Oxygen 6.79

millivolts 11/08/19 09:00 1Field EH/ORP 111.1

Eurofins TestAmerica, Denver
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Surrogate Summary
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Method: 8260B - Volatile Organic Compounds (GC/MS)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (70-127) (78-120) (77-120) (80-125)

DCA BFB DBFM TOL

124 99 110 98280-130697-1

Percent Surrogate Recovery (Acceptance Limits)

2NDSUMP

125 99 110 96280-130697-2 TRIP BLANK

126 97 109 97LCS 280-477682/4 Lab Control Sample

122 98 109 96LCSD 280-477682/5 Lab Control Sample Dup

114 99 107 98MB 280-477682/8 Method Blank

Surrogate Legend

DCA = 1,2-Dichloroethane-d4 (Surr)

BFB = 4-Bromofluorobenzene (Surr)

DBFM = Dibromofluoromethane (Surr)

TOL = Toluene-d8 (Surr)

Eurofins TestAmerica, Denver
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QC Sample Results
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Method: 8260B - Volatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 280-477682/8
Matrix: Water Prep Type: Total/NA
Analysis Batch: 477682

RL MDL

1,1-Dichloroethene ND 5.0 ug/L 11/14/19 19:07 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 1.0 ug/L 11/14/19 19:07 11,2-Dichloroethane

ND 100 ug/L 11/14/19 19:07 12-Butanone (MEK)

ND 5.0 ug/L 11/14/19 19:07 1Benzene

ND 1.0 ug/L 11/14/19 19:07 1Carbon tetrachloride

ND 5.0 ug/L 11/14/19 19:07 1Chlorobenzene

ND 5.0 ug/L 11/14/19 19:07 1Chloroform

ND 5.0 ug/L 11/14/19 19:07 1Tetrachloroethene

ND 5.0 ug/L 11/14/19 19:07 1Trichloroethene

ND 2.0 ug/L 11/14/19 19:07 1Vinyl chloride

1,2-Dichloroethane-d4 (Surr) 114 70 - 127 11/14/19 19:07 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

99 11/14/19 19:07 14-Bromofluorobenzene (Surr) 78 - 120

107 11/14/19 19:07 1Dibromofluoromethane (Surr) 77 - 120

98 11/14/19 19:07 1Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-477682/4
Matrix: Water Prep Type: Total/NA
Analysis Batch: 477682

1,1,1-Trichloroethane 25.0 27.1 ug/L 108 65 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1-Dichloroethane 25.0 24.4 ug/L 98 65 - 135

1,1-Dichloroethene 25.0 23.5 ug/L 94 65 - 136

1,2-Dichloroethane 25.0 27.9 ug/L 111 65 - 135

1,2-Dichloropropane 25.0 21.3 ug/L 85 64 - 135

1,3-Dichlorobenzene 25.0 21.8 ug/L 87 65 - 135

2-Butanone (MEK) 100 82.7 J ug/L 83 44 - 177

Benzene 25.0 23.0 ug/L 92 65 - 135

Bromodichloromethane 25.0 25.7 ug/L 103 65 - 135

Carbon tetrachloride 25.0 27.3 ug/L 109 65 - 135

Chlorobenzene 25.0 23.3 ug/L 93 65 - 135

Chloroform 25.0 27.3 ug/L 109 65 - 135

Ethylbenzene 25.0 21.8 ug/L 87 65 - 135

Methylene Chloride 25.0 24.5 ug/L 98 54 - 141

Tetrachloroethene 25.0 22.6 ug/L 91 65 - 135

Toluene 25.0 24.0 ug/L 96 65 - 135

trans-1,2-Dichloroethene 25.0 26.3 ug/L 105 65 - 135

Trichloroethene 25.0 23.5 ug/L 94 65 - 135

Vinyl chloride 25.0 21.5 ug/L 86 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

126

LCS LCS

Qualifier Limits%Recovery

974-Bromofluorobenzene (Surr) 78 - 120

109Dibromofluoromethane (Surr) 77 - 120

97Toluene-d8 (Surr) 80 - 125

Eurofins TestAmerica, Denver
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QC Sample Results
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-477682/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 477682

1,1,1-Trichloroethane 25.0 27.0 ug/L 108 65 - 135 0 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

1,1-Dichloroethane 25.0 24.8 ug/L 99 65 - 135 2 21

1,1-Dichloroethene 25.0 23.6 ug/L 94 65 - 136 0 20

1,2-Dichloroethane 25.0 28.1 ug/L 113 65 - 135 1 20

1,2-Dichloropropane 25.0 21.9 ug/L 88 64 - 135 3 20

1,3-Dichlorobenzene 25.0 22.0 ug/L 88 65 - 135 1 20

2-Butanone (MEK) 100 85.0 J ug/L 85 44 - 177 3 32

Benzene 25.0 23.4 ug/L 94 65 - 135 2 20

Bromodichloromethane 25.0 25.9 ug/L 104 65 - 135 1 20

Carbon tetrachloride 25.0 26.7 ug/L 107 65 - 135 2 21

Chlorobenzene 25.0 23.5 ug/L 94 65 - 135 1 20

Chloroform 25.0 27.2 ug/L 109 65 - 135 1 20

Ethylbenzene 25.0 21.8 ug/L 87 65 - 135 0 20

Methylene Chloride 25.0 25.1 ug/L 100 54 - 141 2 26

Tetrachloroethene 25.0 22.4 ug/L 89 65 - 135 1 20

Toluene 25.0 23.9 ug/L 96 65 - 135 0 20

trans-1,2-Dichloroethene 25.0 26.5 ug/L 106 65 - 135 1 24

Trichloroethene 25.0 23.9 ug/L 95 65 - 135 2 20

Vinyl chloride 25.0 26.8 ug/L 107 40 - 137 22 24

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

122

LCSD LCSD

Qualifier Limits%Recovery

984-Bromofluorobenzene (Surr) 78 - 120

109Dibromofluoromethane (Surr) 77 - 120

96Toluene-d8 (Surr) 80 - 125

Method: 6010B - Metals (ICP)

Client Sample ID: Method BlankLab Sample ID: MB 280-478855/1-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 479490 Prep Batch: 478855

RL MDL

Arsenic ND 10 ug/L 12/03/19 08:05 12/03/19 18:12 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-478855/2-A
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 479490 Prep Batch: 478855

Arsenic 2000 2120 ug/L 106 88 - 110

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: 2NDSUMPLab Sample ID: 280-130697-1 MS
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 479490 Prep Batch: 478855

Arsenic ND 2000 2200 ug/L 110 84 - 124

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Eurofins TestAmerica, Denver
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QC Sample Results
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

Method: 6010B - Metals (ICP) (Continued)

Client Sample ID: 2NDSUMPLab Sample ID: 280-130697-1 MSD
Matrix: Water Prep Type: Total Recoverable
Analysis Batch: 479490 Prep Batch: 478855

Arsenic ND 2000 2240 ug/L 112 84 - 124 2 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Eurofins TestAmerica, Denver
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QC Association Summary
Job ID: 280-130697-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem.-Sump

GC/MS VOA

Analysis Batch: 477682

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B280-130697-1 2NDSUMP Total/NA

Water 8260B280-130697-2 TRIP BLANK Total/NA

Water 8260BMB 280-477682/8 Method Blank Total/NA

Water 8260BLCS 280-477682/4 Lab Control Sample Total/NA

Water 8260BLCSD 280-477682/5 Lab Control Sample Dup Total/NA

Metals

Prep Batch: 478855

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3005A280-130697-1 2NDSUMP Total Recoverable

Water 3005AMB 280-478855/1-A Method Blank Total Recoverable

Water 3005ALCS 280-478855/2-A Lab Control Sample Total Recoverable

Water 3005A280-130697-1 MS 2NDSUMP Total Recoverable

Water 3005A280-130697-1 MSD 2NDSUMP Total Recoverable

Analysis Batch: 479490

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 6010B 478855280-130697-1 2NDSUMP Total Recoverable

Water 6010B 478855MB 280-478855/1-A Method Blank Total Recoverable

Water 6010B 478855LCS 280-478855/2-A Lab Control Sample Total Recoverable

Water 6010B 478855280-130697-1 MS 2NDSUMP Total Recoverable

Water 6010B 478855280-130697-1 MSD 2NDSUMP Total Recoverable

Field Service / Mobile Lab

Analysis Batch: 477217

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Field Sampling280-130697-1 2NDSUMP Total/NA

Eurofins TestAmerica, Denver
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Lab Chronicle
Client: Waste Management Job ID: 280-130697-1
Project/Site: 555|Denver/Arapahoe Chem.-Sump

Client Sample ID: 2NDSUMP Lab Sample ID: 280-130697-1
Matrix: WaterDate Collected: 11/08/19 09:00

Date Received: 11/08/19 15:50

Analysis 8260B JZ11/15/19 03:241 TAL DEN477682

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Prep 3005A 478855 12/03/19 08:05 AL TAL DENTotal Recoverable 50 mL 50 mL

Analysis 6010B 1 479490 12/03/19 18:17 CRR TAL DENTotal Recoverable

Analysis Field Sampling 1 477217 11/08/19 09:00 K1I TAL DENTotal/NA

Client Sample ID: TRIP BLANK Lab Sample ID: 280-130697-2
Matrix: WaterDate Collected: 11/08/19 09:00

Date Received: 11/08/19 15:50

Analysis 8260B JZ11/15/19 03:461 TAL DEN477682

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Login Sample Receipt Checklist

Client: Waste Management Job Number: 280-130697-1

Login Number: 130697

Question Answer Comment

Creator: Lubin, Julius C

List Source: Eurofins TestAmerica, Denver

List Number: 1

N/ARadioactivity either was not measured or, if measured, is at or below 
background

FalseThe cooler's custody seal, if present, is intact. No: Not present

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the sample IDs on the containers and 
the COC.

TrueSamples are received within Holding Time (Excluding tests with immediate 
HTs)..

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueVOA sample vials do not have headspace or bubble is <6mm (1/4") in 
diameter.

TrueIf necessary, staff have been informed of any short hold time or quick TAT 
needs

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

TrueSampling Company provided.

TrueSamples received within 48 hours of sampling.

TrueSamples requiring field filtration have been filtered in the field.

N/AChlorine Residual checked.

Eurofins TestAmerica, Denver
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ANALYTICAL REPORT
Eurofins TestAmerica, Denver
4955 Yarrow Street
Arvada, CO 80002
Tel: (303)736-0100

Laboratory Job ID: 280-133333-1
Client Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

For:
Waste Management
2400 West Union Avenue
Englewood, Colorado 80110

Attn: Mr. Tom Schweitzer

Authorized for release by:
2/5/2020 10:03:24 AM

Betsy Sara, Project Manager II
(303)736-0189
betsy.sara@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
at the e-mail address or telephone number listed on this page.

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Definitions/Glossary
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Qualifiers

GC/MS VOA
Qualifier Description

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Qualifier

Glossary
These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

Eurofins TestAmerica, Denver
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Case Narrative
Client: Waste Management Job ID: 280-133333-1
Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Job ID: 280-133333-1

Laboratory: Eurofins TestAmerica, Denver

Narrative

CASE NARRATIVE

Client: Waste Management

Project: 555|Denver/Arapahoe Chem - 2nd Sump

Report Number: 280-133333-1

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no 
problems were encountered or anomalies observed.  In addition all laboratory quality control samples were within established control 

limits, with any exceptions noted below.  Each sample was analyzed to achieve the lowest possible reporting limit within the constraints of 
the method.  In some cases, due to interference or analytes present at high concentrations, samples were diluted.  For diluted samples, 

the reporting limits are adjusted relative to the dilution required.

This report may include reporting limits (RLs) less than Eurofins TestAmerica’s standard reporting limit.  The reported sample results and 
associated reporting limits are being used specifically to meet the needs of this project.  Note that data are not normally reported to these 
levels without qualification because they are inherently less reliable and potentially less defensible than required by the latest industry 
standards.

Sample Receiving

The samples were received on 01/30/2020; the samples arrived in good condition, properly preserved and on ice.  The temperature of the 
cooler at receipt was 4.2 C.

Holding Times

All holding times were within established control limits.

Method Blanks

All Method Blanks were within established control limits.

Laboratory Control Samples (LCS)

All Laboratory Control Samples were within established control limits.

Matrix Spike and Matrix Spike Duplicate (MS/MSD)

All MS/MSD recoveries were within established control limits.

Eurofins TestAmerica, Denver
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Detection Summary
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Client Sample ID: Secondary Sump Lab Sample ID: 280-133333-1

Field pH

NONE

SU

NONEAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA15.18 Field Sampling

Field Conductivity umhos/cm Total/NA14551 Field Sampling

Field Temperature Degrees C Total/NA110.2 Field Sampling

Field Turbidity NTU Total/NA14.08 Field Sampling

Field Dissolved Oxygen mg/L Total/NA15.82 Field Sampling

Field EH/ORP millivolts Total/NA1122.0 Field Sampling

Client Sample ID: TRIP BLANK Lab Sample ID: 280-133333-2

 No Detections.

Eurofins TestAmerica, Denver

This Detection Summary does not include radiochemical test results.
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Method Summary
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Method Method Description LaboratoryProtocol

SW8468260B Volatile Organic Compounds (GC/MS) TAL DEN

EPAField Sampling Field Sampling TAL DEN

SW8465030B Purge and Trap TAL DEN

Protocol References:

EPA = US Environmental Protection Agency

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Sample Summary
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Lab Sample ID Client Sample ID ReceivedCollectedMatrix Asset ID

280-133333-1 Secondary Sump Water 01/30/20 09:40 01/30/20 15:00

280-133333-2 TRIP BLANK Water 01/30/20 09:40 01/30/20 15:00

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Method: 8260B - Volatile Organic Compounds (GC/MS)

Lab Sample ID: 280-133333-1Client Sample ID: Secondary Sump
Matrix: WaterDate Collected: 01/30/20 09:40

Date Received: 01/30/20 15:00
RL MDL

Tetrachloroethene ND 5.0 ug/L 02/01/20 19:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1,2-Dichloroethane-d4 (Surr) 114 70 - 127 02/01/20 19:55 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 102 02/01/20 19:55 178 - 120

Dibromofluoromethane (Surr) 105 02/01/20 19:55 177 - 120

Toluene-d8 (Surr) 99 02/01/20 19:55 180 - 125

Lab Sample ID: 280-133333-2Client Sample ID: TRIP BLANK
Matrix: WaterDate Collected: 01/30/20 09:40

Date Received: 01/30/20 15:00
RL MDL

Tetrachloroethene ND 5.0 ug/L 02/01/20 20:16 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1,2-Dichloroethane-d4 (Surr) 111 70 - 127 02/01/20 20:16 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 103 02/01/20 20:16 178 - 120

Dibromofluoromethane (Surr) 102 02/01/20 20:16 177 - 120

Toluene-d8 (Surr) 100 02/01/20 20:16 180 - 125

Method: Field Sampling - Field Sampling

Lab Sample ID: 280-133333-1Client Sample ID: Secondary Sump
Matrix: WaterDate Collected: 01/30/20 09:40

Date Received: 01/30/20 15:00
NONE NONE

Field pH 5.18 SU 01/30/20 09:40 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

umhos/cm 01/30/20 09:40 1Field Conductivity 4551

Degrees C 01/30/20 09:40 1Field Temperature 10.2

NTU 01/30/20 09:40 1Field Turbidity 4.08

mg/L 01/30/20 09:40 1Field Dissolved Oxygen 5.82

millivolts 01/30/20 09:40 1Field EH/ORP 122.0

Eurofins TestAmerica, Denver
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Surrogate Summary
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Method: 8260B - Volatile Organic Compounds (GC/MS)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (70-127) (78-120) (77-120) (80-125)

DCA BFB DBFM TOL

109 100 103 98280-133316-A-11 MS

Percent Surrogate Recovery (Acceptance Limits)

Matrix Spike

106 101 103 99280-133316-A-11 MSD Matrix Spike Duplicate

114 102 105 99280-133333-1 Secondary Sump

111 103 102 100280-133333-2 TRIP BLANK

105 101 102 99LCS 280-484645/4 Lab Control Sample

105 100 102 99LCSD 280-484645/5 Lab Control Sample Dup

107 101 103 100MB 280-484645/8 Method Blank

Surrogate Legend

DCA = 1,2-Dichloroethane-d4 (Surr)

BFB = 4-Bromofluorobenzene (Surr)

DBFM = Dibromofluoromethane (Surr)

TOL = Toluene-d8 (Surr)

Eurofins TestAmerica, Denver
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QC Sample Results
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Method: 8260B - Volatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 280-484645/8
Matrix: Water Prep Type: Total/NA
Analysis Batch: 484645

RL MDL

Tetrachloroethene ND 5.0 ug/L 02/01/20 12:44 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

1,2-Dichloroethane-d4 (Surr) 107 70 - 127 02/01/20 12:44 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

101 02/01/20 12:44 14-Bromofluorobenzene (Surr) 78 - 120

103 02/01/20 12:44 1Dibromofluoromethane (Surr) 77 - 120

100 02/01/20 12:44 1Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-484645/4
Matrix: Water Prep Type: Total/NA
Analysis Batch: 484645

1,1,1-Trichloroethane 25.0 24.6 ug/L 98 65 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1-Dichloroethane 25.0 25.9 ug/L 104 65 - 135

1,1-Dichloroethene 25.0 26.0 ug/L 104 65 - 136

1,2-Dichloroethane 25.0 28.0 ug/L 112 65 - 135

1,2-Dichloropropane 25.0 26.2 ug/L 105 64 - 135

1,3-Dichlorobenzene 25.0 26.1 ug/L 105 65 - 135

2-Butanone (MEK) 100 94.6 J ug/L 95 44 - 177

Benzene 25.0 25.5 ug/L 102 65 - 135

Bromodichloromethane 25.0 28.9 ug/L 116 65 - 135

Carbon tetrachloride 25.0 21.5 ug/L 86 65 - 135

Chlorobenzene 25.0 25.6 ug/L 103 65 - 135

Chloroform 25.0 27.0 ug/L 108 65 - 135

Ethylbenzene 25.0 25.7 ug/L 103 65 - 135

Methylene Chloride 25.0 26.5 ug/L 106 54 - 141

Tetrachloroethene 25.0 24.0 ug/L 96 65 - 135

Toluene 25.0 25.3 ug/L 101 65 - 135

trans-1,2-Dichloroethene 25.0 25.9 ug/L 104 65 - 135

Trichloroethene 25.0 24.8 ug/L 99 65 - 135

Vinyl chloride 25.0 21.5 ug/L 86 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

105

LCS LCS

Qualifier Limits%Recovery

1014-Bromofluorobenzene (Surr) 78 - 120

102Dibromofluoromethane (Surr) 77 - 120

99Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-484645/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 484645

1,1,1-Trichloroethane 25.0 26.0 ug/L 104 65 - 135 6 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

1,1-Dichloroethane 25.0 27.1 ug/L 108 65 - 135 4 21

1,1-Dichloroethene 25.0 26.6 ug/L 106 65 - 136 2 20

1,2-Dichloroethane 25.0 28.9 ug/L 116 65 - 135 3 20

Eurofins TestAmerica, Denver
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QC Sample Results
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-484645/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 484645

1,2-Dichloropropane 25.0 27.3 ug/L 109 64 - 135 4 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

1,3-Dichlorobenzene 25.0 27.1 ug/L 108 65 - 135 4 20

2-Butanone (MEK) 100 104 ug/L 104 44 - 177 9 32

Benzene 25.0 26.7 ug/L 107 65 - 135 5 20

Bromodichloromethane 25.0 29.8 ug/L 119 65 - 135 3 20

Carbon tetrachloride 25.0 23.2 ug/L 93 65 - 135 7 21

Chlorobenzene 25.0 26.7 ug/L 107 65 - 135 4 20

Chloroform 25.0 28.0 ug/L 112 65 - 135 4 20

Ethylbenzene 25.0 26.4 ug/L 106 65 - 135 3 20

Methylene Chloride 25.0 27.3 ug/L 109 54 - 141 3 26

Tetrachloroethene 25.0 25.0 ug/L 100 65 - 135 4 20

Toluene 25.0 26.3 ug/L 105 65 - 135 4 20

trans-1,2-Dichloroethene 25.0 26.9 ug/L 108 65 - 135 4 24

Trichloroethene 25.0 25.9 ug/L 104 65 - 135 5 20

Vinyl chloride 25.0 20.2 ug/L 81 40 - 137 6 24

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

105

LCSD LCSD

Qualifier Limits%Recovery

1004-Bromofluorobenzene (Surr) 78 - 120

102Dibromofluoromethane (Surr) 77 - 120

99Toluene-d8 (Surr) 80 - 125

Client Sample ID: Matrix SpikeLab Sample ID: 280-133316-A-11 MS
Matrix: Water Prep Type: Total/NA
Analysis Batch: 484645

1,1,1-Trichloroethane ND 25.0 26.4 ug/L 105 65 - 135

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

1,1-Dichloroethane ND 25.0 26.6 ug/L 107 65 - 135

1,1-Dichloroethene ND 25.0 29.6 ug/L 118 65 - 136

1,2-Dichloroethane ND 25.0 28.0 ug/L 112 65 - 135

1,2-Dichloropropane ND 25.0 26.4 ug/L 105 64 - 135

1,3-Dichlorobenzene ND 25.0 25.7 ug/L 103 65 - 135

2-Butanone (MEK) ND 100 ND ug/L 93 44 - 177

Benzene ND 25.0 26.5 ug/L 106 65 - 135

Bromodichloromethane ND 25.0 28.3 ug/L 113 65 - 135

Carbon tetrachloride ND 25.0 24.1 ug/L 96 65 - 135

Chlorobenzene ND 25.0 25.8 ug/L 103 65 - 135

Chloroform ND 25.0 27.7 ug/L 111 65 - 135

Ethylbenzene ND 25.0 26.6 ug/L 106 65 - 135

Methylene Chloride ND 25.0 26.7 ug/L 107 54 - 141

Tetrachloroethene ND 25.0 26.2 ug/L 105 65 - 135

Toluene ND 25.0 26.4 ug/L 106 65 - 135

trans-1,2-Dichloroethene ND 25.0 27.8 ug/L 111 65 - 135

Trichloroethene ND 25.0 26.2 ug/L 105 65 - 135

Vinyl chloride ND 25.0 31.8 ug/L 127 40 - 137

Eurofins TestAmerica, Denver
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QC Sample Results
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Matrix SpikeLab Sample ID: 280-133316-A-11 MS
Matrix: Water Prep Type: Total/NA
Analysis Batch: 484645

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

109

MS MS

Qualifier Limits%Recovery

1004-Bromofluorobenzene (Surr) 78 - 120

103Dibromofluoromethane (Surr) 77 - 120

98Toluene-d8 (Surr) 80 - 125

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-133316-A-11 MSD
Matrix: Water Prep Type: Total/NA
Analysis Batch: 484645

1,1,1-Trichloroethane ND 25.0 26.5 ug/L 106 65 - 135 1 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

1,1-Dichloroethane ND 25.0 26.7 ug/L 107 65 - 135 0 21

1,1-Dichloroethene ND 25.0 29.1 ug/L 117 65 - 136 1 20

1,2-Dichloroethane ND 25.0 27.4 ug/L 110 65 - 135 2 20

1,2-Dichloropropane ND 25.0 25.8 ug/L 103 64 - 135 2 20

1,3-Dichlorobenzene ND 25.0 25.5 ug/L 102 65 - 135 1 20

2-Butanone (MEK) ND 100 ND ug/L 88 44 - 177 5 32

Benzene ND 25.0 26.1 ug/L 104 65 - 135 1 20

Bromodichloromethane ND 25.0 28.0 ug/L 112 65 - 135 1 20

Carbon tetrachloride ND 25.0 25.1 ug/L 100 65 - 135 4 21

Chlorobenzene ND 25.0 25.6 ug/L 102 65 - 135 1 20

Chloroform ND 25.0 27.3 ug/L 109 65 - 135 1 20

Ethylbenzene ND 25.0 26.1 ug/L 105 65 - 135 2 20

Methylene Chloride ND 25.0 26.1 ug/L 104 54 - 141 2 26

Tetrachloroethene ND 25.0 25.9 ug/L 103 65 - 135 1 20

Toluene ND 25.0 26.0 ug/L 104 65 - 135 2 20

trans-1,2-Dichloroethene ND 25.0 27.7 ug/L 111 65 - 135 0 24

Trichloroethene ND 25.0 26.4 ug/L 106 65 - 135 1 20

Vinyl chloride ND 25.0 31.0 ug/L 124 40 - 137 3 24

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

106

MSD MSD

Qualifier Limits%Recovery

1014-Bromofluorobenzene (Surr) 78 - 120

103Dibromofluoromethane (Surr) 77 - 120

99Toluene-d8 (Surr) 80 - 125

Eurofins TestAmerica, Denver
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QC Association Summary
Job ID: 280-133333-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

GC/MS VOA

Analysis Batch: 484645

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B280-133333-1 Secondary Sump Total/NA

Water 8260B280-133333-2 TRIP BLANK Total/NA

Water 8260BMB 280-484645/8 Method Blank Total/NA

Water 8260BLCS 280-484645/4 Lab Control Sample Total/NA

Water 8260BLCSD 280-484645/5 Lab Control Sample Dup Total/NA

Water 8260B280-133316-A-11 MS Matrix Spike Total/NA

Water 8260B280-133316-A-11 MSD Matrix Spike Duplicate Total/NA

Field Service / Mobile Lab

Analysis Batch: 484673

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Field Sampling280-133333-1 Secondary Sump Total/NA

Eurofins TestAmerica, Denver
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Lab Chronicle
Client: Waste Management Job ID: 280-133333-1
Project/Site: 555|Denver/Arapahoe Chem - 2nd Sump

Client Sample ID: Secondary Sump Lab Sample ID: 280-133333-1
Matrix: WaterDate Collected: 01/30/20 09:40

Date Received: 01/30/20 15:00

Analysis 8260B JZ02/01/20 19:551 TAL DEN484645

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Analysis Field Sampling 1 484673 01/30/20 09:40 P1P TAL DENTotal/NA

Client Sample ID: TRIP BLANK Lab Sample ID: 280-133333-2
Matrix: WaterDate Collected: 01/30/20 09:40

Date Received: 01/30/20 15:00

Analysis 8260B JZ02/01/20 20:161 TAL DEN484645

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Login Sample Receipt Checklist

Client: Waste Management Job Number: 280-133333-1

Login Number: 133333

Question Answer Comment

Creator: Lubin, Julius C

List Source: Eurofins TestAmerica, Denver

List Number: 1

N/ARadioactivity either was not measured or, if measured, is at or below 
background

TrueThe cooler's custody seal, if present, is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the sample IDs on the containers and 
the COC.

TrueSamples are received within Holding Time (Excluding tests with immediate 
HTs)..

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueVOA sample vials do not have headspace or bubble is <6mm (1/4") in 
diameter.

TrueIf necessary, staff have been informed of any short hold time or quick TAT 
needs

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

TrueSampling Company provided.

TrueSamples received within 48 hours of sampling.

TrueSamples requiring field filtration have been filtered in the field.

N/AChlorine Residual checked.

Eurofins TestAmerica, Denver
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DACWPF Delisting Analytical Results 
 

 

 



ANALYTICAL REPORT
Eurofins TestAmerica, Denver
4955 Yarrow Street
Arvada, CO 80002
Tel: (303)736-0100

Laboratory Job ID: 280-123865-1
Client Project/Site: 555|Denver/Arapahoe Chem. - Sumps
Sampling Event: Ann. Primary & Comp Sump TCLP - May

For:
Waste Management
2400 West Union Avenue
Englewood, Colorado 80110

Attn: Mr. Tom Schweitzer

Authorized for release by:
6/24/2019 8:46:25 AM

Betsy Sara, Project Manager II
(303)736-0189
betsy.sara@testamericainc.com

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited
parameters, exceptions are noted in this report. This report may not be reproduced except in full,
and with written approval from the laboratory. For questions please contact the Project Manager
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Definitions/Glossary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Qualifiers

GC/MS VOA
Qualifier Description

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Qualifier

GC/MS Semi VOA
Qualifier Description

F2 MS/MSD RPD exceeds control limits

Qualifier

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

GC Semi VOA
Qualifier Description

F2 MS/MSD RPD exceeds control limits

Qualifier

Metals
Qualifier Description

F1 MS and/or MSD Recovery is outside acceptance limits.

Qualifier

Glossary
These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

Eurofins TestAmerica, Denver
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Case Narrative
Client: Waste Management Job ID: 280-123865-1
Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Job ID: 280-123865-1

Laboratory: Eurofins TestAmerica, Denver

Narrative

CASE NARRATIVE

Client: Waste Management

Project: 555|Denver/Arapahoe Chem. - Sumps

Report Number: 280-123865-1

With the exceptions noted as flags or footnotes, standard analytical protocols were followed in the analysis of the samples and no 
problems were encountered or anomalies observed.  In addition all laboratory quality control samples were within established control 

limits, with any exceptions noted below.  Each sample was analyzed to achieve the lowest possible reporting limit within the constraints of 
the method.  In some cases, due to interference or analytes present at high concentrations, samples were diluted.  For diluted samples, 

the reporting limits are adjusted relative to the dilution required.

This report may include reporting limits (RLs) less than Eurofins TestAmerica’s standard reporting limit.  The reported sample results and 
associated reporting limits are being used specifically to meet the needs of this project.  Note that data are not normally reported to these 
levels without qualification because they are inherently less reliable and potentially less defensible than required by the latest industry 
standards.

Sample Receiving

The samples were received on 05/16/2019; the samples arrived in good condition, properly preserved and on ice.  The temperature of the 
coolers at receipt was 5.0 C.

Holding Times

All holding times were within established control limits.

Method Blanks

All Method Blanks were within established control limits.

Laboratory Control Samples (LCS)

All Laboratory Control Samples were within established control limits.

Matrix Spike and Matrix Spike Duplicate (MS/MSD)

The Method 8270C MS/MSD performed on sample SUMPCOMP exhibited RPD results outside the RPD limits for multiple spike 
compounds. Because the corresponding Matrix Spike and Matrix Spike Duplicate recoveries, Laboratory Control Sample, and Method 

Blank sample were within control limits, this anomaly is considered to be due to matrix interference and no corrective action was taken.

The Method 8151A MS/MSD performed on sample SUMPCOMP exhibited a RPD result outside the RPD limit for 2,4,5-TP (Silvex). Because 

the corresponding Matrix Spike and Matrix Spike Duplicate recoveries, Laboratory Control Sample, and Method Blank sample were within 
control limits, this anomaly is considered to be due to matrix interference and no corrective action was taken.

The Matrix Spike and Matrix Spike Duplicate performed on a sample from another client exhibited recoveries outside control limits for 
TCLP Thallium Method 6010B. Because the corresponding Laboratory Control Sample and the Method Blank sample were within control 

limits, this anomaly may be due to matrix interference and no corrective action was taken.

All other MS/MSD samples were within established control limits.

Eurofins TestAmerica, Denver
Page 4 of 39 6/24/2019
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Detection Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Client Sample ID: TRIP BLANK Lab Sample ID: 280-123865-1

 No Detections.

Client Sample ID: PRIMARYSUMP Lab Sample ID: 280-123865-2

Tetrachloroethene

RL

0.010 mg/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

TCLP10.033 8260B

Cadmium 0.010 mg/L TCLP10.015 6010B

Nickel 0.10 mg/L TCLP10.17 6010B

Mercury 0.0020 mg/L TCLP10.0030 7470A

Total Cyanide 0.010 mg/L Total/NA10.022 335.4

Field pH SU Total/NA15.91 Field Sampling

Field Conductivity umhos/cm Total/NA17950 Field Sampling

Field Temperature Degrees C Total/NA115.8 Field Sampling

Field Turbidity NTU Total/NA13.53 Field Sampling

Field Dissolved Oxygen mg/L Total/NA158.0 Field Sampling

Field EH/ORP millivolts Total/NA1125.1 Field Sampling

Client Sample ID: SUMPCOMP Lab Sample ID: 280-123865-3

Tetrachloroethene

RL

0.010 mg/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

TCLP10.021 8260B

Nickel 0.10 mg/L TCLP10.10 6010B

Total Cyanide 0.010 mg/L Total/NA10.012 335.4

Field pH SU Total/NA16.37 Field Sampling

Field Conductivity umhos/cm Total/NA16692 Field Sampling

Field Temperature Degrees C Total/NA115.9 Field Sampling

Field Turbidity NTU Total/NA14.25 Field Sampling

Field Dissolved Oxygen mg/L Total/NA14.85 Field Sampling

Field EH/ORP millivolts Total/NA1104.3 Field Sampling

Eurofins TestAmerica, Denver

This Detection Summary does not include radiochemical test results.
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Method Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method Method Description LaboratoryProtocol

SW8468260B Volatile Organic Compounds (GC/MS) TAL DEN

SW8468270C Semivolatile Organic Compounds (GC/MS) TAL DEN

SW8468081A Organochlorine Pesticides (GC) TAL DEN

SW8468151A Herbicides (GC) TAL DEN

SW8466010B Metals (ICP) TAL DEN

SW8467470A Mercury (CVAA) TAL DEN

MCAWW335.4 Cyanide, Total TAL DEN

EPAField Sampling Field Sampling TAL DEN

SW8461311 TCLP Extraction TAL DEN

SW8463010A Preparation,  Total Metals TAL DEN

SW8463510C Liquid-Liquid Extraction (Separatory Funnel) TAL DEN

SW8465030B Purge and Trap TAL DEN

SW8467470A Preparation, Mercury TAL DEN

SW8468151A Extraction (Herbicides) TAL DEN

NoneDistill/CN Distillation, Cyanide TAL DEN

Protocol References:

EPA = US Environmental Protection Agency

MCAWW = "Methods For Chemical Analysis Of Water And Wastes", EPA-600/4-79-020, March 1983 And Subsequent Revisions.

None = None

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Sample Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Lab Sample ID Client Sample ID ReceivedCollectedMatrix Asset ID

280-123865-1 TRIP BLANK Water 05/15/19 10:05 05/16/19 12:10

280-123865-2 PRIMARYSUMP Water 05/15/19 09:40 05/16/19 12:10

280-123865-3 SUMPCOMP Water 05/15/19 10:05 05/16/19 12:10

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8260B - Volatile Organic Compounds (GC/MS)

Lab Sample ID: 280-123865-1Client Sample ID: TRIP BLANK
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

1,1-Dichloroethene ND 5.0 ug/L 05/18/19 02:21 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 05/18/19 02:21 11,2-Dichloroethane ND

100 ug/L 05/18/19 02:21 12-Butanone (MEK) ND

5.0 ug/L 05/18/19 02:21 1Benzene ND

1.0 ug/L 05/18/19 02:21 1Carbon tetrachloride ND

5.0 ug/L 05/18/19 02:21 1Chlorobenzene ND

5.0 ug/L 05/18/19 02:21 1Chloroform ND

5.0 ug/L 05/18/19 02:21 1Tetrachloroethene ND

5.0 ug/L 05/18/19 02:21 1Trichloroethene ND

2.0 ug/L 05/18/19 02:21 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 92 70 - 127 05/18/19 02:21 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 95 05/18/19 02:21 178 - 120

Dibromofluoromethane (Surr) 97 05/18/19 02:21 177 - 120

Toluene-d8 (Surr) 96 05/18/19 02:21 180 - 125

Method: 8260B - Volatile Organic Compounds (GC/MS) - TCLP

Lab Sample ID: 280-123865-2Client Sample ID: PRIMARYSUMP
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10
RL MDL

1,1-Dichloroethene ND 0.010 mg/L 05/31/19 21:48 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.010 mg/L 05/31/19 21:48 11,2-Dichloroethane ND

0.10 mg/L 05/31/19 21:48 12-Butanone ND

0.010 mg/L 05/31/19 21:48 1Benzene ND

0.010 mg/L 05/31/19 21:48 1Carbon tetrachloride ND

0.010 mg/L 05/31/19 21:48 1Chlorobenzene ND

0.010 mg/L 05/31/19 21:48 1Chloroform ND

0.010 mg/L 05/31/19 21:48 1Tetrachloroethene 0.033

0.010 mg/L 05/31/19 21:48 1Trichloroethene ND

0.010 mg/L 05/31/19 21:48 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 96 64 - 129 05/31/19 21:48 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 101 05/31/19 21:48 178 - 121

Dibromofluoromethane (Surr) 100 05/31/19 21:48 179 - 119

Toluene-d8 (Surr) 101 05/31/19 21:48 178 - 120

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

1,1-Dichloroethene ND 0.010 mg/L 05/31/19 22:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.010 mg/L 05/31/19 22:10 11,2-Dichloroethane ND

0.10 mg/L 05/31/19 22:10 12-Butanone ND

0.010 mg/L 05/31/19 22:10 1Benzene ND

0.010 mg/L 05/31/19 22:10 1Carbon tetrachloride ND

0.010 mg/L 05/31/19 22:10 1Chlorobenzene ND

0.010 mg/L 05/31/19 22:10 1Chloroform ND

Eurofins TestAmerica, Denver

Page 8 of 39 6/24/2019

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15



Client Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8260B - Volatile Organic Compounds (GC/MS) - TCLP (Continued)

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

Tetrachloroethene 0.021 0.010 mg/L 05/31/19 22:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.010 mg/L 05/31/19 22:10 1Trichloroethene ND

0.010 mg/L 05/31/19 22:10 1Vinyl chloride ND

1,2-Dichloroethane-d4 (Surr) 96 64 - 129 05/31/19 22:10 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

4-Bromofluorobenzene (Surr) 102 05/31/19 22:10 178 - 121

Dibromofluoromethane (Surr) 98 05/31/19 22:10 179 - 119

Toluene-d8 (Surr) 103 05/31/19 22:10 178 - 120

Method: 8270C - Semivolatile Organic Compounds (GC/MS) - TCLP

Lab Sample ID: 280-123865-2Client Sample ID: PRIMARYSUMP
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10
RL MDL

1,4-Dichlorobenzene ND 0.10 mg/L 05/24/19 07:57 06/06/19 00:19 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 12,4,5-Trichlorophenol ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 12,4,6-Trichlorophenol ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 12,4-Dinitrotoluene ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 12-Methylphenol ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 13-Methylphenol & 4-Methylphenol ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 1Hexachlorobenzene ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 1Hexachlorobutadiene ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 1Hexachloroethane ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 1Nitrobenzene ND

0.50 mg/L 05/24/19 07:57 06/06/19 00:19 1Pentachlorophenol ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:19 1Pyridine ND

2,4,6-Tribromophenol 91 50 - 135 05/24/19 07:57 06/06/19 00:19 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

2-Fluorobiphenyl 84 05/24/19 07:57 06/06/19 00:19 150 - 135

2-Fluorophenol 80 05/24/19 07:57 06/06/19 00:19 146 - 135

Nitrobenzene-d5 82 05/24/19 07:57 06/06/19 00:19 149 - 135

Phenol-d5 73 05/24/19 07:57 06/06/19 00:19 140 - 135

Terphenyl-d14 77 05/24/19 07:57 06/06/19 00:19 152 - 135

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

1,4-Dichlorobenzene ND F2 0.10 mg/L 05/24/19 07:57 06/06/19 00:42 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 12,4,5-Trichlorophenol ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 12,4,6-Trichlorophenol ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 12,4-Dinitrotoluene ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 12-Methylphenol ND F2

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 13-Methylphenol & 4-Methylphenol ND F2

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 1Hexachlorobenzene ND

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 1Hexachlorobutadiene ND F2

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 1Hexachloroethane ND F2

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 1Nitrobenzene ND F2

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8270C - Semivolatile Organic Compounds (GC/MS) - TCLP (Continued)

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

Pentachlorophenol ND 0.50 mg/L 05/24/19 07:57 06/06/19 00:42 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.10 mg/L 05/24/19 07:57 06/06/19 00:42 1Pyridine ND

2,4,6-Tribromophenol 85 50 - 135 05/24/19 07:57 06/06/19 00:42 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

2-Fluorobiphenyl 71 05/24/19 07:57 06/06/19 00:42 150 - 135

2-Fluorophenol 69 05/24/19 07:57 06/06/19 00:42 146 - 135

Nitrobenzene-d5 71 05/24/19 07:57 06/06/19 00:42 149 - 135

Phenol-d5 62 05/24/19 07:57 06/06/19 00:42 140 - 135

Terphenyl-d14 77 05/24/19 07:57 06/06/19 00:42 152 - 135

Method: 8081A - Organochlorine Pesticides (GC) - TCLP

Lab Sample ID: 280-123865-2Client Sample ID: PRIMARYSUMP
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10
RL MDL

Endrin ND 0.00050 mg/L 05/24/19 12:03 06/05/19 23:48 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.00050 mg/L 05/24/19 12:03 06/05/19 23:48 1Heptachlor ND

0.00050 mg/L 05/24/19 12:03 06/05/19 23:48 1Heptachlor epoxide ND

0.00050 mg/L 05/24/19 12:03 06/05/19 23:48 1gamma-BHC (Lindane) ND

0.020 mg/L 05/24/19 12:03 06/05/19 23:48 1Toxaphene ND

0.0010 mg/L 05/24/19 12:03 06/05/19 23:48 1Methoxychlor ND

0.0050 mg/L 05/24/19 12:03 06/05/19 23:48 1Technical Chlordane ND

DCB Decachlorobiphenyl 79 34 - 122 05/24/19 12:03 06/05/19 23:48 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Tetrachloro-m-xylene 71 05/24/19 12:03 06/05/19 23:48 128 - 115

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

Endrin ND 0.00050 mg/L 05/24/19 12:03 06/06/19 02:24 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.00050 mg/L 05/24/19 12:03 06/06/19 02:24 1Heptachlor ND

0.00050 mg/L 05/24/19 12:03 06/06/19 02:24 1Heptachlor epoxide ND

0.00050 mg/L 05/24/19 12:03 06/06/19 02:24 1gamma-BHC (Lindane) ND

0.020 mg/L 05/24/19 12:03 06/06/19 02:24 1Toxaphene ND

0.0010 mg/L 05/24/19 12:03 06/06/19 02:24 1Methoxychlor ND

0.0050 mg/L 05/24/19 12:03 06/06/19 02:24 1Technical Chlordane ND

DCB Decachlorobiphenyl 91 34 - 122 05/24/19 12:03 06/06/19 02:24 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Tetrachloro-m-xylene 73 05/24/19 12:03 06/06/19 02:24 128 - 115

Eurofins TestAmerica, Denver
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Client Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8151A - Herbicides (GC) - TCLP

Lab Sample ID: 280-123865-2Client Sample ID: PRIMARYSUMP
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10
RL MDL

2,4-D ND 0.040 mg/L 05/24/19 15:57 06/04/19 23:25 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.010 mg/L 05/24/19 15:57 06/04/19 23:25 12,4,5-TP (Silvex) ND

2,4-Dichlorophenylacetic acid 85 10 - 131 05/24/19 15:57 06/04/19 23:25 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

2,4-D ND 0.040 mg/L 05/24/19 15:57 06/04/19 23:43 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.010 mg/L 05/24/19 15:57 06/04/19 23:43 12,4,5-TP (Silvex) ND F2

2,4-Dichlorophenylacetic acid 74 10 - 131 05/24/19 15:57 06/04/19 23:43 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Method: 6010B - Metals (ICP) - TCLP

Lab Sample ID: 280-123865-2Client Sample ID: PRIMARYSUMP
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10
RL MDL

Arsenic ND 0.050 mg/L 06/13/19 08:00 06/13/19 21:17 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.50 mg/L 06/13/19 08:00 06/13/19 21:17 1Barium ND

0.010 mg/L 06/07/19 07:00 06/08/19 18:50 1Cadmium 0.015

0.010 mg/L 06/07/19 07:00 06/08/19 18:50 1Chromium ND

0.030 mg/L 06/07/19 07:00 06/08/19 18:50 1Lead ND

0.10 mg/L 06/07/19 07:00 06/08/19 18:50 1Nickel 0.17

0.050 mg/L 06/13/19 08:00 06/13/19 21:17 1Selenium ND

0.010 mg/L 06/07/19 07:00 06/08/19 18:50 1Silver ND

0.10 mg/L 06/07/19 07:00 06/08/19 18:50 1Thallium ND

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

Arsenic ND 0.050 mg/L 06/13/19 08:00 06/13/19 21:21 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.50 mg/L 06/13/19 08:00 06/13/19 21:21 1Barium ND

0.010 mg/L 06/07/19 07:00 06/08/19 18:53 1Cadmium ND

0.010 mg/L 06/07/19 07:00 06/08/19 18:53 1Chromium ND

0.030 mg/L 06/07/19 07:00 06/08/19 18:53 1Lead ND

0.10 mg/L 06/07/19 07:00 06/08/19 18:53 1Nickel 0.10

0.050 mg/L 06/13/19 08:00 06/13/19 21:21 1Selenium ND

0.010 mg/L 06/07/19 07:00 06/08/19 18:53 1Silver ND

0.10 mg/L 06/07/19 07:00 06/08/19 18:53 1Thallium ND
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Client Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 7470A - Mercury (CVAA) - TCLP

Lab Sample ID: 280-123865-2Client Sample ID: PRIMARYSUMP
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10
RL MDL

Mercury 0.0030 0.0020 mg/L 05/28/19 17:00 05/29/19 14:02 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

Mercury ND 0.0020 mg/L 05/28/19 17:00 05/29/19 14:04 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

General Chemistry

Lab Sample ID: 280-123865-2Client Sample ID: PRIMARYSUMP
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10
RL MDL

Total Cyanide 0.022 0.010 mg/L 05/24/19 11:47 05/24/19 17:48 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
RL MDL

Total Cyanide 0.012 0.010 mg/L 05/24/19 11:47 05/24/19 17:50 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Method: Field Sampling - Field Sampling

Lab Sample ID: 280-123865-2Client Sample ID: PRIMARYSUMP
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10
NONE NONE

Field pH 5.91 SU 05/15/19 09:40 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

umhos/cm 05/15/19 09:40 1Field Conductivity 7950

Degrees C 05/15/19 09:40 1Field Temperature 15.8

NTU 05/15/19 09:40 1Field Turbidity 3.53

mg/L 05/15/19 09:40 1Field Dissolved Oxygen 58.0

millivolts 05/15/19 09:40 1Field EH/ORP 125.1

Lab Sample ID: 280-123865-3Client Sample ID: SUMPCOMP
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10
NONE NONE

Field pH 6.37 SU 05/15/19 10:05 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

umhos/cm 05/15/19 10:05 1Field Conductivity 6692

Degrees C 05/15/19 10:05 1Field Temperature 15.9

NTU 05/15/19 10:05 1Field Turbidity 4.25

mg/L 05/15/19 10:05 1Field Dissolved Oxygen 4.85

millivolts 05/15/19 10:05 1Field EH/ORP 104.3
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Surrogate Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8260B - Volatile Organic Compounds (GC/MS)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (70-127) (78-120) (77-120) (80-125)

DCA BFB DBFM TOL

92 95 97 96280-123865-1

Percent Surrogate Recovery (Acceptance Limits)

TRIP BLANK

89 96 96 97280-123880-D-10 MS Matrix Spike

88 95 97 94280-123880-D-10 MSD Matrix Spike Duplicate

89 95 97 96LCS 280-458630/15 Lab Control Sample

95 98 96 96MB 280-458630/5 Method Blank

Surrogate Legend

DCA = 1,2-Dichloroethane-d4 (Surr)

BFB = 4-Bromofluorobenzene (Surr)

DBFM = Dibromofluoromethane (Surr)

TOL = Toluene-d8 (Surr)

Method: 8260B - Volatile Organic Compounds (GC/MS)
Prep Type: TCLPMatrix: Water

Lab Sample ID Client Sample ID (64-129) (78-121) (79-119) (78-120)

DCA BFB DBFM TOL

96 101 100 101280-123865-2

Percent Surrogate Recovery (Acceptance Limits)

PRIMARYSUMP

96 102 98 103280-123865-3 SUMPCOMP

95 100 100 102280-123918-AM-1-B MS Matrix Spike

100 101 102 101280-123918-AM-1-C MSD Matrix Spike Duplicate

97 102 101 102LCS 280-459693/2-A Lab Control Sample

93 102 96 103MB 280-459693/1-A Method Blank

Surrogate Legend

DCA = 1,2-Dichloroethane-d4 (Surr)

BFB = 4-Bromofluorobenzene (Surr)

DBFM = Dibromofluoromethane (Surr)

TOL = Toluene-d8 (Surr)

Method: 8270C - Semivolatile Organic Compounds (GC/MS)
Prep Type: TCLPMatrix: Water

Lab Sample ID Client Sample ID (50-135) (50-135) (46-135) (49-135) (40-135) (52-135)

TBP FBP 2FP NBZ PHL TPHL

91 84 80 82 73 77280-123865-2

Percent Surrogate Recovery (Acceptance Limits)

PRIMARYSUMP

85 71 69 6271 77280-123865-3 SUMPCOMP

94 79 72 6877 78280-123865-3 MS SUMPCOMP

88 56 50 4454 78280-123865-3 MSD SUMPCOMP

77 81 76 7078 90LB3 280-458597/1-C Method Blank

80 66 54 4860 99LB3 280-458597/1-E Method Blank

90 85 79 7382 87LCS 280-458597/2-C Lab Control Sample

75 59 51 4556 93LCS 280-458597/2-E Lab Control Sample

Surrogate Legend

TBP = 2,4,6-Tribromophenol

FBP = 2-Fluorobiphenyl

2FP = 2-Fluorophenol

NBZ = Nitrobenzene-d5

PHL = Phenol-d5
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Surrogate Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps
TPHL = Terphenyl-d14

Method: 8081A - Organochlorine Pesticides (GC)
Prep Type: TCLPMatrix: Water

Lab Sample ID Client Sample ID (34-122) (28-115)

DCBP1 TCX1

79 71280-123865-2

Percent Surrogate Recovery (Acceptance Limits)

PRIMARYSUMP

71 70280-123865-2 MS PRIMARYSUMP

83 69280-123865-2 MSD PRIMARYSUMP

91 73280-123865-3 SUMPCOMP

82 74LB3 280-458597/1-G Method Blank

87 75LCS 280-458597/2-G Lab Control Sample

Surrogate Legend

DCBP = DCB Decachlorobiphenyl

TCX = Tetrachloro-m-xylene

Method: 8151A - Herbicides (GC)
Prep Type: TCLPMatrix: Water

Lab Sample ID Client Sample ID (10-131)

DCPAA1

85280-123865-2

Percent Surrogate Recovery (Acceptance Limits)

PRIMARYSUMP

74280-123865-3 SUMPCOMP

82280-123865-3 MS SUMPCOMP

97280-123865-3 MSD SUMPCOMP

93LB3 280-458597/1-H Method Blank

87LCS 280-458597/2-I Lab Control Sample

Surrogate Legend

DCPAA = 2,4-Dichlorophenylacetic acid
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8260B - Volatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 280-458630/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458630

RL MDL

1,1-Dichloroethene ND 5.0 ug/L 05/17/19 22:32 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 1.0 ug/L 05/17/19 22:32 11,2-Dichloroethane

ND 100 ug/L 05/17/19 22:32 12-Butanone (MEK)

ND 5.0 ug/L 05/17/19 22:32 1Benzene

ND 1.0 ug/L 05/17/19 22:32 1Carbon tetrachloride

ND 5.0 ug/L 05/17/19 22:32 1Chlorobenzene

ND 5.0 ug/L 05/17/19 22:32 1Chloroform

ND 5.0 ug/L 05/17/19 22:32 1Tetrachloroethene

ND 5.0 ug/L 05/17/19 22:32 1Trichloroethene

ND 2.0 ug/L 05/17/19 22:32 1Vinyl chloride

1,2-Dichloroethane-d4 (Surr) 95 70 - 127 05/17/19 22:32 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

98 05/17/19 22:32 14-Bromofluorobenzene (Surr) 78 - 120

96 05/17/19 22:32 1Dibromofluoromethane (Surr) 77 - 120

96 05/17/19 22:32 1Toluene-d8 (Surr) 80 - 125

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458630/15
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458630

1,1,1-Trichloroethane 25.0 20.8 ug/L 83 65 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1-Dichloroethane 25.0 21.7 ug/L 87 65 - 135

1,1-Dichloroethene 25.0 21.9 ug/L 87 65 - 136

1,2-Dichloroethane 25.0 21.6 ug/L 86 65 - 135

1,2-Dichloropropane 25.0 23.4 ug/L 94 64 - 135

1,3-Dichlorobenzene 25.0 23.0 ug/L 92 65 - 135

2-Butanone (MEK) 100 95.7 J ug/L 96 44 - 177

Benzene 25.0 22.9 ug/L 92 65 - 135

Bromodichloromethane 25.0 20.4 ug/L 82 65 - 135

Carbon tetrachloride 25.0 21.9 ug/L 88 65 - 135

Chlorobenzene 25.0 23.0 ug/L 92 65 - 135

Chloroform 25.0 21.0 ug/L 84 65 - 135

Ethylbenzene 25.0 22.6 ug/L 90 65 - 135

Methylene Chloride 25.0 21.8 ug/L 87 54 - 141

Tetrachloroethene 25.0 24.5 ug/L 98 65 - 135

Toluene 25.0 22.0 ug/L 88 65 - 135

trans-1,2-Dichloroethene 25.0 22.1 ug/L 88 65 - 135

Trichloroethene 25.0 22.7 ug/L 91 65 - 135

Vinyl chloride 25.0 22.1 ug/L 88 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

89

LCS LCS

Qualifier Limits%Recovery

954-Bromofluorobenzene (Surr) 78 - 120

97Dibromofluoromethane (Surr) 77 - 120

96Toluene-d8 (Surr) 80 - 125
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Matrix SpikeLab Sample ID: 280-123880-D-10 MS
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458630

1,1,1-Trichloroethane ND 25.0 22.2 ug/L 89 65 - 135

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

1,1-Dichloroethane ND 25.0 23.6 ug/L 94 65 - 135

1,1-Dichloroethene ND 25.0 23.9 ug/L 95 65 - 136

1,2-Dichloroethane ND 25.0 22.5 ug/L 90 65 - 135

1,2-Dichloropropane ND 25.0 24.7 ug/L 99 64 - 135

1,3-Dichlorobenzene ND 25.0 23.8 ug/L 95 65 - 135

2-Butanone (MEK) ND 100 111 ug/L 109 44 - 177

Benzene ND 25.0 24.6 ug/L 98 65 - 135

Bromodichloromethane ND 25.0 21.3 ug/L 85 65 - 135

Carbon tetrachloride ND 25.0 23.1 ug/L 93 65 - 135

Chlorobenzene ND 25.0 24.0 ug/L 96 65 - 135

Chloroform ND 25.0 26.0 ug/L 89 65 - 135

Ethylbenzene ND 25.0 23.6 ug/L 94 65 - 135

Methylene Chloride ND 25.0 23.1 ug/L 92 54 - 141

Tetrachloroethene ND 25.0 25.3 ug/L 101 65 - 135

Toluene ND 25.0 24.2 ug/L 95 65 - 135

trans-1,2-Dichloroethene ND 25.0 23.3 ug/L 93 65 - 135

Trichloroethene ND 25.0 24.3 ug/L 97 65 - 135

Vinyl chloride ND 25.0 24.4 ug/L 98 40 - 137

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

89

MS MS

Qualifier Limits%Recovery

964-Bromofluorobenzene (Surr) 78 - 120

96Dibromofluoromethane (Surr) 77 - 120

97Toluene-d8 (Surr) 80 - 125

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-123880-D-10 MSD
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458630

1,1,1-Trichloroethane ND 25.0 22.4 ug/L 90 65 - 135 1 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

1,1-Dichloroethane ND 25.0 23.1 ug/L 92 65 - 135 2 21

1,1-Dichloroethene ND 25.0 23.8 ug/L 95 65 - 136 0 20

1,2-Dichloroethane ND 25.0 22.5 ug/L 90 65 - 135 0 20

1,2-Dichloropropane ND 25.0 24.6 ug/L 98 64 - 135 0 20

1,3-Dichlorobenzene ND 25.0 23.0 ug/L 92 65 - 135 3 20

2-Butanone (MEK) ND 100 130 ug/L 128 44 - 177 16 32

Benzene ND 25.0 24.3 ug/L 97 65 - 135 1 20

Bromodichloromethane ND 25.0 21.6 ug/L 86 65 - 135 1 20

Carbon tetrachloride ND 25.0 23.6 ug/L 94 65 - 135 2 21

Chlorobenzene ND 25.0 23.9 ug/L 95 65 - 135 1 20

Chloroform ND 25.0 26.1 ug/L 89 65 - 135 0 20

Ethylbenzene ND 25.0 23.3 ug/L 93 65 - 135 1 20

Methylene Chloride ND 25.0 23.2 ug/L 93 54 - 141 1 26

Tetrachloroethene ND 25.0 25.0 ug/L 100 65 - 135 1 20

Toluene ND 25.0 23.9 ug/L 94 65 - 135 1 20

trans-1,2-Dichloroethene ND 25.0 23.2 ug/L 93 65 - 135 1 24
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-123880-D-10 MSD
Matrix: Water Prep Type: Total/NA
Analysis Batch: 458630

Trichloroethene ND 25.0 24.0 ug/L 96 65 - 135 1 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Vinyl chloride ND 25.0 24.1 ug/L 96 40 - 137 1 24

1,2-Dichloroethane-d4 (Surr) 70 - 127

Surrogate

88

MSD MSD

Qualifier Limits%Recovery

954-Bromofluorobenzene (Surr) 78 - 120

97Dibromofluoromethane (Surr) 77 - 120

94Toluene-d8 (Surr) 80 - 125

Client Sample ID: Method BlankLab Sample ID: MB 280-459693/1-A
Matrix: Water Prep Type: TCLP
Analysis Batch: 460069

RL MDL

1,1-Dichloroethene ND 0.010 mg/L 05/31/19 19:10 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.010 mg/L 05/31/19 19:10 11,2-Dichloroethane

ND 0.10 mg/L 05/31/19 19:10 12-Butanone

ND 0.010 mg/L 05/31/19 19:10 1Benzene

ND 0.010 mg/L 05/31/19 19:10 1Carbon tetrachloride

ND 0.010 mg/L 05/31/19 19:10 1Chlorobenzene

ND 0.010 mg/L 05/31/19 19:10 1Chloroform

ND 0.010 mg/L 05/31/19 19:10 1Tetrachloroethene

ND 0.010 mg/L 05/31/19 19:10 1Trichloroethene

ND 0.010 mg/L 05/31/19 19:10 1Vinyl chloride

1,2-Dichloroethane-d4 (Surr) 93 64 - 129 05/31/19 19:10 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

102 05/31/19 19:10 14-Bromofluorobenzene (Surr) 78 - 121

96 05/31/19 19:10 1Dibromofluoromethane (Surr) 79 - 119

103 05/31/19 19:10 1Toluene-d8 (Surr) 78 - 120

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-459693/2-A
Matrix: Water Prep Type: TCLP
Analysis Batch: 460069

1,1-Dichloroethene 0.250 0.236 mg/L 94 71 - 136

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,2-Dichloroethane 0.250 0.219 mg/L 87 70 - 135

2-Butanone 1.00 0.976 mg/L 98 44 - 150

Benzene 0.250 0.234 mg/L 94 74 - 135

Carbon tetrachloride 0.250 0.187 mg/L 75 67 - 135

Chlorobenzene 0.250 0.236 mg/L 94 76 - 135

Chloroform 0.250 0.234 mg/L 93 76 - 120

Tetrachloroethene 0.250 0.213 mg/L 85 70 - 135

Trichloroethene 0.250 0.234 mg/L 93 73 - 135

Vinyl chloride 0.250 0.239 mg/L 96 40 - 144
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8260B - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-459693/2-A
Matrix: Water Prep Type: TCLP
Analysis Batch: 460069

1,2-Dichloroethane-d4 (Surr) 64 - 129

Surrogate

97

LCS LCS

Qualifier Limits%Recovery

1024-Bromofluorobenzene (Surr) 78 - 121

101Dibromofluoromethane (Surr) 79 - 119

102Toluene-d8 (Surr) 78 - 120

Client Sample ID: Matrix SpikeLab Sample ID: 280-123918-AM-1-B MS
Matrix: Water Prep Type: TCLP
Analysis Batch: 460069

1,1-Dichloroethene ND 0.250 0.266 mg/L 106 71 - 136

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

1,2-Dichloroethane ND 0.250 0.235 mg/L 93 70 - 135

2-Butanone ND 1.00 1.00 mg/L 100 44 - 150

Benzene ND 0.250 0.263 mg/L 105 74 - 135

Carbon tetrachloride ND 0.250 0.208 mg/L 83 67 - 135

Chlorobenzene ND 0.250 0.259 mg/L 104 76 - 135

Chloroform ND 0.250 0.258 mg/L 103 76 - 120

Tetrachloroethene ND 0.250 0.237 mg/L 95 70 - 135

Trichloroethene ND 0.250 0.260 mg/L 104 73 - 135

Vinyl chloride ND 0.250 0.273 mg/L 109 40 - 144

1,2-Dichloroethane-d4 (Surr) 64 - 129

Surrogate

95

MS MS

Qualifier Limits%Recovery

1004-Bromofluorobenzene (Surr) 78 - 121

100Dibromofluoromethane (Surr) 79 - 119

102Toluene-d8 (Surr) 78 - 120

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-123918-AM-1-C MSD
Matrix: Water Prep Type: TCLP
Analysis Batch: 460069

1,1-Dichloroethene ND 0.250 0.235 mg/L 94 71 - 136 12 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

1,2-Dichloroethane ND 0.250 0.217 mg/L 86 70 - 135 8 20

2-Butanone ND 1.00 0.873 mg/L 87 44 - 150 14 32

Benzene ND 0.250 0.234 mg/L 94 74 - 135 12 20

Carbon tetrachloride ND 0.250 0.183 mg/L 73 67 - 135 13 21

Chlorobenzene ND 0.250 0.230 mg/L 92 76 - 135 12 20

Chloroform ND 0.250 0.232 mg/L 93 76 - 120 10 20

Tetrachloroethene ND 0.250 0.204 mg/L 82 70 - 135 15 20

Trichloroethene ND 0.250 0.237 mg/L 95 73 - 135 9 20

Vinyl chloride ND 0.250 0.246 mg/L 99 40 - 144 10 24

1,2-Dichloroethane-d4 (Surr) 64 - 129

Surrogate

100

MSD MSD

Qualifier Limits%Recovery

1014-Bromofluorobenzene (Surr) 78 - 121

102Dibromofluoromethane (Surr) 79 - 119

101Toluene-d8 (Surr) 78 - 120
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8270C - Semivolatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: LB3 280-458597/1-C
Matrix: Water Prep Type: TCLP
Analysis Batch: 460591 Prep Batch: 459193

RL MDL

1,4-Dichlorobenzene ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 1

LB3 LB3

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 12,4,5-Trichlorophenol

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 12,4,6-Trichlorophenol

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 12,4-Dinitrotoluene

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 12-Methylphenol

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 13-Methylphenol & 4-Methylphenol

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 1Hexachlorobenzene

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 1Hexachlorobutadiene

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 1Hexachloroethane

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 1Nitrobenzene

ND 0.50 mg/L 05/23/19 10:43 06/05/19 21:35 1Pentachlorophenol

ND 0.10 mg/L 05/23/19 10:43 06/05/19 21:35 1Pyridine

2,4,6-Tribromophenol 77 50 - 135 06/05/19 21:35 1

LB3 LB3

Surrogate

05/23/19 10:43

Dil FacPrepared AnalyzedQualifier Limits%Recovery

81 05/23/19 10:43 06/05/19 21:35 12-Fluorobiphenyl 50 - 135

76 05/23/19 10:43 06/05/19 21:35 12-Fluorophenol 46 - 135

78 05/23/19 10:43 06/05/19 21:35 1Nitrobenzene-d5 49 - 135

70 05/23/19 10:43 06/05/19 21:35 1Phenol-d5 40 - 135

90 05/23/19 10:43 06/05/19 21:35 1Terphenyl-d14 52 - 135

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458597/2-C
Matrix: Water Prep Type: TCLP
Analysis Batch: 460591 Prep Batch: 459193

1,4-Dichlorobenzene 0.400 0.294 mg/L 73 44 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

2,4,5-Trichlorophenol 0.400 0.354 mg/L 89 56 - 135

2,4,6-Trichlorophenol 0.400 0.365 mg/L 91 53 - 135

2,4-Dinitrotoluene 0.400 0.353 mg/L 88 37 - 135

2-Methylphenol 0.400 0.333 mg/L 83 51 - 135

3-Methylphenol & 4-Methylphenol 0.400 0.332 mg/L 83 50 - 135

Hexachlorobenzene 0.400 0.346 mg/L 87 60 - 135

Hexachlorobutadiene 0.400 0.317 mg/L 79 41 - 135

Hexachloroethane 0.400 0.290 mg/L 72 41 - 135

Nitrobenzene 0.400 0.344 mg/L 86 50 - 135

Pentachlorophenol 0.800 0.662 mg/L 83 33 - 135

Pyridine 0.800 0.148 mg/L 19 10 - 135

2,4,6-Tribromophenol 50 - 135

Surrogate

90

LCS LCS

Qualifier Limits%Recovery

852-Fluorobiphenyl 50 - 135

792-Fluorophenol 46 - 135

82Nitrobenzene-d5 49 - 135

73Phenol-d5 40 - 135

87Terphenyl-d14 52 - 135
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8270C - Semivolatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Method BlankLab Sample ID: LB3 280-458597/1-E
Matrix: Water Prep Type: TCLP
Analysis Batch: 460591 Prep Batch: 459295

RL MDL

1,4-Dichlorobenzene ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 1

LB3 LB3

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 12,4,5-Trichlorophenol

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 12,4,6-Trichlorophenol

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 12,4-Dinitrotoluene

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 12-Methylphenol

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 13-Methylphenol & 4-Methylphenol

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 1Hexachlorobenzene

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 1Hexachlorobutadiene

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 1Hexachloroethane

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 1Nitrobenzene

ND 0.50 mg/L 05/24/19 07:57 06/05/19 20:49 1Pentachlorophenol

ND 0.10 mg/L 05/24/19 07:57 06/05/19 20:49 1Pyridine

2,4,6-Tribromophenol 80 50 - 135 06/05/19 20:49 1

LB3 LB3

Surrogate

05/24/19 07:57

Dil FacPrepared AnalyzedQualifier Limits%Recovery

66 05/24/19 07:57 06/05/19 20:49 12-Fluorobiphenyl 50 - 135

54 05/24/19 07:57 06/05/19 20:49 12-Fluorophenol 46 - 135

60 05/24/19 07:57 06/05/19 20:49 1Nitrobenzene-d5 49 - 135

48 05/24/19 07:57 06/05/19 20:49 1Phenol-d5 40 - 135

99 05/24/19 07:57 06/05/19 20:49 1Terphenyl-d14 52 - 135

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458597/2-E
Matrix: Water Prep Type: TCLP
Analysis Batch: 460591 Prep Batch: 459295

1,4-Dichlorobenzene 0.250 0.130 mg/L 52 44 - 135

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

2,4,5-Trichlorophenol 0.250 0.148 mg/L 59 56 - 135

2,4,6-Trichlorophenol 0.250 0.143 mg/L 57 53 - 135

2,4-Dinitrotoluene 0.100 0.0508 J mg/L 51 37 - 135

2-Methylphenol 0.250 0.134 mg/L 54 51 - 135

3-Methylphenol & 4-Methylphenol 0.500 0.275 mg/L 55 50 - 135

Hexachlorobenzene 0.100 0.0875 J mg/L 88 60 - 135

Hexachlorobutadiene 0.250 0.136 mg/L 54 41 - 135

Hexachloroethane 0.250 0.133 mg/L 53 41 - 135

Nitrobenzene 0.250 0.150 mg/L 60 50 - 135

Pentachlorophenol 0.500 0.346 J mg/L 69 33 - 135

Pyridine 0.250 0.0612 J mg/L 24 10 - 135

2,4,6-Tribromophenol 50 - 135

Surrogate

75

LCS LCS

Qualifier Limits%Recovery

592-Fluorobiphenyl 50 - 135

512-Fluorophenol 46 - 135

56Nitrobenzene-d5 49 - 135

45Phenol-d5 40 - 135

93Terphenyl-d14 52 - 135
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8270C - Semivolatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: SUMPCOMPLab Sample ID: 280-123865-3 MS
Matrix: Water Prep Type: TCLP
Analysis Batch: 460591 Prep Batch: 459295

1,4-Dichlorobenzene ND F2 0.250 0.178 mg/L 71 44 - 135

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

2,4,5-Trichlorophenol ND 0.250 0.228 mg/L 91 56 - 135

2,4,6-Trichlorophenol ND 0.250 0.225 mg/L 90 53 - 135

2,4-Dinitrotoluene ND 0.100 ND mg/L 74 37 - 135

2-Methylphenol ND F2 0.250 0.202 mg/L 81 51 - 135

3-Methylphenol & 4-Methylphenol ND F2 0.500 0.419 mg/L 84 50 - 135

Hexachlorobenzene ND 0.100 ND mg/L 83 60 - 135

Hexachlorobutadiene ND F2 0.250 0.180 mg/L 72 41 - 135

Hexachloroethane ND F2 0.250 0.179 mg/L 72 41 - 135

Nitrobenzene ND F2 0.250 0.202 mg/L 81 50 - 135

Pentachlorophenol ND 0.500 ND mg/L 80 33 - 135

Pyridine ND 0.250 ND mg/L 29 10 - 135

2,4,6-Tribromophenol 50 - 135

Surrogate

94

MS MS

Qualifier Limits%Recovery

792-Fluorobiphenyl 50 - 135

722-Fluorophenol 46 - 135

77Nitrobenzene-d5 49 - 135

68Phenol-d5 40 - 135

78Terphenyl-d14 52 - 135

Client Sample ID: SUMPCOMPLab Sample ID: 280-123865-3 MSD
Matrix: Water Prep Type: TCLP
Analysis Batch: 460591 Prep Batch: 459295

1,4-Dichlorobenzene ND F2 0.250 0.129 F2 mg/L 52 44 - 135 32 30

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

2,4,5-Trichlorophenol ND 0.250 0.194 mg/L 78 56 - 135 16 30

2,4,6-Trichlorophenol ND 0.250 0.178 mg/L 71 53 - 135 23 30

2,4-Dinitrotoluene ND 0.100 ND mg/L 69 37 - 135 7 30

2-Methylphenol ND F2 0.250 0.135 F2 mg/L 54 51 - 135 40 30

3-Methylphenol & 4-Methylphenol ND F2 0.500 0.287 F2 mg/L 57 50 - 135 37 30

Hexachlorobenzene ND 0.100 ND mg/L 74 60 - 135 12 30

Hexachlorobutadiene ND F2 0.250 0.122 F2 mg/L 49 41 - 135 38 30

Hexachloroethane ND F2 0.250 0.128 F2 mg/L 51 41 - 135 34 30

Nitrobenzene ND F2 0.250 0.137 F2 mg/L 55 50 - 135 39 30

Pentachlorophenol ND 0.500 ND mg/L 73 33 - 135 8 30

Pyridine ND 0.250 ND mg/L 36 10 - 135 21 50

2,4,6-Tribromophenol 50 - 135

Surrogate

88

MSD MSD

Qualifier Limits%Recovery

562-Fluorobiphenyl 50 - 135

502-Fluorophenol 46 - 135

54Nitrobenzene-d5 49 - 135

44Phenol-d5 40 - 135

78Terphenyl-d14 52 - 135
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8081A - Organochlorine Pesticides (GC)

Client Sample ID: Method BlankLab Sample ID: LB3 280-458597/1-G
Matrix: Water Prep Type: TCLP
Analysis Batch: 460556 Prep Batch: 459306

RL MDL

Endrin ND 0.00050 mg/L 05/24/19 12:03 06/05/19 15:58 1

LB3 LB3

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.00050 mg/L 05/24/19 12:03 06/05/19 15:58 1Heptachlor

ND 0.00050 mg/L 05/24/19 12:03 06/05/19 15:58 1Heptachlor epoxide

ND 0.00050 mg/L 05/24/19 12:03 06/05/19 15:58 1gamma-BHC (Lindane)

ND 0.020 mg/L 05/24/19 12:03 06/05/19 15:58 1Toxaphene

ND 0.0010 mg/L 05/24/19 12:03 06/05/19 15:58 1Methoxychlor

ND 0.0050 mg/L 05/24/19 12:03 06/05/19 15:58 1Technical Chlordane

DCB Decachlorobiphenyl 82 34 - 122 06/05/19 15:58 1

LB3 LB3

Surrogate

05/24/19 12:03

Dil FacPrepared AnalyzedQualifier Limits%Recovery

74 05/24/19 12:03 06/05/19 15:58 1Tetrachloro-m-xylene 28 - 115

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458597/2-G
Matrix: Water Prep Type: TCLP
Analysis Batch: 460556 Prep Batch: 459306

Endrin 0.00500 0.00450 mg/L 90 56 - 139

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Heptachlor 0.00500 0.00465 mg/L 93 52 - 133

Heptachlor epoxide 0.00500 0.00445 mg/L 89 54 - 134

gamma-BHC (Lindane) 0.00500 0.00466 mg/L 93 53 - 131

Methoxychlor 0.00500 0.00492 mg/L 98 54 - 138

DCB Decachlorobiphenyl 34 - 122

Surrogate

87

LCS LCS

Qualifier Limits%Recovery

75Tetrachloro-m-xylene 28 - 115

Client Sample ID: PRIMARYSUMPLab Sample ID: 280-123865-2 MS
Matrix: Water Prep Type: TCLP
Analysis Batch: 460556 Prep Batch: 459306

Endrin ND 0.00500 0.00447 mg/L 89 72 - 126

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Heptachlor ND 0.00500 0.00460 mg/L 92 65 - 122

Heptachlor epoxide ND 0.00500 0.00410 mg/L 82 69 - 121

gamma-BHC (Lindane) ND 0.00500 0.00452 mg/L 89 68 - 119

Methoxychlor ND 0.00500 0.00514 mg/L 103 67 - 127

DCB Decachlorobiphenyl 34 - 122

Surrogate

71

MS MS

Qualifier Limits%Recovery

70Tetrachloro-m-xylene 28 - 115

Client Sample ID: PRIMARYSUMPLab Sample ID: 280-123865-2 MSD
Matrix: Water Prep Type: TCLP
Analysis Batch: 460556 Prep Batch: 459306

Endrin ND 0.00500 0.00462 mg/L 92 72 - 126 3 30

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8081A - Organochlorine Pesticides (GC) (Continued)

Client Sample ID: PRIMARYSUMPLab Sample ID: 280-123865-2 MSD
Matrix: Water Prep Type: TCLP
Analysis Batch: 460556 Prep Batch: 459306

Heptachlor ND 0.00500 0.00467 mg/L 93 65 - 122 2 30

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Heptachlor epoxide ND 0.00500 0.00416 mg/L 83 69 - 121 2 30

gamma-BHC (Lindane) ND 0.00500 0.00461 mg/L 90 68 - 119 2 30

Methoxychlor ND 0.00500 0.00534 mg/L 107 67 - 127 4 30

DCB Decachlorobiphenyl 34 - 122

Surrogate

83

MSD MSD

Qualifier Limits%Recovery

69Tetrachloro-m-xylene 28 - 115

Method: 8151A - Herbicides (GC)

Client Sample ID: Method BlankLab Sample ID: LB3 280-458597/1-H
Matrix: Water Prep Type: TCLP
Analysis Batch: 460408 Prep Batch: 459386

RL MDL

2,4-D ND 0.040 mg/L 05/24/19 15:57 06/04/19 22:49 1

LB3 LB3

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.010 mg/L 05/24/19 15:57 06/04/19 22:49 12,4,5-TP (Silvex)

2,4-Dichlorophenylacetic acid 93 10 - 131 06/04/19 22:49 1

LB3 LB3

Surrogate

05/24/19 15:57

Dil FacPrepared AnalyzedQualifier Limits%Recovery

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458597/2-I
Matrix: Water Prep Type: TCLP
Analysis Batch: 460408 Prep Batch: 459386

2,4-D 0.0500 0.0440 mg/L 88 13 - 115

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

2,4,5-TP (Silvex) 0.0500 0.0435 mg/L 87 10 - 158

2,4-Dichlorophenylacetic acid 10 - 131

Surrogate

87

LCS LCS

Qualifier Limits%Recovery

Client Sample ID: SUMPCOMPLab Sample ID: 280-123865-3 MS
Matrix: Water Prep Type: TCLP
Analysis Batch: 460408 Prep Batch: 459386

2,4-D ND 0.0500 ND mg/L 78 13 - 115

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

2,4,5-TP (Silvex) ND F2 0.0500 0.0544 mg/L 109 10 - 158

2,4-Dichlorophenylacetic acid 10 - 131

Surrogate

82

MS MS

Qualifier Limits%Recovery
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 8151A - Herbicides (GC) (Continued)

Client Sample ID: SUMPCOMPLab Sample ID: 280-123865-3 MSD
Matrix: Water Prep Type: TCLP
Analysis Batch: 460408 Prep Batch: 459386

2,4-D ND 0.0500 0.0443 mg/L 89 13 - 115 13 30

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

2,4,5-TP (Silvex) ND F2 0.0500 0.0743 F2 mg/L 149 10 - 158 31 30

2,4-Dichlorophenylacetic acid 10 - 131

Surrogate

97

MSD MSD

Qualifier Limits%Recovery

Method: 6010B - Metals (ICP)

Client Sample ID: Method BlankLab Sample ID: LB3 280-461153/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 461538 Prep Batch: 461153

RL MDL

Arsenic ND 0.050 mg/L 06/13/19 08:00 06/13/19 20:54 1

LB3 LB3

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.50 mg/L 06/13/19 08:00 06/13/19 20:54 1Barium

ND 0.050 mg/L 06/13/19 08:00 06/13/19 20:54 1Selenium

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-461153/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 461538 Prep Batch: 461153

Arsenic 5.00 4.55 mg/L 91 80 - 118

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Barium 12.0 11.2 mg/L 94 80 - 120

Selenium 3.00 2.64 mg/L 88 80 - 119

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-461153/3-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 461538 Prep Batch: 461153

Arsenic 5.00 4.32 mg/L 86 80 - 118 5 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

Barium 12.0 10.8 mg/L 90 80 - 120 4 20

Selenium 3.00 2.53 mg/L 84 80 - 119 4 20

Client Sample ID: Method BlankLab Sample ID: LB3 280-458597/1-J
Matrix: Water Prep Type: TCLP
Analysis Batch: 461005 Prep Batch: 459731

RL MDL

Cadmium ND 0.010 mg/L 06/07/19 07:00 06/08/19 18:21 1

LB3 LB3

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.010 mg/L 06/07/19 07:00 06/08/19 18:21 1Chromium

ND 0.030 mg/L 06/07/19 07:00 06/08/19 18:21 1Lead

ND 0.10 mg/L 06/07/19 07:00 06/08/19 18:21 1Nickel

ND 0.010 mg/L 06/07/19 07:00 06/08/19 18:21 1Silver

ND 0.10 mg/L 06/07/19 07:00 06/08/19 18:21 1Thallium
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 6010B - Metals (ICP) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458597/2-K
Matrix: Water Prep Type: TCLP
Analysis Batch: 461005 Prep Batch: 459731

Cadmium 2.00 1.77 mg/L 88 88 - 111

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Chromium 6.00 5.38 mg/L 90 90 - 113

Lead 6.00 5.34 mg/L 89 89 - 110

Nickel 1.00 0.896 mg/L 90 89 - 111

Silver 1.05 0.926 mg/L 88 86 - 115

Thallium 2.00 1.76 mg/L 88 88 - 110

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-458597/18-C
Matrix: Water Prep Type: TCLP
Analysis Batch: 461005 Prep Batch: 459731

Cadmium 2.00 1.96 mg/L 98 88 - 111 10 20

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

Chromium 6.00 5.89 mg/L 98 90 - 113 9 20

Lead 6.00 5.92 mg/L 99 89 - 110 10 20

Nickel 1.00 0.989 mg/L 99 89 - 111 10 20

Silver 1.05 1.03 mg/L 98 86 - 115 10 20

Thallium 2.00 1.97 mg/L 99 88 - 110 11 20

Client Sample ID: Matrix SpikeLab Sample ID: 280-123918-N-1-M MS
Matrix: Water Prep Type: TCLP
Analysis Batch: 461005 Prep Batch: 459731

Cadmium ND 2.00 1.93 mg/L 97 82 - 119

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Chromium ND 6.00 5.93 mg/L 99 75 - 125

Lead ND 6.00 5.84 mg/L 97 89 - 121

Nickel 0.40 1.00 1.42 mg/L 102 84 - 120

Silver ND 1.05 1.05 mg/L 100 75 - 125

Thallium ND F1 2.00 1.88 mg/L 94 90 - 116

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-123918-N-1-N MSD
Matrix: Water Prep Type: TCLP
Analysis Batch: 461005 Prep Batch: 459731

Cadmium ND 2.00 1.81 mg/L 91 82 - 119 6 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Chromium ND 6.00 5.56 mg/L 93 75 - 125 6 20

Lead ND 6.00 5.47 mg/L 91 89 - 121 7 20

Nickel 0.40 1.00 1.33 mg/L 93 84 - 120 7 20

Silver ND 1.05 0.971 mg/L 92 75 - 125 8 20

Thallium ND F1 2.00 1.77 F1 mg/L 89 90 - 116 6 20

Client Sample ID: Matrix SpikeLab Sample ID: 280-123918-N-1-O MS
Matrix: Water Prep Type: TCLP
Analysis Batch: 461538 Prep Batch: 461153

Arsenic ND F1 5.00 4.15 mg/L 83 75 - 125

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 6010B - Metals (ICP) (Continued)

Client Sample ID: Matrix SpikeLab Sample ID: 280-123918-N-1-O MS
Matrix: Water Prep Type: TCLP
Analysis Batch: 461538 Prep Batch: 461153

Barium ND F1 12.0 9.76 mg/L 81 75 - 120

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Selenium ND 3.00 2.44 mg/L 81 75 - 121

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-123918-N-1-P MSD
Matrix: Water Prep Type: TCLP
Analysis Batch: 461538 Prep Batch: 461153

Arsenic ND F1 5.00 4.51 mg/L 90 75 - 125 8 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD

Barium ND F1 12.0 10.7 mg/L 89 75 - 120 9 20

Selenium ND 3.00 2.60 mg/L 87 75 - 121 6 20

Method: 7470A - Mercury (CVAA)

Client Sample ID: Method BlankLab Sample ID: LB3 280-458597/1-I
Matrix: Water Prep Type: TCLP
Analysis Batch: 459812 Prep Batch: 459623

RL MDL

Mercury ND 0.0020 mg/L 05/28/19 17:00 05/29/19 13:40 1

LB3 LB3

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-458597/2-J
Matrix: Water Prep Type: TCLP
Analysis Batch: 459812 Prep Batch: 459623

Mercury 0.00500 0.00496 mg/L 99 90 - 116

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 280-458597/18-B
Matrix: Water Prep Type: TCLP
Analysis Batch: 459812 Prep Batch: 459623

Mercury 0.00500 0.00452 mg/L 90 90 - 116 9 10

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits LimitRPD

RPD

Client Sample ID: Matrix SpikeLab Sample ID: 280-123918-N-1-K MS
Matrix: Water Prep Type: TCLP
Analysis Batch: 459812 Prep Batch: 459623

Mercury ND 0.00500 0.00470 mg/L 92 90 - 116

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-123918-N-1-L MSD
Matrix: Water Prep Type: TCLP
Analysis Batch: 459812 Prep Batch: 459623

Mercury ND 0.00500 0.00470 mg/L 92 90 - 116 0 10

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD
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QC Sample Results
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Method: 335.4 - Cyanide, Total

Client Sample ID: Method BlankLab Sample ID: MB 280-459371/4-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 459653 Prep Batch: 459371

RL MDL

Total Cyanide ND 0.010 mg/L 05/24/19 11:47 05/24/19 17:47 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: HLCS 280-459371/1-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 459653 Prep Batch: 459371

Total Cyanide 0.350 0.363 mg/L 104 90 - 110

Analyte

HLCS HLCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Lab Control SampleLab Sample ID: LCS 280-459371/3-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 459653 Prep Batch: 459371

Total Cyanide 0.100 0.105 mg/L 105 90 - 110

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Lab Control SampleLab Sample ID: LLCS 280-459371/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 459653 Prep Batch: 459371

Total Cyanide 0.100 0.109 mg/L 109 90 - 110

Analyte

LLCS LLCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Client Sample ID: Matrix SpikeLab Sample ID: 280-123887-A-1-E MS
Matrix: Water Prep Type: Total/NA
Analysis Batch: 459653 Prep Batch: 459371

Total Cyanide ND 0.100 0.101 mg/L 101 90 - 110

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits

Client Sample ID: Matrix Spike DuplicateLab Sample ID: 280-123887-A-1-F MSD
Matrix: Water Prep Type: Total/NA
Analysis Batch: 459653 Prep Batch: 459371

Total Cyanide ND 0.100 0.0924 mg/L 92 90 - 110 9 20

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec.

Limits LimitRPD

RPD
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QC Association Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

GC/MS VOA

Analysis Batch: 458630

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B280-123865-1 TRIP BLANK Total/NA

Water 8260BMB 280-458630/5 Method Blank Total/NA

Water 8260BLCS 280-458630/15 Lab Control Sample Total/NA

Water 8260B280-123880-D-10 MS Matrix Spike Total/NA

Water 8260B280-123880-D-10 MSD Matrix Spike Duplicate Total/NA

Leach Batch: 459693

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1311280-123865-2 PRIMARYSUMP TCLP

Water 1311280-123865-3 SUMPCOMP TCLP

Water 1311MB 280-459693/1-A Method Blank TCLP

Water 1311LCS 280-459693/2-A Lab Control Sample TCLP

Water 1311280-123918-AM-1-B MS Matrix Spike TCLP

Water 1311280-123918-AM-1-C MSD Matrix Spike Duplicate TCLP

Analysis Batch: 460069

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8260B 459693280-123865-2 PRIMARYSUMP TCLP

Water 8260B 459693280-123865-3 SUMPCOMP TCLP

Water 8260B 459693MB 280-459693/1-A Method Blank TCLP

Water 8260B 459693LCS 280-459693/2-A Lab Control Sample TCLP

Water 8260B 459693280-123918-AM-1-B MS Matrix Spike TCLP

Water 8260B 459693280-123918-AM-1-C MSD Matrix Spike Duplicate TCLP

GC/MS Semi VOA

Leach Batch: 458597

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1311280-123865-2 PRIMARYSUMP TCLP

Water 1311280-123865-3 SUMPCOMP TCLP

Water 1311LB3 280-458597/1-C Method Blank TCLP

Water 1311LB3 280-458597/1-E Method Blank TCLP

Water 1311LCS 280-458597/2-C Lab Control Sample TCLP

Water 1311LCS 280-458597/2-E Lab Control Sample TCLP

Water 1311280-123865-3 MS SUMPCOMP TCLP

Water 1311280-123865-3 MSD SUMPCOMP TCLP

Prep Batch: 459193

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3510C 458597LB3 280-458597/1-C Method Blank TCLP

Water 3510C 458597LCS 280-458597/2-C Lab Control Sample TCLP

Prep Batch: 459295

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3510C 458597280-123865-2 PRIMARYSUMP TCLP

Water 3510C 458597280-123865-3 SUMPCOMP TCLP

Water 3510C 458597LB3 280-458597/1-E Method Blank TCLP

Water 3510C 458597LCS 280-458597/2-E Lab Control Sample TCLP

Water 3510C 458597280-123865-3 MS SUMPCOMP TCLP

Water 3510C 458597280-123865-3 MSD SUMPCOMP TCLP
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QC Association Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

GC/MS Semi VOA

Analysis Batch: 460591

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8270C 459295280-123865-2 PRIMARYSUMP TCLP

Water 8270C 459295280-123865-3 SUMPCOMP TCLP

Water 8270C 459193LB3 280-458597/1-C Method Blank TCLP

Water 8270C 459295LB3 280-458597/1-E Method Blank TCLP

Water 8270C 459193LCS 280-458597/2-C Lab Control Sample TCLP

Water 8270C 459295LCS 280-458597/2-E Lab Control Sample TCLP

Water 8270C 459295280-123865-3 MS SUMPCOMP TCLP

Water 8270C 459295280-123865-3 MSD SUMPCOMP TCLP

GC Semi VOA

Leach Batch: 458597

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1311280-123865-2 PRIMARYSUMP TCLP

Water 1311280-123865-3 SUMPCOMP TCLP

Water 1311LB3 280-458597/1-G Method Blank TCLP

Water 1311LB3 280-458597/1-H Method Blank TCLP

Water 1311LCS 280-458597/2-G Lab Control Sample TCLP

Water 1311LCS 280-458597/2-I Lab Control Sample TCLP

Water 1311280-123865-2 MS PRIMARYSUMP TCLP

Water 1311280-123865-2 MSD PRIMARYSUMP TCLP

Water 1311280-123865-3 MS SUMPCOMP TCLP

Water 1311280-123865-3 MSD SUMPCOMP TCLP

Prep Batch: 459306

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3510C 458597280-123865-2 PRIMARYSUMP TCLP

Water 3510C 458597280-123865-3 SUMPCOMP TCLP

Water 3510C 458597LB3 280-458597/1-G Method Blank TCLP

Water 3510C 458597LCS 280-458597/2-G Lab Control Sample TCLP

Water 3510C 458597280-123865-2 MS PRIMARYSUMP TCLP

Water 3510C 458597280-123865-2 MSD PRIMARYSUMP TCLP

Prep Batch: 459386

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8151A 458597280-123865-2 PRIMARYSUMP TCLP

Water 8151A 458597280-123865-3 SUMPCOMP TCLP

Water 8151A 458597LB3 280-458597/1-H Method Blank TCLP

Water 8151A 458597LCS 280-458597/2-I Lab Control Sample TCLP

Water 8151A 458597280-123865-3 MS SUMPCOMP TCLP

Water 8151A 458597280-123865-3 MSD SUMPCOMP TCLP

Analysis Batch: 460408

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8151A 459386280-123865-2 PRIMARYSUMP TCLP

Water 8151A 459386280-123865-3 SUMPCOMP TCLP

Water 8151A 459386LB3 280-458597/1-H Method Blank TCLP

Water 8151A 459386LCS 280-458597/2-I Lab Control Sample TCLP

Water 8151A 459386280-123865-3 MS SUMPCOMP TCLP

Water 8151A 459386280-123865-3 MSD SUMPCOMP TCLP
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QC Association Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

GC Semi VOA

Analysis Batch: 460556

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 8081A 459306280-123865-2 PRIMARYSUMP TCLP

Water 8081A 459306280-123865-3 SUMPCOMP TCLP

Water 8081A 459306LB3 280-458597/1-G Method Blank TCLP

Water 8081A 459306LCS 280-458597/2-G Lab Control Sample TCLP

Water 8081A 459306280-123865-2 MS PRIMARYSUMP TCLP

Water 8081A 459306280-123865-2 MSD PRIMARYSUMP TCLP

Metals

Leach Batch: 458597

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1311280-123865-2 PRIMARYSUMP TCLP

Water 1311280-123865-3 SUMPCOMP TCLP

Water 1311LB3 280-458597/1-I Method Blank TCLP

Water 1311LB3 280-458597/1-J Method Blank TCLP

Water 1311LCS 280-458597/2-J Lab Control Sample TCLP

Water 1311LCS 280-458597/2-K Lab Control Sample TCLP

Water 1311LCSD 280-458597/18-B Lab Control Sample Dup TCLP

Water 1311LCSD 280-458597/18-C Lab Control Sample Dup TCLP

Water 1311280-123918-N-1-K MS Matrix Spike TCLP

Water 1311280-123918-N-1-L MSD Matrix Spike Duplicate TCLP

Water 1311280-123918-N-1-M MS Matrix Spike TCLP

Water 1311280-123918-N-1-N MSD Matrix Spike Duplicate TCLP

Water 1311280-123918-N-1-O MS Matrix Spike TCLP

Water 1311280-123918-N-1-P MSD Matrix Spike Duplicate TCLP

Prep Batch: 459623

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 7470A 458597280-123865-2 PRIMARYSUMP TCLP

Water 7470A 458597280-123865-3 SUMPCOMP TCLP

Water 7470A 458597LB3 280-458597/1-I Method Blank TCLP

Water 7470A 458597LCS 280-458597/2-J Lab Control Sample TCLP

Water 7470A 458597LCSD 280-458597/18-B Lab Control Sample Dup TCLP

Water 7470A 458597280-123918-N-1-K MS Matrix Spike TCLP

Water 7470A 458597280-123918-N-1-L MSD Matrix Spike Duplicate TCLP

Prep Batch: 459731

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3010A 458597280-123865-2 PRIMARYSUMP TCLP

Water 3010A 458597280-123865-3 SUMPCOMP TCLP

Water 3010A 458597LB3 280-458597/1-J Method Blank TCLP

Water 3010A 458597LCS 280-458597/2-K Lab Control Sample TCLP

Water 3010A 458597LCSD 280-458597/18-C Lab Control Sample Dup TCLP

Water 3010A 458597280-123918-N-1-M MS Matrix Spike TCLP

Water 3010A 458597280-123918-N-1-N MSD Matrix Spike Duplicate TCLP

Analysis Batch: 459812

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 7470A 459623280-123865-2 PRIMARYSUMP TCLP

Water 7470A 459623280-123865-3 SUMPCOMP TCLP

Water 7470A 459623LB3 280-458597/1-I Method Blank TCLP
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QC Association Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Metals (Continued)

Analysis Batch: 459812 (Continued)

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 7470A 459623LCS 280-458597/2-J Lab Control Sample TCLP

Water 7470A 459623LCSD 280-458597/18-B Lab Control Sample Dup TCLP

Water 7470A 459623280-123918-N-1-K MS Matrix Spike TCLP

Water 7470A 459623280-123918-N-1-L MSD Matrix Spike Duplicate TCLP

Analysis Batch: 461005

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 6010B 459731280-123865-2 PRIMARYSUMP TCLP

Water 6010B 459731280-123865-3 SUMPCOMP TCLP

Water 6010B 459731LB3 280-458597/1-J Method Blank TCLP

Water 6010B 459731LCS 280-458597/2-K Lab Control Sample TCLP

Water 6010B 459731LCSD 280-458597/18-C Lab Control Sample Dup TCLP

Water 6010B 459731280-123918-N-1-M MS Matrix Spike TCLP

Water 6010B 459731280-123918-N-1-N MSD Matrix Spike Duplicate TCLP

Prep Batch: 461153

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 3010A 458597280-123865-2 PRIMARYSUMP TCLP

Water 3010A 458597280-123865-3 SUMPCOMP TCLP

Water 3010ALB3 280-461153/1-A Method Blank Total/NA

Water 3010ALCS 280-461153/2-A Lab Control Sample Total/NA

Water 3010ALCSD 280-461153/3-A Lab Control Sample Dup Total/NA

Water 3010A 458597280-123918-N-1-O MS Matrix Spike TCLP

Water 3010A 458597280-123918-N-1-P MSD Matrix Spike Duplicate TCLP

Analysis Batch: 461538

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 6010B 461153280-123865-2 PRIMARYSUMP TCLP

Water 6010B 461153280-123865-3 SUMPCOMP TCLP

Water 6010B 461153LB3 280-461153/1-A Method Blank Total/NA

Water 6010B 461153LCS 280-461153/2-A Lab Control Sample Total/NA

Water 6010B 461153LCSD 280-461153/3-A Lab Control Sample Dup Total/NA

Water 6010B 461153280-123918-N-1-O MS Matrix Spike TCLP

Water 6010B 461153280-123918-N-1-P MSD Matrix Spike Duplicate TCLP

General Chemistry

Prep Batch: 459371

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Distill/CN280-123865-2 PRIMARYSUMP Total/NA

Water Distill/CN280-123865-3 SUMPCOMP Total/NA

Water Distill/CNMB 280-459371/4-A Method Blank Total/NA

Water Distill/CNHLCS 280-459371/1-A Lab Control Sample Total/NA

Water Distill/CNLCS 280-459371/3-A Lab Control Sample Total/NA

Water Distill/CNLLCS 280-459371/2-A Lab Control Sample Total/NA

Water Distill/CN280-123887-A-1-E MS Matrix Spike Total/NA

Water Distill/CN280-123887-A-1-F MSD Matrix Spike Duplicate Total/NA

Analysis Batch: 459653

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 335.4 459371280-123865-2 PRIMARYSUMP Total/NA
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QC Association Summary
Job ID: 280-123865-1Client: Waste Management

Project/Site: 555|Denver/Arapahoe Chem. - Sumps

General Chemistry (Continued)

Analysis Batch: 459653 (Continued)

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 335.4 459371280-123865-3 SUMPCOMP Total/NA

Water 335.4 459371MB 280-459371/4-A Method Blank Total/NA

Water 335.4 459371HLCS 280-459371/1-A Lab Control Sample Total/NA

Water 335.4 459371LCS 280-459371/3-A Lab Control Sample Total/NA

Water 335.4 459371LLCS 280-459371/2-A Lab Control Sample Total/NA

Water 335.4 459371280-123887-A-1-E MS Matrix Spike Total/NA

Water 335.4 459371280-123887-A-1-F MSD Matrix Spike Duplicate Total/NA

Field Service / Mobile Lab

Analysis Batch: 458724

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Field Sampling280-123865-2 PRIMARYSUMP Total/NA

Water Field Sampling280-123865-3 SUMPCOMP Total/NA
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Lab Chronicle
Client: Waste Management Job ID: 280-123865-1
Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Client Sample ID: TRIP BLANK Lab Sample ID: 280-123865-1
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10

Analysis 8260B GO05/18/19 02:211 TAL DEN458630

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 5 mL 5 mL

Client Sample ID: PRIMARYSUMP Lab Sample ID: 280-123865-2
Matrix: WaterDate Collected: 05/15/19 09:40

Date Received: 05/16/19 12:10

Leach 1311 DFB105/28/19 22:04 TAL DEN459693

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

TCLP 1.0 g 1.0 mL

Analysis 8260B 1 460069 05/31/19 21:48 JZ TAL DENTCLP 0.5 mL 5 mL

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 3510C 459295 05/24/19 07:57 JT TAL DENTCLP 200 mL 1 mL

Analysis 8270C 1 460591 06/06/19 00:19 MPF TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 3510C 459306 05/24/19 12:03 JT TAL DENTCLP 100 mL 10 mL

Analysis 8081A 1 460556 06/05/19 23:48 TEM TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 8151A 459386 05/24/19 15:57 AJE TAL DENTCLP 100 mL 10 mL

Analysis 8151A 1 460408 06/04/19 23:25 MPF TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 3010A 461153 06/13/19 08:00 DAL TAL DENTCLP 10 mL 50 mL

Analysis 6010B 1 461538 06/13/19 21:17 CML TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 3010A 459731 06/07/19 07:00 CRR TAL DENTCLP 10 mL 50 mL

Analysis 6010B 1 461005 06/08/19 18:50 SJS TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 7470A 459623 05/28/19 17:00 CML TAL DENTCLP 30 mL 50 mL

Analysis 7470A 1 459812 05/29/19 14:02 CML TAL DENTCLP

Prep Distill/CN 459371 05/24/19 11:47 ARM TAL DENTotal/NA 50 mL 50 mL

Analysis 335.4 1 459653 05/24/19 17:48 ARM TAL DENTotal/NA 50 mL 50 mL

Analysis Field Sampling 1 458724 05/15/19 09:40 C1A TAL DENTotal/NA

Client Sample ID: SUMPCOMP Lab Sample ID: 280-123865-3
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10

Leach 1311 DFB105/28/19 22:04 TAL DEN459693

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

TCLP 1.0 g 1.0 mL

Analysis 8260B 1 460069 05/31/19 22:10 JZ TAL DENTCLP 0.5 mL 5 mL

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 3510C 459295 05/24/19 07:57 JT TAL DENTCLP 200 mL 1 mL

Analysis 8270C 1 460591 06/06/19 00:42 MPF TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 3510C 459306 05/24/19 12:03 JT TAL DENTCLP 100 mL 10 mL

Analysis 8081A 1 460556 06/06/19 02:24 TEM TAL DENTCLP
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Lab Chronicle
Client: Waste Management Job ID: 280-123865-1
Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Client Sample ID: SUMPCOMP Lab Sample ID: 280-123865-3
Matrix: WaterDate Collected: 05/15/19 10:05

Date Received: 05/16/19 12:10

Leach 1311 EKB05/17/19 14:57 TAL DEN458597

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

TCLP 1.0 g 1.0 mL

Prep 8151A 459386 05/24/19 15:57 AJE TAL DENTCLP 100 mL 10 mL

Analysis 8151A 1 460408 06/04/19 23:43 MPF TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 3010A 461153 06/13/19 08:00 DAL TAL DENTCLP 10 mL 50 mL

Analysis 6010B 1 461538 06/13/19 21:21 CML TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 3010A 459731 06/07/19 07:00 CRR TAL DENTCLP 10 mL 50 mL

Analysis 6010B 1 461005 06/08/19 18:53 SJS TAL DENTCLP

Leach 1311 458597 05/17/19 14:57 EKB TAL DENTCLP 1.0 g 1.0 mL

Prep 7470A 459623 05/28/19 17:00 CML TAL DENTCLP 30 mL 50 mL

Analysis 7470A 1 459812 05/29/19 14:04 CML TAL DENTCLP

Prep Distill/CN 459371 05/24/19 11:47 ARM TAL DENTotal/NA 50 mL 50 mL

Analysis 335.4 1 459653 05/24/19 17:50 ARM TAL DENTotal/NA 50 mL 50 mL

Analysis Field Sampling 1 458724 05/15/19 10:05 C1A TAL DENTotal/NA

Laboratory References:

TAL DEN = Eurofins TestAmerica, Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100

Eurofins TestAmerica, Denver
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Accreditation/Certification Summary
Client: Waste Management Job ID: 280-123865-1
Project/Site: 555|Denver/Arapahoe Chem. - Sumps

Laboratory: Eurofins TestAmerica, Denver
All accreditations/certifications held by this laboratory are listed.  Not all accreditations/certifications are applicable to this report.

Authority Program EPA Region Identification Number Expiration Date

A2LA 2907.01Dept. of Defense ELAP 10-31-19

A2LA DoD 2907.01 10-31-19

A2LA ISO/IEC 17025 2907.01 10-31-19

Alabama State Program 4 40730 09-30-12 *

Alaska (UST) State Program 10 UST-30 01-08-20

Arizona State Program 9 AZ0713 12-20-19

Arkansas DEQ State Program 6 88-0687 06-01-20

California State Program 9 2513 01-08-20

Connecticut State Program 1 PH-0686 09-30-20

Florida NELAP 4 E87667 06-30-19

Georgia State Program 4 N/A 01-08-20

Illinois NELAP 5 200017 04-30-20

Iowa State Program 7 370 12-01-20

Kansas NELAP 7 E-10166 04-30-20

Louisiana NELAP 6 02096 06-30-19

Maine State Program 1 CO0002 03-03-21

Minnesota NELAP 5 8-999-405 12-31-19

Nevada State Program 9 CO0026 07-31-19

New Hampshire NELAP 1 205310 04-28-20

New Jersey NELAP 2 CO004 06-30-19

New York NELAP 2 11964 04-01-20

North Carolina (WW/SW) State Program 4 358 12-31-19

North Dakota State Program 8 R-034 01-08-20

Oklahoma State 2018-006 08-31-19

Oregon NELAP 10 4025 01-08-20

Oregon NELAP 4025-011 01-08-20

Pennsylvania NELAP 3 68-00664 07-31-19

South Carolina State Program 4 72002001 01-08-20

Texas NELAP 6 T104704183-18-15 09-30-19

Texas NELAP T104704183-18-15 09-30-19

US Fish & Wildlife Federal 07-31-19

USDA Federal 03-26-21

Utah NELAP 8 CO00026 07-31-19

Virginia NELAP 3 460232 06-14-20

Washington State Program 10 C583 08-03-19

West Virginia DEP State Program 3 354 11-30-19

Wisconsin State Program 5 999615430 08-31-19 *

Wyoming (UST) A2LA 8 2907.01 10-31-19

Eurofins TestAmerica, Denver

* Accreditation/Certification renewal pending - accreditation/certification considered valid.
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Login Sample Receipt Checklist

Client: Waste Management Job Number: 280-123865-1

Login Number: 123865

Question Answer Comment

Creator: Collins, Janice S

List Source: Eurofins TestAmerica, Denver

List Number: 1

N/ARadioactivity either was not measured or, if measured, is at or below 
background

TrueThe cooler's custody seal, if present, is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the sample IDs on the containers and 
the COC.

TrueSamples are received within Holding Time (Excluding tests with immediate 
HTs)..

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueVOA sample vials do not have headspace or bubble is <6mm (1/4") in 
diameter.

TrueIf necessary, staff have been informed of any short hold time or quick TAT 
needs

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

TrueSampling Company provided.

TrueSamples received within 48 hours of sampling.

TrueSamples requiring field filtration have been filtered in the field.

N/AChlorine Residual checked.

Eurofins TestAmerica, Denver
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DUMPStat Results for DACWPF Landfill 2019 
 

 

 



 
 
 
 
 

An Alaska Native Corporation 

26 West Dry Creek Circle, Suite 470 ♦ Littleton, CO 80120 ♦ 303‐695‐4660 
 
February 6, 2020  S192107.02 

 
Waste Management 
2400 West Union Avenue 
Englewood, CO  80110 
 
Attention: Tom Schweitzer, P.E. 

Engineering Manager 
 
RE:	 Transmittal	of	2019	DUMPStat®	Results	
	 Denver	Arapahoe	Chemical	Waste	Processing	Facility	(DACWPF)	
 
Dear Mr. Schweitzer: 
 
This letter presents the results of the 2019 groundwater and leachate data evaluation using 
the statistical software program DUMPStat® for the Denver Arapahoe Chemical Waste 
Processing Facility	 (DACWPF).  The 2019 laboratory analytical groundwater data, as 
provided by TestAmerica-Arvada, were compared to existing intra-well statistical limits at 
each monitoring well using DUMPStat®.  The following 2019 data were merged into 
DUMPStat® for the statistical analyses. 
 

2019	Analytical	Data	 TestAmerica	File	
1H19 groundwater data for wells P-112, P-113, P-114A-R 1, and P-115 280-123866-1.txt 
2H19 groundwater data for wells P-112, P-113, P-114A-R 1, and P-115 280-130971-1.txt 
1H19 leachate data for Primary Sump and Composite  280-123865-1.txt 
1H19 leachate data for Secondary Sump  280-123968-1.txt 
2H19 leachate data for Secondary Sump  280-130697-1.txt 
2H19 leachate data for Secondary Sump – Re-sample for PCE 2  280-133333-1.txt 

1 The samples collected from the replacement well P-114A-R are considered to be representative samples of the former P-114A 
location.  However, statistical analysis will not be performed until eight semi-annual monitoring events have been completed for P-
114A-R, which was finished at the end of 2019; in the interim, analytical results for P-114A-R will be presented on time-series 
graphs.   

2 The original and unverified tetrachloride (PCE) result of 11 micrograms per liter (µg/L) sampled on November 8, 2019 was 
replaced by the PCE result (non-detect) from the re-sample collected on January 30, 2020.   

SUMMARY	OF	MONITORING	RESULTS,	DACWPF	2019	

Volatile	Organic	Compounds	

 There were no confirmed volatile organic compound (VOC) detections in the 
groundwater samples (i.e., VOCs were not reported at, or above, the reporting limit).   
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 With the exception of 1,1,1-trichloroethane at former well P-114A in October and 
December 2015, no VOCs have been detected in groundwater at DACWPF wells, 
including at replacement well P-114A-R, since interim status quarterly groundwater 
monitoring for VOCs began in 1990.  Therefore, the "background" value for each of 
the monitored VOCs is set at the "reporting limit" (RL), which is designated the non-
parametric prediction limit for statistical evaluation purposes.   

DUMPStat®	Analyses	of	Inorganic	Parameters	

As described in the DACWPF RCRA Permit (issued September 30, 2009), Attachment 7, 
Section 2.8, and because of the documented natural spatial variability of monitored 
groundwater, intra-well statistical comparisons are used (i.e., compliance data for each 
well are compared to its own background). 

 There were no exceedances of statistically determined background concentrations 
in down-gradient wells P-113 and P-115 for any of the eight metals analyzed in 
groundwater.  As presented above, statistical analyses were not performed for 2016 
through 2019 sample results for replacement well P-114A-R. 

 As described in the DACWPF RCRA Permit, Attachment 7, Section 2.8, a comparison 
of the designated up-gradient well chemistry to designated down-gradient well 
chemistry is provided for informational purposes and to document the natural 
water-quality spatial variability of the monitored groundwater.  Natural variability 
is evidenced, for example, by the barium statistical limits for the monitoring wells 
ranging from about 20 to 35 micrograms per liter (µg/L) between well locations.   

 The groundwater gradients beneath the facility are nearly flat where water 
elevations in the monitoring wells are nearly the same but that indicate a slight 
gradient to the west-northwest.  Therefore, groundwater flow velocity is very slow.   

Leachate	Chemistry	

 There were no confirmed detections for arsenic or the 10 VOCs (1,1-dichloroethene, 
1,2-dichloroethane, benzene, carbon tetrachloride, chlorobenzene, chloroform, 
methyl ethyl ketone, tetrachloroethene, trichloroethene, and vinyl chloride) 
analyzed in the leachate samples from the Secondary Sump.   

The Secondary Sump was sampled on November 8, 2019, and reported in the 
laboratory analytical report dated December 7, 2019.  Because the detection of PCE 
(11 µg/L) was over the reporting limit (RL) (5.0 µg/L) with no apparent laboratory 
QA/QC issues, verification re-sampling for PCE was conducted on January 30, 2020.  
The re-sample result for PCE was reported as non-detect at the RL of 5.0 µg/L in the 
laboratory analytical report dated February 5, 2020, which was provided within 60 
days of the original laboratory data report.   

As described in the DACWPF RCRA Permit, Attachment 8, Section 4.0, Step 1, 
because the detection was not confirmed through re-sampling, the Permittee will 
continue with groundwater level measurements in the First Half 2020 in accordance 
with Attachment 8, Section 3.0.   

Since the PCE detection was not confirmed through re-sampling (result was non-
detect at 5.0 µg/L), DUMPStat® only posts the non-detect data result. 
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PROCEDURE	FOR	GROUNDWATER	DATA	ANALYSES	

Intra-well statistical analyses using DUMPStat® generate Intra-Well Control Charts, 
Statistical Power, Summary Statistics Table, and Historical VOC Detections Table for the 
2019 groundwater data (identified as DACWPF [upper]).  Statistical analyses were 
performed for sample results from wells P-112, P-113, and P-115 for eight metals:  arsenic, 
barium, cadmium, chromium, lead, mercury, selenium, and silver.  As presented above, 
statistical analyses were not performed for 2019 sample results for replacement well P-
114A-R. 

In accordance with the DACWPF RCRA Permit Attachment 7, Section 2.4, Step 5, Sample 
Handling, the samples collected for metals analyses were field filtered and preserved prior 
to shipment to the laboratory. 

PROCEDURE	FOR	LEACHATE	DATA	ANALYSES	

Detection analyses generate Leachate Parameter Detections and Historical VOC Detections 
Tables for the leachate data (identified as DACWPF [leach11] and DACWPF [leach11a], for 
the Primary and Secondary Sumps, respectively).  Analyses for the sample point called 
“Secondary Sump” were performed for arsenic and the 10 VOCs listed in Table A-8 of the 
RCRA Permit:  1,1-dichloroethene, 1,2-dichloroethane, benzene, carbon tetrachloride, 
chlorobenzene, chloroform, methyl ethyl ketone, tetrachloroethene, trichloroethene, and 
vinyl chloride.  According to the RCRA Permit, if any of these parameters is detected in the 
Secondary Sump, it is to be added to the groundwater monitoring list.  Since no confirmed 
detections of these parameters were reported by the laboratory, the groundwater 
parameter list remains unchanged. 

PROCEDURAL	NOTES	

Updating of DUMPStat® background data (i.e., incorporating semi-annual groundwater 
data through December 2018) for metals at all wells was completed before the 2019 data 
statistical evaluation was performed, in accordance with the DACWPF RCRA Permit, 
Attachment 7, Section 2.8, Step 5.  The update was justified because there was no 
statistically significant increase above background (SSI) in the down-gradient wells for any 
monitoring parameter during 2017 and 2018.   

The next updating of background data for metals at wells P-112, P-113, and P-115 will be 
done in 2021 prior to performing the 2021 data statistical evaluation, if there are no SSIs in 
down-gradient wells for any monitoring parameter in 2019 and 2020.  The updating of 
background for metals will be completed in accordance with the DACWPF RCRA Permit, 
Attachment 7, Section 2.8, Step 5.   
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If you have any questions pertaining to this statistical analysis, please contact us by 
telephone at (303) 695-4660 or by electronic mail at Cathryn.Stewart@SwiftRiverES.com. 
 
Sincerely,  
Swift	River	Environmental	Services,	LLC	
  
  
 
Cathryn Stewart, C.P.G. Pete Zlatev, P.E. 
Project Manager Principal Engineer 
 
 
attachment: DUMPStat® statistical results, DACWPF, 2019, January 23 and February 5, 

2020. 
 
cc: Sara Harkins, P.G., Golder Associates 
 Louis Bull, R.G., P. HG., Waste Management 
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 for sample point P-113

Nonparametric Prediction Limit

u
g
/
L

Year Median ND

0.0
1.0
2.0
3.0
4.0
5.0
6.0
7.0
8.0
9.0

10.0

98 00 02 04 06 08 10 12 14 16 18 20

User Limit

Backgnd

Samples

CUSUM

Limit

Detect

ND

CUSUM

Verify

Graph 2

Arsenic
 for sample point P114A-R
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Arsenic
 for sample point P-115
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Barium
 for sample point P114A-R
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 for sample point P-115
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 Intra-Well Control Charts / Prediction Limits

Cadmium
 for sample point P-113

Nonparametric Prediction Limit

u
g
/
L

Year Median ND

0.00
0.50
1.00
1.50
2.00
2.50
3.00
3.50
4.00
4.50
5.00

98 00 02 04 06 08 10 12 14 16 18 20

User Limit

Backgnd

Samples

CUSUM

Limit

Detect

ND

CUSUM

Verify

Graph 10

Cadmium
 for sample point P114A-R
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Cadmium
 for sample point P-115
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Chromium
 for sample point P-112
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Chromium
 for sample point P-113
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Chromium
 for sample point P114A-R
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Chromium
 for sample point P-115

Nonparametric Prediction Limit

u
g
/
L

Year Median ND

0.0
1.0
2.0
3.0
4.0
5.0
6.0
7.0
8.0
9.0

10.0

98 00 02 04 06 08 10 12 14 16 18 20

User Limit

Backgnd

Samples

CUSUM

Limit

Detect

ND

CUSUM

Verify

Graph 16

Lead
 for sample point P-112
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 for sample point P-113
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 Intra-Well Control Charts / Prediction Limits
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Lead
 for sample point P-115
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Mercury
 for sample point P-112
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Mercury
 for sample point P-113
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Mercury
 for sample point P114A-R
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Mercury
 for sample point P-115
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Selenium
 for sample point P-112
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Selenium
 for sample point P-113
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Selenium
 for sample point P114A-R
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 Intra-Well Control Charts / Prediction Limits
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Silver
 for sample point P-112
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Silver
 for sample point P-113
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Prepared by: Swift River Environmental

Analysis prepared on: 1/23/2020DACWPF [UPPER]
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Table 1

Summary Statistics and Intermediate Computations
for Combined Shewhart-CUSUM Control Charts

Constituent Units Well N(back) N(mon) N(tot) Mean SD R(i-1) R(i) S(i-1) S(i) Limit Type Conf
Arsenic ug/L P-112 45 2 47 10.0000 10.0000 10.0000 nonpar .99 **
Arsenic ug/L P-113 45 2 47 10.0000 10.0000 10.0000 nonpar .99 **
Arsenic ug/L P114A-R 0 4 8 *
Arsenic ug/L P-115 45 2 47 10.0000 10.0000 10.0000 nonpar .99 **
Barium ug/L P-112 42 2 45 18.7476 3.5431 24.0000 22.0000 21.3427 21.9377 34.6917 normal
Barium ug/L P-113 42 2 45 14.5429 1.8878 13.0000 13.0000 14.5429 14.5429 23.0382 normal
Barium ug/L P114A-R 0 4 8 *
Barium ug/L P-115 42 2 45 16.0857 1.1099 16.0000 16.0000 16.0857 16.0857 21.0805 normal
Cadmium ug/L P-112 45 2 47 5.0000 5.0000 5.0000 nonpar .99 **
Cadmium ug/L P-113 45 2 47 5.0000 5.0000 5.0000 nonpar .99 **
Cadmium ug/L P114A-R 0 4 8 *
Cadmium ug/L P-115 45 2 47 5.0000 5.0000 5.0000 nonpar .99 **
Chromium ug/L P-112 45 2 47 10.0000 10.0000 10.0000 nonpar .99 **
Chromium ug/L P-113 45 2 47 10.0000 10.0000 10.0000 nonpar .99 **
Chromium ug/L P114A-R 0 4 8 *
Chromium ug/L P-115 45 2 47 10.0000 10.0000 10.0000 nonpar .99 **
Lead ug/L P-112 45 2 47 5.0000 5.0000 5.0000 nonpar .99 **
Lead ug/L P-113 45 2 47 5.0000 5.0000 5.0000 nonpar .99 **
Lead ug/L P114A-R 0 4 8 *
Lead ug/L P-115 45 2 47 5.0000 5.0000 5.0000 nonpar .99 **
Mercury ug/L P-112 45 2 47 0.2000 0.2000 0.2000 nonpar .99 **
Mercury ug/L P-113 45 2 47 0.2000 0.2000 0.2000 nonpar .99 **
Mercury ug/L P114A-R 0 4 8 *
Mercury ug/L P-115 45 2 47 0.2000 0.2000 0.2000 nonpar .99 **
Selenium ug/L P-112 46 2 48 5.0000 5.0000 5.8000 nonpar .99 **
Selenium ug/L P-113 45 2 47 5.0000 5.0000 5.0000 nonpar .99 **
Selenium ug/L P114A-R 0 4 8 *
Selenium ug/L P-115 45 2 48 5.0000 5.0000 5.0000 nonpar .99 **
Silver ug/L P-112 45 2 47 25.0000 25.0000 25.0000 nonpar .99 **
Silver ug/L P-113 45 2 47 25.0000 25.0000 25.0000 nonpar .99 **
Silver ug/L P114A-R 0 4 8 *
Silver ug/L P-115 45 2 47 25.0000 25.0000 25.0000 nonpar .99 ** 

Prepared by: Swift River Environmental

Analysis prepared on: 1/23/2020DACWPF [UPPER]

N(back) and N(mon) = Non-outlier measurements in the background and monitoring periods.
N(tot) = All independent measurements for that constituent and well.
For transformed data, mean and SD in transformed units and control limit in original units.
Conf = confidence level for passing initial test or one of two verification resamples (nonparametric test only).
* - Insufficient Data.
**  - Detection Frequency < 25%.
*** - Zero Variance.
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False Positive and False Negative Rates for Current
Intra-Well Control Charts Monitoring Program
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Prepared by: Swift River Environmental

Analysis prepared on: 1/23/2020DACWPF [UPPER]
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Table 1

Historical Volatile Organic Compound Detections
Constituent Well Date Identifier Result Limit Units

Prepared by: Swift River Environmental

Analysis prepared on: 1/9/2020DACWPF [UPPER]

Detections are shown for the constituents and sample points selected for
   the analysis
The Limit column refers to the laboratory reporting limit
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Table 1

Leachate Parameter Detections
Constituent Well Date Identifier Result Limit Units

Arsenic SECONDARY SUMP 12/17/2004 5.8 5.0 ug/L 

Prepared by: Swift River Environmental

Analysis prepared on: 1/23/2020DACWPF [LEACH11A]

Detections are shown for the constituents and sample points selected for the analysis
The Limit column refers to the laboratory reporting limit
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Table 1

Historical Volatile Organic Compound Detections
Constituent Well Date Identifier Result Limit Units

Prepared by: Swift River Environmental

Analysis prepared on: 2/5/2020DACWPF [LEACH11]

Detections are shown for the constituents and sample points selected for
   the analysis
The Limit column refers to the laboratory reporting limit
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April 2020 Appendix D  20136438

DACWPF LEACHATE

ANALYTICAL REPORTING LIMITS USED IN RISK ASSESSMENT FOR DELISTING PETITION

Inorganics
Reporting Limit in 
mg/L Pesticides and Herbicides Reporting Limit in µg/L

Arsenic 0.05 Chlordane 14
Barium 0.5 Endrin 6
Cadmium 0.01 Heptachlor 3
Chromium 0.01 Heptachlor epoxide 83
Cyanide 0.02 gamma-BHC 4
Lead 0.05 Methoxychlor 180
Mercury 0.003 Toxaphene 240
Nickel 0.1 2,4-D 500
Selenium 0.1 2,4,5-TP 100
Silver 0.01
Thallium 0.1

Organics
Reporting Limit in 
µg/L

Benzene 10
Carbon tetrachloride 50
Chlorobenzene 50
Chloroform 50
1,2 Dichloroethane 50
1,1 Dichloroethene 50
Methyl ethyl ketone 1,000
Tetrachloroethene 50
Trichloroethene 50
Vinyl chloride 100
o-Cresol 100
m&p-Cresol 100
1,4-Dichlorobenzene 100
2,4-Dinitrotoluene 100
Hexachlorobenzene 100
Hexachlorobutadiene 100
Hexachloroethane 100
Nitrobenzene 100
Pentachlorophenol 500
Pyridine 100
2,4,5-Trichlorophenol 100
2,4,6-Trichlorophenol 100

Notes:
mg/L: milligrams per liter
µg/L: micrograms per liter
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DACWPF LEACHATE

EXPOSURE POINT CONCENTRATIONS (EPC) USED IN RISK ASSESSMENT FOR DELISTING PETITION

Inorganics EPC in mg/L Pesticides and Herbicides EPC in µg/L

Arsenic 0.110 Chlordane 7
Barium 0.700 Endrin 3
Cadmium 0.080 Heptachlor 2
Chromium 0.030 Heptachlor epoxide 42
Cyanide 0.280 gamma-BHC 2
Lead 0.100 Methoxychlor 90
Mercury 0.014 Toxaphene 120
Nickel 0.510 2,4-D 250
Selenium 0.300 2,4,5-TP 50
Silver 0.160
Thallium 0.300

Organics EPC in µg/L

Benzene 5
Carbon tetrachloride 25
Chlorobenzene 25
Chloroform 25
1,2 Dichloroethane 25
1,1 Dichloroethene 25
Methyl ethyl ketone 500
Tetrachloroethene 25
Trichloroethene 25
Vinyl chloride 50
o-Cresol 50
m&p-Cresol 50
1,4-Dichlorobenzene 50
2,4-Dinitrotoluene 50
Hexachlorobenzene 50
Hexachlorobutadiene 50
Hexachloroethane 50
Nitrobenzene 50
Pentachlorophenol 250
Pyridine 50
2,4,5-Trichlorophenol 50
2,4,6-Trichlorophenol 50

Notes:
mg/L: milligrams per liter
µg/L: micrograms per liter
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Graphs, and Inspection Reports 

 

 

 



DACWPF Reconstructed Cell Facility 
Liquids Generation Rate for The Primary and Secondary Sumps 

 1/2 

PRIMARY SUMP 
Pumping Date:  02/05/2019 

 Gallons Removed:  600 

 Date Sump was Previously Pumped:  10/26/18 

 Days Between Pumping Dates:  102 

 Approximate Leachate Generation Rate = 600 gals/102 days = 5.9 gals/day 

 Calculation Date:  02/11/19 

Pumping Date: 05/15/2019 

 Gallons Removed:  1000 

 Date Sump was Previously Pumped:  02/05/19 

 Days Between Pumping Dates:  99 

 Approximate Leachate Generation Rate = 1000 gals/99 days = 10.1 gals/day 

 Calculation Date:  05/21/19 

Pumping Date: 08/09/2019 

 Gallons Removed:  800 

 Date Sump was Previously Pumped:  05/15/19 

 Days Between Pumping Dates:  86 

 Approximate Leachate Generation Rate = 800 gals/86 days = 9.3 gals/day 

 Calculation Date:  08/16/19 

Pumping Date: 11/07/2019 

 Gallons Removed:  1,000 

 Date Sump was Previously Pumped:  08/09/2019 

 Days Between Pumping Dates:  90 

 Approximate Leachate Generation Rate = 1,000 gals/90 days = 11.1 gals/day 

 Calculation Date:  11/13/19 



DACWPF Reconstructed Cell Facility 
Liquids Generation Rate for The Primary and Secondary Sumps 

 2/2 

SECONDARY SUMP 
Pumping Date: 02/05/2019 

 Gallons Removed: 200 

• Date Sump was Previously Pumped:  11/08/18 
• Days Between Pumping Dates:  89 

 Approximate Leachate Generation Rate = 200 gals/89 days = 2.2 gals/day 

 Calculation Date:  02/11/19 

Pumping Date: 05/15/2019 

 Gallons Removed:  800 

 Date Sump was Previously Pumped:  02/05/19 

 Days Between Pumping Dates:  99 

 Approximate Leachate Generation Rate = 800 gals/99 days = 8.1 gals/day 

 Calculation Date:  05/21/19 

Pumping Date: 08/09/2019 

 Gallons Removed:  500 

 Date Sump was Previously Pumped:  05/15/19 

 Days Between Pumping Dates:  86 

 Approximate Leachate Generation Rate = 500 gals/86 days = 5.8 gals/day 

 Calculation Date:  08/16/19 

Pumping Date: 11/07/2019 

 Gallons Removed:  400 

 Date Sump was Previously Pumped:  08/09/19 

 Days Between Pumping Dates:  90 

 Approximate Leachate Generation Rate = 400 gals/90 days = 4.4 gals/day 

 Calculation Date:  11/13/19 
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Figure E-1
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Figure E-2
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Figure E-3
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An Alaska Native Corporation 

26 West Dry Creek Circle, Suite 470 ♦ Littleton, CO 80120 ♦ 303-695-4660 

 
May 31, 2019 S192107 
 
Waste Management of Colorado, Inc. 
2400 West Union Avenue 
Englewood, CO  80110 
 
Attention: Tom Schweitzer 
 Engineering Manager 

RE: Leachate Levels at LCRS Sumps, Second Quarter 2019 
 DACWPF Reconstructed Cell Facility, Arapahoe County, CO 

Dear Mr. Schweitzer: 

Swift River Environmental Services, LLC (Swift River)	provides the table of leachate level 
measurements in the two sumps at DACWPF.	 	The Primary and Secondary Sumps were 
measured for the presence and depth of fluid on May 15, 2019 in accordance with the 
DACWPF State RCRA Permit, effective October 30, 2009.  The table presents depth to liquid 
data as vertical depth for the Primary Sump and side-slope depth for the Secondary Sump.   

Fluid was present in the Primary and Secondary Sumps on May 15, 2019.  The depth of 
fluid in the Primary Sump was 2.5 feet.  We understand that you use a criterion of fluid 
depth approaching three feet of leachate to arrange for pumping of the Primary Sump.   

The calculated leachate level in the Secondary Sump was approximately 0.9 feet below the 
top of the liner.  This is in compliance of the permit condition that there be not more than 
one foot of leachate above the leachate detection liner system (Permit, Inspection and 
Maintenance Plan, (h), page 2 of 6).   

The next quarterly leachate measurement is scheduled for August 2019.   

 

 

 



Mr. Tom Schweitzer  S192107 
May 31, 2019  Page 2 
 
 
If you have any questions pertaining to the landfill monitoring, please contact us at 
(303) 695-4660 or by electronic mail at cathryn.stewart@swiftriveres.com. 

Sincerely,  

Swift	River	Environmental	Services,	LLC	

 
Laura Major Cathryn Stewart, C.P.G. 
Project Assistant Project Manager 
 
Attachment:  Table of Leachate Levels, DACWPF, Second Quarter 2019 



DACWPF Reconstructed Cell Facility S192107.03

 
Date	Measured:	
May	15,	2019

Primary	Sump	
(feet)

Measured depth to bottom of sump 1 38.4
Measured depth to liquid 1 35.90
Calculated depth of liquid in sump 2.5

Date	Measured:	
May	15,	2019

Secondary	Sump	
(feet)

Elevation of top of riser pipe 2 5780.26
Elevation of top of liner 3 5747.6
Measured depth to liquid 4 114.3
Calculated elevation of liquid 5 5746.7
Calculated head level of liquid in 
sump with respect to the elevation of 
the top of liner 6

-0.9
 

Notes:
1 Depth to liquid in the Primary Sump, and Depth to bottom of Primary Sump, are vertical 

measurements made using a water-level measuring tape.  Depth to liquid is recorded to the 
nearest 1/100th of one foot.  Depth to bottom of sump is recorded to the nearest 1/10th 
of one foot.

2

3 Elevation of Top of Liner is from the Sections and Details Leachate Collection Systems, 
Sheet 21, Golder Associates, 10/88 (as-built).

4

5 Calculation of elevation of liquid measured in riser pipe =
Elevation of top of riser pipe - (Depth to liquid measured on 17.1 degree slope*sin 17.1 degrees).

6 A negative value indicates the leachate level is below the Top of Liner.

Leachate	Levels	at	LCRS	Sumps,	Second	Quarter	2019
DACWPF	Reconstructed	Cell	Facility

Elevation of top of Secondary Sump riser pipe is from the Inspection Form for the 
Leachate Collection System, 2H08, by Earth Tech AECOM, dated 11/19/08.  

Depth to liquid in the Secondary Sump is a non-vertical measurement made in a side-
slope riser pipe installed at an approximately 3:1 slope, (17.1 degrees below horizontal is 
used as actual slope), using a water-level measuring tape fastened to a small-diameter 
PVC pipe and extended into the riser pipe.  Depth to liquid is recorded to the nearest 
1/10th of one foot.



 
 
 
 

An Alaska Native Corporation 

26 West Dry Creek Circle, Suite 470 ♦ Littleton, CO 80120 ♦ 303-695-4660 

 
November 18, 2019 S192107 
 
Waste Management of Colorado, Inc. 
2400 West Union Avenue 
Englewood, CO  80110 
 
Attention: Tom Schweitzer 
 Engineering Manager 

RE: Leachate Levels at LCRS Sumps, Fourth Quarter 2019 
 DACWPF Reconstructed Cell Facility, Arapahoe County, CO 

Dear Mr. Schweitzer: 

Swift River Environmental Services, LLC (Swift River)	provides the table of leachate level 
measurements in the two sumps at DACWPF.	 	The Primary and Secondary Sumps were 
measured for the presence and depth of fluid on November 8, 2019 in accordance with the 
DACWPF State RCRA Permit, effective October 30, 2009.  The table presents depth to liquid 
data as vertical depth for the Primary Sump and side-slope depth for the Secondary Sump.   

Fluid was present in the Primary and Secondary Sumps on November 8, 2019.  The depth 
of fluid in the Primary Sump on November 8 was 2.4 feet.  We understand that you use a 
criterion of fluid depth approaching three feet of leachate to arrange for pumping of the 
Primary Sump.   

The calculated leachate level in the Secondary Sump on November 8 was approximately 1.3 
feet below the top of the liner.  This is in compliance of the permit condition that there be 
not more than one foot of leachate above the leachate detection liner system (Permit, 
Inspection and Maintenance Plan, (h), page 2 of 6).   

The next quarterly leachate measurement is scheduled for Febuary 2020.   

 

 



Mr. Tom Schweitzer  S192107 
November 18, 2019  Page 2 
 
 
If you have any questions pertaining to the landfill monitoring, please contact us at 
(303) 695-4660 or by electronic mail at cathryn.stewart@swiftriveres.com. 

Sincerely,  

Swift	River	Environmental	Services,	LLC	

 
Laura Major Cathryn Stewart, C.P.G. 
Project Assistant Project Manager 
 
Attachment:  Table of Leachate Levels, DACWPF, Fourth Quarter 2019 



DACWPF Reconstructed Cell Facility S192107.03

 
Date	Measured:	
November	8,	2019

Primary	Sump	
(feet)

Measured depth to bottom of sump 1 38.4

Measured depth to liquid 1 36.0

Calculated depth of liquid in sump 2.4

Date	Measured:	
November	8,	2019

Secondary	Sump	
(feet)

Elevation of top of riser pipe 2 5780.26

Elevation of top of liner 3 5747.6

Measured depth to liquid 4 115.5

Calculated elevation of liquid 5 5746.3
Calculated head level of liquid in 
sump with respect to the elevation of 
the top of liner 6

-1.3
 

Notes:
1 Depth to liquid in the Primary Sump, and Depth to bottom of Primary Sump, are vertical 

measurements made using a water-level measuring tape.  Depth to liquid is recorded to the 
nearest 1/100th of one foot.  Depth to bottom of sump is recorded to the nearest 1/10th 
of one foot.

2

3 Elevation of Top of Liner is from the Sections and Details Leachate Collection Systems, 
Sheet 21, Golder Associates, 10/88 (as-built).

4

5 Calculation of elevation of liquid measured in riser pipe =
Elevation of top of riser pipe - (Depth to liquid measured on 17.1 degree slope*sin 17.1 degrees).

6 A negative value indicates the leachate level is below the Top of Liner.

Leachate	Levels	at	LCRS	Sumps,	Fourth	Quarter	2019
DACWPF	Reconstructed	Cell	Facility

Elevation of top of Secondary Sump riser pipe is from the Inspection Form for the 
Leachate Collection System, 2H08, by Earth Tech AECOM, dated 11/19/08.  

Depth to liquid in the Secondary Sump is a non-vertical measurement made in a side-
slope riser pipe installed at an approximately 3:1 slope, (17.1 degrees below horizontal is 
used as actual slope), using a water-level measuring tape fastened to a small-diameter 
PVC pipe and extended into the riser pipe.  Depth to liquid is recorded to the nearest 
1/10th of one foot.
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